PUBLIC HEARING
BOARD OF HOUSING QUALITY APPEALS
CITY HALL McCL.OSKEY CONFERENCE ROOM
April 13, 2011
4:00 P.M.

ROLL CALL

REVIEW CFSUMMARY — Minutes to be emailed; February 9,2011; March 9, 2011

OLD BUSINESS

409-411 W. 3" Street, Creative Home Concepts, LLC, 11-TV-01. Request for an extension of
time to complete repairs. Previously heard January 12, 2011.

521 W. Wylie Street, Linda Lee, 11-TV-53. Request for an extension of time to complete repairs.
Previously heard January 12, 2011,

NEW BUSINESS

801 W. Dodds Street Unit 1, Laurie Best, 11-TV-39. Request for an extension of time to
complete repairs.

1610 E. 3™ Street, John Causey Ill, 11-TV-41. Request for an extension of time to complete
repairs.

620 & 622 N. Adams Street, Clifton Bell, 11-TV-42. Request for an extension of fime to complete
repairs.

305 E. g'" Street, H AN.D., 11-RV-43. Request to rescind a variance.

1004 W. Country Club Drive, Matthew Ferguson, 11-TV-44. Request for an extension of time to
complete repairs.

809 N. Walnut Street, Pendragon Properties, 11-TV-45. Request for an extension of time to
complete repairs.

915-1015 N. Rogers Street, Pendragon Properties, 11-TV-46. Request for an extension of time
to complete repairs.

100 E. Miller Drive, H A.N.D., 11-RV-47. Request to rescind a variance.

1218 N. College Avenue, Pavilion Properties Management, 11-TV-49. Request for an extension
of time to complete repairs.

424 E. 6" Street, Kenneth Kinney, 11-TV-51. Request for an extension of time o complete '
repairs.

812 E. 8" Street, Kenneth Kinney, 11-TV-52. Request for an extension of time to complete
repairs.

3215 E. Braeside Drive, The Legacy Group, 11-TV-54. Request for an extension of time to
complete repairs.

531 E. Smith Avenue, Tempo Properties, 11-TV-55. Request for an extension of time to
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complete repairs.

537 E. Smith Avenue, Tempo Properties, 11-TV-56. Request for an extension of time to
complete repairs. :

938 N. Walnut Street, Telko, Inc., 11-TV-57. Request for an extension of time to complete
repairs.

1000 W. Cottage Grove Avenue, HA.N.D,, 11-RV-58. Request to rescind a variance.

618 S. Mitchell Street, William & Linda McCoy, 11-TV-52. Request for an extension of time to
complete repairs.

423 8. Fess Avenue, Jeanne Walters Real Estate, 11-TV-60. Request for an extension of time to
complete repairs.

806 W. Chambers Drive, Joanne Sabbagh, 11-TV-61. Request for an extension of time o
complete repairs.

GENERAL DISCUSSION

PUBLIC COMMENT

ADJOURNMENT
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City of Bloomington
H.AN.D.

Meeting Date:
Petition Type:
Petition Number:
Address:
Petitioner:
Inspector:

Staft Report:

Board of Housing Quality Appeals

Staff Report: Petition for Extension of Time
April 13,2011
An extension of time to complete repairs
11-TV-01
409-411 W. 3" St.
Marcie Widen for Creative Home Concepts
Sean Person
August 23, 2010 Completed the Cycle Inspection
November 12, 2010  Conducted the re-inspection
November 15, 2010 Received the 1™ Appeal
January 12, 2011 Extension granted by the BHQA

February 23,2011 Conducted re-inspection
February 28,2011  Received letter requesting 2™ Appeal

The petitioner has requested additional time to work on the window in Unit #1. The window was
replaced with a new window so that it would work properly. The size was significantly reduced
from the original window when replaced. The new window does not meet the current size
requirement for an egress window.

Openable area required: 5.0 Sq. Ft. Existing area: 4.23
Clear width required: 20” Existing width: 26.5
Clear height required: 24” Existing height: 23
Maximum sill height: 44 above finished floor Existing sill: 29
Staff recommendation: Grant the extension of time.
Conditions: All repairs must be completed and re-inspected no later than the

deadline stated below, or this case will be turned over to the City
of Bloomington Legal Department for further action including the
possibility of fines.



i ' & | . Apphcatlon for Appeal
To The

B s S - Board of Housing Quality Appeals
: , - P.O. Box 100

‘ ‘ ' : Bloomington, IN 47402
812-349-3420

Petitioner’s Name: WC/ ﬂ/ 7 DZ/(/

Petitioner’s Address‘ & Phone Number: I?a QU)G 3 (MS B AL TS { N Lf? "{U’l/

Owner's Name: CRE ATWE HIWE  Cadeisotd

Owner’s Address & Phone Number: l 328 S . QUWM & 33 2- 21 ? 0

Address of Property: A1y . 3 vd M. |

Occupant(s) Name(s): Y | Maz TNG, LY

The following conditions must be found in each case in order for the Board to consider the request:
1. That the value of the area about the property to which the exception is to apply will not be adversely affected.
2. That the exception is consistent with the intent and purpose of the housing code and promotes public health,
safety, and general welfare.
e

Tdeat#¥ the variance type that you are requesting from the following list and attach the required infoﬁnation.

>< A. An extension of time to complete repairs. (Petition type: TV)
L Specify the items that need the extension of time to complete
& Explain why the extension is needed :
—  Specify the time requested
B. A modification or exception to the Housing Property Maintenance Code. (Petition type: V)
L+ Specify the code reference number you are appealing
+  Detail why you are requesting the variance ‘
& Specify the modifications and or alterations you are suggesting
C. Relief from an administration decision. (Petition type: AA)
' L Specify the decision being appealed and the relief you are seeking
D. Rescind a variance. (Petition type RY)
L Detail the existing variance
L Specify the reason the variance is no longer needed

1 certify that all information submitted with this request is correct and I have enclosed the $20.00 filing fee.

(Will be assigned by BHQA)

OV

Signature:

Name (print): Petition Number:

(Please use the reverse side for further explanation and/or request)



To Hand Department of Bloomington

Regarding property located at 411 W 3 St { Apt 1)

Problem: Window that does not meet egress size requirements.
Requesting: Second extension to try and resolve this matter

We have made every effort to replace the window that did not meet inspection requirements by having
window replaced according to what we believed was the correct size. The report indicated the size it
needed to be. However —since we did not know how to measure the window correctly at the time we
had a new window installed which seemed to be the correct size according to how we read the size
requirements. The inspector came back out we were told it still does not meet the size requirements.
The current window is on the ground level and an adult person can easily exit the room thru the window
at this time even though it is the incorrect size.

The inspector has explained how to figure the size and we are trying to get this taken care of in timely
manner.

We are requesting an extension to our original extension request. Please let us know what else we need
to do to get this extension approved.

Thank you.
Marci Widen
Creative Home Concepts, LLC

PO Box 3429, Bloomington, IN 47402



Compliance Deadline: May 31, 2011

Attachments: Cycle Inspection report, Petitioners letter

Cycle Report

CREATIVE HOME CONCEPTS
213 S. ROGERS STREET
BLOOMINGTON, IN 47404

Prop. Location: 411, 409 W 3RD ST
Date Inspected: 08/23/2010
Inspectors: Sean Person

Primary Heat Source: Gas

Property Zoning: RC

Number of Stories: 2

3001

Number of Units/Structures: 5/ 1
Number of Bedrooms: 1 & 2
Max # of Occupants: 2 & 3
Foundation Type: Crawl Space
Attic Access: No

Accessory Structure: None

02/22/1984 Granted a variance for the minimum ceiling height requirement at 411 W. 3rd St.,

VARIANCE
Apt. #4.

INTERIOR
Unit #1

Kitchen (7-9 x 4-6)

Replace the missing smoke detector. If wall mounted, it shall be located between 6 and 12 inches
from the ceiling. If ceiling mounted, it shall be located at least 4 inches from the wall. PM-704.1

Repair or replace range exhaust fan so that it functions as intended. PM-603.1



Bathroom
Repair exhaust fan so that it functions as intended. PM-603.1

Repait the faucet to eliminate the constant dripping. PM-504.1

Bedroom (10-5 x 7-4)

Note: Please get window measurements during reinspection.

Every window shall be capable of being easily opened and held in position by its own hardware.
PM-303.13.2

Unit #2
This unit was not inspected at the time of this inspection, as it was not accessible. This unit must be
inspected and brought into compliance with-in the same 60 day deadline as the remainder of this

property. This applies even if the tenants do not have access to this area of the property. PM-
104.4

Unit #3

Kitchen (14-1 x 8-6)
Repair the broken window. PM-303.13

A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible, accessible
location, in ot adjacent to the kitchen, away from the range, and in the path of egress. The
securing mechanism must be no more than 5 feet above the floor. PM-704.3

Living Room (10-2 x 22-2)
Provide operating power to smoke detector. PM-704.1

Bathroom
No violations noted.

Bedroom (17-2 x 10-0)
Note: Door leading to exterior for egress.

Unit #4

Kitchen (3-6 x 14-1)

No violations noted.

Bathroom
No violations noted.

Hallway
Replace the missing protective cover for the hight fixture. PM-605.1



Bedroom (13-4 x 9-5)
The clear opening area for the emergency egress window shall not be blocked by furniture or
storage. PM-102.3 & PM-702.4

Note: At the time of the cycle inspection this unit was vacant. Please get window measurements
during reinspection.

Unit 409
This unit was not inspected at the time of this inspection, as it was not accessible. This unit must be
inspected and brought into compliance with-in the same 60 day deadline as the remainder of this
propetty. This applies even if the tenants do not have access to this area of the property. PM-
104.4

EXTERIOR

All sidewalks, walkways, staits, dtiveways, parking spaces and similar ateas shall be kept in a proper
state of repair, and maintained free from hazardous conditions (front sidewalk). PM-302.3

OTHER REQUIREMENTS

Required documentation:

" A completed copy of the Tenants and Owners Rights and Responsibilities Summary must be
ptovided to this office or reviewed with the inspector within 60 days of the date of the inspection ot
a $25.00 fine will be levied. BMC 16.12.050 (d)

Required documentation:

The ownet or his agent shall contact the tenant and arrange a joint inspection of the premises to
occur within ten days of the tenant’s occupancy of the rental unit. The owner or his agent and the
tenant shall at that time jointly complete an inventory and damage list, and this shall be signed by all
patties to the tenancy agreement. Duplicate copies of the inventory and damage list shall be retained
by all parties and shall be deemed a part of the tenancy agreement. A completed copy of the
Inventory & Damage List must be provided to the office or reviewed with the inspector
within 60 days of the date of the inspection or a $25.00 fine will be levied. BMC16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC
16.12.080 (b): All rental units shall be required to have a current occupancy permit displayed in
an accessible location inside the unit. The permit shall contain the name of the owner or his
agent and the expiration date of the permit. BMC 16.12.080 (b)



B

2
AP

City of Bloomington
H.AN.D.
Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
Meeting Date: April 13,2011
Petition Type: An extension of time to complete repairs

Petition Number: 11-TV-53

Address: 521 W. Wylie St.

Petitioner: Jared Mackinnon

Inspector: Sean Person

Staff Report: October 17, 2010 Completed the Cycle Inspection
November 30, 2010 Received 1* Appeal
January 5, 2011 Conducted re-inspection
January 12, 2011 Extension granted by BHQA
March 1, 2011 Received 2™ extension Appeal

The petitioner has requested additional time to work on the windows. All other items are in
compliance.

Staff recommendation: Deny the extension of time.

Conditions: This case will be turned over to the City of Bloomington Legal
Department for further action including the possibility of fines.

Compliance Deadline: none

Attachments: Cycle Inspection Report, Petitioner’s letter

\\
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Board of Housing Quality Appeals
P.O.Box100 - -
- Bloomington, IN 47402
812-349-3420

Petitioner’s Nameé:

- Petifioner’ rese & Phone Dumber

\)o\(i.A ' /%“L& {r{;'-ﬂu')/\:

M
M
A
{
N

Owner’s Name: .

Oanr’sA&dress&Ehone‘l\'{urﬁbers 3? / 5 Ry Couﬂ'ﬂ - r{- 53 L) ﬂtd {/ I((/

 Address of Property:-

Occupant(s) Name(s):

S0 wouy e A7 3

JC«J\”;’_X : M"Q;"ﬂ/‘(’ )

The following conditions must be found in each case in order for the Board to consider the request:

L. That the value of the area about the property to which the exception is to apply-will not be adversely affected.

2. That the exception is consistent with the intent arid purpose of the housing code and promates public health,
safety, and general welfare.

Identify the variance type that you are requesting from the following list and attach the required inforrﬁatio .

“+  Specify the code reference umber you are appeaking
“+  Detail.why you are requesting the variance- .
~  Specify the modificafions and or alterations you are suggesting
~C. Relief from an administration decision. (Petition typer AA) .
' “+  Specify thie decision being appealed and the relief you are sesking -

‘ z "A. An extension of time to complete repairs. (Petition type: TV)
{ - “+  Specify the items that need the extension of time to complete
' Y+ Explain why the exténsion is needed o
. Specify the time requested
B. A modificatior or exception to the Housing Property Maintenance Code, (Petition type: V)

D. Rescind a variance, (Petition type: RV}
‘ Y Detail the existing variance- '

Lt Spgéifj_the toason the variance is. no longer needed

I certify that all |

tion submitted with this request is correcf and I hiave enclosed the $20.00 filing fee.

Sighatura:@ /s
BCAY

-Tv-53

Namé(_priﬁt): L)Ct 4 C{ /(’ chﬁmﬂm | | etition Numbe: _,_

® ieasc-qsé the reverse side for further exp[ané.ﬁon az;d/or. request).
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' . _P.OBoxi00 . ..
... Bloomington, IN47402 &

| ‘”* ‘ §12-349-3420

se write a brief narmative in the space provided‘ below,‘Be specifit as to what yb
jcation(s) for your request, the amount of time needed to bring the property into complian
ificafions and/or alterations you ate suggesting.) -

ce,.as well as any

u are requesting, the reasonfs} or -
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City of Bloomington
Housing and Neighborhood Development

Cycle Report
4594

OWNERS
LEE, LINDA L.
3875 S. COUNTY RD. 50W
PAOLI, IN 47454
Prop. Location: 521 W WYLIE 5T Number of Units/Structures: 1/1
Date Inspected: 10/11/2010 Number of Bedrooms: 2
Inspectors: Sean Person Max # of Occupants: 2
Primary Heat Source: Gas Foundation Type: Basement
Property Zoning: RC Attic Access: No _
Number of Stories: 2 : Accessory Structure: None

INTERIOR

Living Room (11-1 x 13-5)
Every window shall be capable of being easily opened and held in position by its own hardware.
PM-303.132 :

Kitchen (11-7 x 13-5)
No violations noted.

Bedroom N (10-6 x 10-3)
Every window shall be capable of being easily opened and held in position by its own hardware.
PM-303.13.2

Provide operating power to smoke detector. PM-704.1

Replace the missing and deteriorated (cracked and peeling) glazing compound on the windows.
PM-303.13

Bedroom (10-1 x 10-3)
Existing Egress Window Measurements:
Height: 23 inches
Width: 31  inches
Sill Height: 26 inches
Openable Area: 4.95  sq. ft.

L
401 N. Morton Street Rental Inspeetions: (812) 349-3420
Bloomington, IN 47404 Neighborhood Division: (812) 349-3421

Fax: (812) 349-3582 ) www.bloomington.in.gov Housing Division: (812) 349-3401



Note: These measurements are for reference only. There is no vielation of the
emergency egress requirements. “

Repaif the broken window. PM-303.13

Replace the missing and deteriorated (cracked and peeling) glazing compound on the windows.
PM-303.13

Back Porch (17-11 x 9-11)

" No violations noted.

Upper Level (27-3 x 13-1)
No violations noted.

Basement

Thoroughly clean and service the furnace, inspect and test shut off valves for proper operation.
Documentation from a professional HVAC contractor for this service is acceptable and encouraged.
Servicing shall include a test for carbon monoxide. Acceptable levels of carbon monoxide are as

follows: | ,
Desired level: | 0 parts per million (pprn)

Acceptable level in a living space: % ppm

Maximum concentration for flue produets: 50 ppm

PM-603.1 '

Clean debris from the roof, gutters and downspouts. PM-303.7
Trim all tree branches away from the siding and roofline to maintain a 3° clearance. "PM-302.4.1

Remove and propeily dispose of all accumulated debris on property. PM-302.1
EXTERIOR

No vieolations noted.

OTHER REQUIREMENTS

Required documentation:

A completed copy of the Tenants and Owners Rights and Responsibilities Summary must be
provided to this office or reviewed with the inspector within 60 days of the date of the inspection or
a $25.00 fine will be levied. BMC 16.12.050 (d)

Required documentation:

The owner or his agent shall contact the tenant and arrange a joint inspection of the premises to
occur within ten days of the tenant’s occupancy of the rental unit. The owner or his agent and the
tenant shall at that time jointly complete an inventory and damage list, and this shall be signed by




all parties to the tenancy agreement. Duplicate copies of the inventory and damage ljst shall be
retained by all parties and shall be deemed a part of the tenancy agreement. A completed copy of
the Inventory & Damage List must be provided to the office or reviewed with the inspector
within 60 days of the date of the inspection or a $25.00 fine will be levied. BM(C16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC
16.12.080 (b): All rental units shall be required to have a current occupancy permit displayed in an
accessible location inside the unit. The permit shall contain the name of the owner or his agent and
the expiration date of the permit. BMC 16.12.080 (b)

W
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City of Bloomington
H.AN.D.
Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
Meeting Date: April 13,2011
Petition Type: An extension of time to complete repairs

Petition Number: 11-TV-39

Address: 801 W. Dodds #1

Petitioner: Laurie A. Best

Inspector: Sean Person

Staff Report: November 12, 2010 Completed the Cycle Inspection

December 2, 2010  Mailed the report

February 8, 2011 Conducted the Re-inspection
February 11,2011  Received the Appeal
February 15,2011  Sent RV report

The inspector cited the need for roof replacement on the Cycle Inspection report. All
other items have been complied. The petitioner is requesting an additional 90 days.

Staff recommendation: Grant the extension of time.
Conditions: All repairs must be completed and re-inspected no later than the

deadline stated below, or this case will be turned over to the City
of Bloomington Legal Department for further action including the

possibility of fines.
Compliance Deadline: May 15, 2011
Attachments: RV report



Application for Appeal
7 . ToThe C T
Board of Housing Quality Appeals -
. PO.Box100 - -
" Bloemington, IN 47402
812-349-3420 -

[ [ R

. Petiﬁoﬁer’s Address & PI;lone Mumber: g C \ . (J\\J EA‘"{}% fﬁ( r\:‘
Ovwner's Name: j&ﬁ'op 'f‘\\ i E) (% {\ ! : / .

' ‘ . T . Ao ’ Py y ») 4
Ovsfuer’s Address &.thne‘ Numbér: S\ ? 7 l\‘ ) M \'_ U y\\:\ﬁ\] {LQ‘L {1:“1:" ”é«'
| P;ddre'ss ofPro-'pe_rlty:‘ Lﬁ(o \ [/\3 < Qﬁ) C‘( d\ '

. ' -~ . ‘ f '
. A 7 _
Occ_u-pant_(s) Name(s): L{ '/} C'(‘% [\ lL‘f\\S

The following conditions must be found in each case in order for the Board te consider the request:

L. That the value of the area about the propecty to which the exception is td apply will not be adversely affected.

2. That the exception is consistent with the intent and purpose of the housing code and promaotes public health,
safety, and general welface.

Identify the variance type that you are requesting from the following list and attach the required information,

E/ A An extension of time to complete repairs. (Petition type: TV) .
- “+  Specify the itemg that need the extension of time to complete
™ Explain why the exténsion: is needed :
“ Specify the time requested
B. A modification or exceptlon to the Housing Property Maintenance Code, (Petition type: V)

"+ Specify the code refarence dumber you are appealing
-+ Detail why you are requesting the varianca- .
A “  Specify the modifications and or alterations you are suggesting
- G Relief from an adminlstration decision. (Petition type: AA) ;
' '+ Specify tlie dectsion being appealed .and the relisfyou are sseking -
D. Rescind a variance. (Petition type: RY) :
“~  Detail the existing vasiatice:
L+ Specify the reason the variance is.no langer nesded

1 certify that all {nfgrmaﬁén submitted with this request is corréct and I liave entclosed the $20.00 filing fee.

- Pe.ti_tiuner’s-f‘;[amé: kéféf%’l,{ﬂ/u&— — /éz/_;é . 2 ”L S—’— 2 Q\L 7<)1 -

. Rt !,-’ . , ,’7 e : -

Name (peia): /ijbk("CQ_"' A Qe g N | Petition Nuiber:

(e iaase-u;;e, the reverse side for further explana;ﬁon,aud/or- request).
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City of Bloomington
Housing and Neighborhood Development

FEB 1 5 201 Remaining Violations Report
N Re-inspected February 8, 2011
9513
OWNERS AGENT
DROLL, JOSEPH T. BEST, LAURIE
8371 N. FOXHOLLOW ROAD 8371 N. FOXHOLLOW RD.
BLOOMINGTON, IN 47408 BLOOMINGTON, IN 47408

Number of Units/Structures: 1/ 1
Number of Bedrooms: 3

Max # of Occupants: 3
Foundation Type: Crawl Space
Attic Access: No

Accessory Structure: None

Prop. Location: 801 W DODDS #1 ST
Date Inspected: 11/12/2010

Inspectors: McCormick/Person
Primary Heat Source: Electric
Property Zoning: RC-

Number of Stories: 1

REINSPECTION REQUIRED

This report is your final notice from the Housing and Neighborhood Development Office that this
rental property continues to be in violation of the Housing-Property Maintenance Code of
Bloomington. .

If you have made all of the repairs on this report, contact our office immediately to schedule the
required re-inspection.

Failure to make repairs or to schedule the required re-inspection will result in this matter being

referred to the City Legal Department. Legal action may be initiated against youunder Section—-——

16.12.100 of the Bloommgton Municipal Code.

It is your responsibility to contact the Housing and Nelghborhood Development Office to schedule

the required re-inspection. Our mailing address and telephone number are listed below.
EXTERIOR:

Replace damaged and deteriorating roof. This is to be done in a workmanlike manner and includes

but is not limited to damaged or deteriorating roofing material, sheathing, and all structural
members. PM-303.4 & PM-303.7

5 | 7
401 N. Morton Street Rental Inspeetions: (812) 349-3420
Bloomington, IN 47404 Neighborhood Division: (812) 349-3421

Fax: (812) 349-3582

www.bloomington.in.gov

Housing Division: (812) 349-3401
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City of Bloomington
H.AN.D.

Meeting Date:

Petition Type:

Petition Number:

Address:
Petitioner:
Inspector:

Staff Report:

Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time

13 April 2011

An extension of time to complete repairs

11-TV-041

1610 E. 3 St.
Rob Lovejoy
Michael Arnold
25 January 2010
10 February 2010
20 April 2010

26 July 2010
13 September 2010

18 September 2010
27 September 2010

(7 February 2011

18 February 2011

Cycle Inspection

Sent Report

Sent remaining Violations Report

Received new registration from

Sent Amended Remaining Violations Report
showing exterior painting deadline as 25 January
2011 instead of 25 January 2010. Also sent Appeal
application

Start Legal

Sent Remaining Violations Report with updated
agent information

Spoke to Ron Lovejoy about completing the repairs
and getting the property inspected.

Received Appeals form

The agent is requesting an extension of time to complete repairs. To date there has not been a
reinspection at the property. The agent is asking for an extension in order to find a painting
contractor that is a licensed lead renovator as required by EPA for work that disturbs painted
surfaces in housing built before 1978.

Stalfl recommendation:

Grant the extension of time.

7



Conditions: All repairs must be completed and re-inspected no later than the
deadline stated below, or this case will be turned over to the City
of Bloomington Legal Department for further action including the
possibility of fines.

Compliance Deadline: 30 April 2011 All items except exterior painting
01 June 2011 Exterior Painting

Attachments: Application, Amended Remaining Violations report
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Property Address: 1610 E.3RD Street

hand@bloomington.in.gov

Page1of2

Application For Appeal

To The

Board of Housing Quality Appeais

Bioomington, IN 47402

P.0. Box 100 Eg@gmm

812-349-3420

BY;

FEB 1€ oy

"2ag,
'.an--~,~q.~
Ll T

Petitioner's Name: Rob Lovejoy

Address: 31415 SW 193RD Ave

City: Homestead State: Florida

Zip Code: 33030

Phone Number: (812) 327-8746

E-mail Address: therob.lovejoy@gmail.com

Owner's Name: John Causey il

Address: 6709 La Tijera Blvd

City: Los Angeles State: California

Zip Code: 50045

Phone Number: E-mail Address:

Occupants:

W

The following conditions must be found in each case in order for the Board to consider the request:
1. That the exception is consistent with the intent and purpose of the housing code and promotes public

health, safety, and general welfare.

2. That the value of the area about the property to which the exception is to apply will not be adversely

affected.

identify the variance type that you are requesting from the following drop down menu:

Variance Type: An extension of time to complete repairs. {Petition Type: TV)

Reminder:

A $20.00 filing fee must be submitted with the Appeal
Application or the application will not be considered to be
complete! A completed application has to be submitted
prior to the meeting application deadline in order to be
placed on that months agenda!

(Will be assigned by BHQA)
J1-TV-HI

Petition Number:
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In the space provided below please write a brief narrative regarding your request. Be specific as to what you are
requesting, the reason(s) or justification(s) for your request, the amount of time needed to bring the property into

compliance, as well as any modifications and/or alterations you are suggesting. The following information must be
included dependent upon the type of variance you are requesting:

A. An extension of time to complete repairs. (Petition type: TV}
1. Specify the items that need the extension of time to complete.
2. Explain why the extension is needed.
3. Specify the time requested.
B. A modification or exception to the Housing Property Maintenance Code. (Petition type: V)
1. Specify the code reference number you are appealing.
2. Detail why you are requesting the variance.
3. Specify the modifications and or alterations you are suggesting.
C. Relief from an administration decision. {Petition type: AA)
1. Specify the decision being appealed and the relief you are seeking.
D. Rescind a variance. (Petition type: RV)
1. Detail the existing variance.

2, Specify the reason the variance is no longer needed.

The time extension is needed due to lead paint and the ability to get an E.P.A. certified contractor for the work.
The front door needs replaced but it has lead paint on it so the contractor has to be certified in order to remove the
old door as | understand the new E.P.A. law on lead paint. All the exterior work on the residence is the same
situation. | have 3 regular contractors that work for me and due to weather, fiming, and the economy none of
them have been able to get to Indianapolis to take the certification. Please allow us o have the time needed 1ol

bring the residence to compliance We understand the work needs to be done, but needs to be done in the correct
manner.

Thank You

Signature (Required):

AA}
/ Z
Name (Print}: Rob Lovejoy Date: 2/14/11

Important information regarding this application format:

1. This form is designed to be filled out electronically, printed, then returned/submitted manually
(e.g. postal maii).

2. This document may be saved on your computer for future use, however, any data that you have
entered will not be saved.

Print Form




City of Bomington
Housing and Neighborhood Development

Remaining Violations Report
Amended Report 08 September 2010

3552
OWNERS
CAUSEY IIT, JOHN
6709 LA TIJERA BLVD.
LOS ANGELES, CA 50045
AGENT
ROBERT G. LOVEJOY
4542 5. CARDINAL: DR.
BLOOMINGTON IN 47403
Prop. Location: 1610 E 3RD ST Number of Units/Structures: 1 / 1
Date Inspected: 01/25/2010 Number of Bedrcoms: 3
Inspectora: Mike Arnold Max # of Occupants: 3
Primary Heat Source: Gas Foundation Type: Basement
Property Zoning: RC Attic Access: No
Number of Stories: 2 Accesgssory Structure: garage

VARIANCE

09/05/1991 Granted the variance to the minimum ceiling height requirement in the
basement

REINSPECTION REQUIRED

This report is your final notice from the Housing and Neighbothood Development Office that this
rental property continues to be in violation of the Housing-Property Maintenance Code of
Bloomington.

If you have made all of the repairs on this report, contact our office immediately to schedule the
required re-inspection.

Failure to make repairs or to schedule the required re-inspection will result in this matter being
teferred to the City Legal Department. Legal action may be initiated against you under Section
16.12.100 of the Bloomington Municipal Code.

It is your tesponsibility to contact the Housing and Neighborhood Development Office to schedule
the required re-inspection. Our mailing address and telephone number ate listed below.

Pl

3o

401 N. Morton Street B it Hal | Rental Inspections: (§12) 349-3420

Bloomington, IN 47404 Neighborhood Division: (§12) 349-3421
Fax: (812) 349-3582 www.bloomington.in.gov Housing Division: {812) 349-3401



Interior:
Lower Level:

Family Room (18-4 x 11-7), Laundry Room, Bathroom:

No violations noted

Hallway:
Replace the missing protective cover for the light fixture. PM-605.1

North Room: -
Replace the missing protective cover for the light fixture. PM-605.1 (South wall, east end).

Main Level:

Living Room (24-6 x 12-9), Dining Room (12-2 x 10-9), Enclosed Potch, 2 Bathroom:

No violations noted

NE Bedroom (11-6 x 10-3):
Existing Egress Window Measutements:
Height: 25 inches
Width: 31.5 inches
Sill Height: 28 inches
Openable Area: 5.47 sq. ft.

Note: These measurements are for reference only. There is no violation of
the emergency egress requirements.
No violations noted

Upper Level:
Main Room (18-9 x 12-9):

No violations noted

East Bedroom (18-8 x 13-7):
Existing Egress Window Measurements:
Height: 22 inches
Width: 27 inches
Sill Height: 22 inches
Openable Area: 4.13 sq. ft.

Note: These measutements atre for reference only. There is no violation of
the emergency egress tequirements,
No violations noted

Bathroom:
No violations noted

Detached Garage:
No violations noted



Exterior:
Repait/replace the damaged screen. PM-303.14 (Main Level - west wall — north window).

Scrape and paint exterior surfaces whete paint is pecling or wood is exposed. PM-303.2 This item
has a deadline of 25 January 2011),

Replace the deteriorated guttering. PM-303.7 (Where needed).
Replace the missing downspout on the SW corner of the structure. PM-303.7

Replace the deteriorated threshold at the front entty. PM-303.15

Required Documentation:

A completed copy of the Tenants & Owners Rights and Responsibilities Summary must be
provided to the office or reviewed with the inspector within 60 days of the date of the
inspection or a $25.00 fine will be levied. BMC16.12.050 (d).

A completed copy of the Inventory & Damage List must be provided to the office or reviewed with
the inspector within 60 days of the date of the inspection or a $25.00 fine will be levied.
BMC16.12.040

Thotoughly clean and service the furnace, inspect and test shut off valves for proper operation.
‘Documentation from a professional HVAC contractor for this service is acceptable and encouraged.
Servicing shall include a test for carbon monoxide. Acceptable levels of carbon monoxide ate as
follows:

Desired level: 0 parts per million (ppm)
Acceptable level in a living space: 9 ppm

Maximum concentration for flue products: 50 ppm

PM-603.1

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC
16.12.080 (b): All rental units shall be required to have a current occupancy permit displayed in
an accessible location inside the unit. The permit shall contain the name of the owner or his
agent and the expiration date of the permit. BMC 16.12.080 (b)

A
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City of Bloomington
H.AN.D.
‘Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
Meeting Date: April 13,2011
Petition Type: An extension of time to complete repairs

Petition Number: 11-TvV-42

Address: 620 & 622 N Adams

Petitioner: Clifton Bell

Inspector: John Hewett

Staff Report: October 26, 2010 Completed Cycle Inspection

November 10, 2011  Sent Report

February 15,2011  Sent RV

February 22,2011  Received Appeal
The Petitioner is requesting additional time to make repairs citing a death in the family,
illness and the weather.

Staff recommendation: Grant the extension of time.
Conditions: All repairs must be completed and re-inspected' no later than the

deadline stated below, or this case will be turned over to the City
of Bloomington Legal Department for further action including the

possibility of fines.
Compliance Deadline: May 14, 2011
Attachments: Cycle Inspection Reports, Petitioner’s letter



Pet[tmner s Namé: C‘ Rl \ er(')f\ %{\, \

Apphcatmn for Appeal
7+ TaThe
Board of Housing Quality App

Blogmmgton, IN 47402
$12-349-3420 FEB 22

P.0. Box 100 - E@EEVE

201

Petitwner § Address & Phone Number ._Zb% UL) TQ W‘\Mr Cth e %\\_{3 %F\isgk k\~e TN

OwnersName A Q)\\ Q(LJ(‘\ %‘Q/L_/\ - ) - L o ,

Occupaut(s) Name(s) RO\'D’E(‘ X\'

S . - ' C el \
Owhner’s A&dress &.Phaae‘Nﬁmben - g O\,mf? : %' k’} %LQ (o D\% %LP

’ Address ofProperty L th %b &ﬂ d} (p ré\f)\ ‘\3 &Q&& S

a2t &I‘% O }Ko%o .y MOM%}
: V3% N GO mdem\

. The following condztlom must be found in eack case in order for the Board to canstder the request:

L.
2.

Thet the value of the area about the property to which the exception is to apply will not be adversely affected.

That the exceptiou is consistent with the intent arid purpose of the housing code and promotes public health,

safety, and general welfare.

_ Idéhtify- the variance type that you are requesting from the fblluwing [ist and attach the required information.

\ A. An extension of time to cemplete repairs. (Petxtlon type: TV)

,Z :

L+ Specify the itemg that need the ex tensien of time to complete
" Bxplain why the exténsionis needed .

“  Specify the time requested
B. A modification or-exception to the Housing Property Maiuteuance Code, (Pet:tum type: V)

L+ Specify the code reference number you are appealing
5 Detail why you are requestmg ‘the variance-

“  Specify the modifications and or alterations you are suggestmg
C Relief from an adsinistration deciston, (Petiion type: AAY

Y+ Specify tie decision being appealed and the relief you are ss&kmg

D. Rescind a variance, (Petition iype RV)

L Detail the existing variance-
'-* Speclf}' the reason the variance is. no longer need&d

Slgnature

Name (prnﬂ&)ﬁz‘x / M /(7 ﬁ}i L/ - Peﬁtiot; Nurmber: .

-_I cerﬁﬁr that all infcrmatmn submitted with this request is cerrect‘smd I have enclosed the $20,00 filing fée._

"

(Please. use the reverse side for furﬂmr cxplana,hon andfor request}

SRl
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City of Bloomington
Housing and Neighborhood Development

Cycle Report
598
OWNERS
BELL, CLIFTON R. & PATRICIA A.
703 W. TEMPERANCE
ELLETTSVILLE, IN 47429
Prop. Location: 620 N ADAMS ST Number of Units/Structures: 1/ 1
Date Inspected: 10/26/2010 Number of Bedrooms: 1
Inspectors: John Hewett Max # of Occupants: 2
Primary Heat Source: Gas Foundation Type: Crawl Space
Property Zoning: RC Attic Access: Yes
Number of Stories: 1 Accessory Structure:
Interior
Living room )
13-3x 13-2
Provide a complete directory of all service panels and circuits. PM-605.1
SE bedroom
13-7x11-4

Install a smoke detector in an approved location, If wall mounted, it shall be located between 6 and 12
inches from the ceiling. If ceiling mounted, it shall be located at least 4 inches from the wall. PM-704.1

Existing Egress Window Measurements:
Height: 36 inches
Width: 12 inches
Sill Height: 19 inches
Openable Area: 3 sq. ft.

At the time this structure was built, there were no code requirements for emergency egress for a sleeping
room. The Housing & Neighborhood Development Department strongly recommends that the sleeping
room egress windows be modified or replaced with a larger window to aid in emergency escape. BMC-
16.04.040 (b)

Furnace closet

Thoroughly clean and service the furnace, inspect and test shut off valves for proper operation. Documentation
from a professional HVAC contractor for this service is acceptable and encouraged. Servicing shall nclude a
test for carbon monoxide. Acceptable levels of carbon monozxide are as follows:

401 N. Morton Street g couna Rental Inspections: (812) 349-3420

Bloomington, IN 47404 Neighborhood Division: (812) 34%-3421
Fax: (812) 349-3582 www.bloomington.in.gov Housing Division: (812) 349-34411



Desired level: 0 parts per million (ppm)
Acceptable level in a living space: 9 ppm

Maximum concentration for flue products: 50 ppm

PM-603.1

Kiichen

11-4x12-2

Replace the torn floor covering. PM-304.4
NW room

94 x 6-7

No violations noted.

Bathroom
No violations noted.

Exterior
Install an approved closing device for the front storm door. PM-303.15

Install a junction box at the wire splice above the back door. PM-605.1

Repair the chipped and broken concrete on the front porch and steps. PM-303.10
Paint the exposed bare wood of the ceiling on the front porch. PM-303.2

Repair the holes in the porch roof framing. PM-303.10

Other requirements

Required documentation:

A completed copy of the Tenants and Owners Rights and Responsibilities Summary must be provided to
this office or reviewed with the inspector within 60 days of the date of the imspection or a §25.00 fine will
be levied. BMC 16.12.050 (d)

Required documentation:

The owner or his agent shall contact the tenant and arrange a joint inspection of the premises to occur within
ten days of the tenant’s occupancy of the rental unit. The owner or his agent and the tenant shall at that time
jointly complete an inventory and damage list, and this shall be signed by all parties to the tenancy
agreement. Duplicate copies of the inventory and damage list shall be retained by all parties and shall be
deemed a part of the tenancy agrecment. A completed copy of the Inventory & Damage List must be
provided to the office or reviewed with the inspector within 60 days of the date of the inspection or a
$25.00 fine will be levied. BMC16.12.040

. When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC 16.12.080
(b): All rental units shall be required to have a current occupancy permit displayed in an accessible location
inside the unit. The permit shall contain the name of the owner or his agent and the expiration date of the
permit. BMC 16.12.080 (b)



City of Bloomington
Housing and Neighborhood Development

Cycle Report
12
OWNERS
BELL, CLIFTON R. & PATRICIA A.
703 W. TEMPERANCE
ELLETTSVILLE, IN 47429
Prop. Location: 622 N ADAMS ST Number of Units/Structures: 1/1
Date Inspected: 10/26/2010 Number of Bedrooms: 1 approved
Inspectors: John Hewett Max # of Occupants: 2
Primary Heat Source: Gas Foundation Type: Crawl Space
Property Zoning: RC Attic Access: Yes
Number of Stories: 1 Accessory Structure:
Inferior
Kitchen
11-1x12-5

A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible, accessible location, in
or adjacent to the kitchen, away from the range, and in the path of egress. The securing mechanism
must be no more than 5 feet above the floor. PM-704.3.

Living room
11-4 x 13-11
No violations noted.

Bedroom
9-0x114
Install the door irim on the inside of the door casing. PM-304.1

Existing Egress Window Measurements:
Height: 23 inches
Width: 27 inches
Sill Height: 27 inches
Openable Area: 4.3 sq. fi.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

Bathroom

Repair the sink faucet to have hot water and to be free of leaks. PM-504.1
y | >
401 N. Morton Street il cuia Rental Inspections: (812) 349-3420
Bloomington, IN 47404 Neighborhood Division: (812) 349-3421

Fax: (812) 349-3582 www.bloomington.in.gov Housing Division: (812) 349-3401



Back Hall
Replace the missing protective cover for the light fixture. PM-605.1

Exterior
Repair the handrail on the back porch steps. PM-303.12

Repair the roof on the back porch. These repairs shall use materials and methods designed for use on a flat
roof. PM-303.7

Properly secure the loose fascia boards on the front (west side) of the house. PM-303.9
Repair the broken front porch stair handrail. PM-303.12
This violation has a one-year deadline from the date of the Cycle Inspection (10/26/2010).

Scrape and paint exterior surfaces where paint is peeling or wood is exposed. PM-303.2

Other requirements

Required documentation: ‘

A completed copy of the Tenants and Owners Rights and Responsibilities Summary must be provided to
this office or reviewed with the inspector within 60 days of the date of the inspection or a $25.00 fine will
be levied. BMC 16.12.050 (d)

Required documentation:

The owner or his agent shall contact the tenant and arrange a joint inspection of the premises to occur within

ten days of the tenant’s occupancy of the rental unit. The owner or his agent and the tenant shall at that time
jointly complete an inventory and damage list, and this shall be signed by all parties to the tenancy
agreement. Duplicate copies of the inventory and damage list shall be retained by all parties and shall be
deemed a part of the tenancy agreement. A completed copy of the Inventory & Damage List must be
provided to the office or reviewed with the inspector within 60 days of the date of the inspection or a
$25.00 fine will be levied. BMC16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC 16.12.080
(b): All rental units shall be required to have a current occupancy permit displayed in an accessible location
inside the unit. The permit shall contain the name of the owner or his agent and the expiration date of the

permit. BMC 16.12.080 (b)
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City of Bloomington
H.AN.D.

Board of Housing Quality Appeals
Staff Report: Petition to Rescind Variance

Meeting Date: April 13, 2011

Petition Type: Rescind a Variance

Petition Number: [1-RV-43

Address: 305 E. 9" Street

Petitioner: HAND

Inspector: Maria McCormick

Staff Report: February 17,2011  Cycle Inspection

February 22,2011  Rescind Variance
During the cycle inspection it was noted that the unit had been remodeled and
converted from a duplex back to a single family structure. Therefore the variance
from 12/03/1980 to allow cooking equipment in a sleeping room is no longer
necessary.
Staff Recommendation: Rescind the variance

Conditions: None

Attachments: Application
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Application For Appeal
To The
Board of Housing Quality Appeals
P.O. Box 100
Bloomington, IN 4740

812.340.3a20 || 2CEIVIE

hand@bloomington.in.gg v FEB 2 2 201

b
2 E
HAQR

Property Address: 305 E. 5th Street B Y et

Petitioner's Name: HAND

Address: 401 N. Morton Street Suite 130

City: Bloomington State: Indiana Zip Code: 47404

Phone Number: (812)349-3420  E-mail Address: mccormim@bloomington.in.gov

Owner's Name: Johnie & Loretta Edwards

Address; PO Box 534

City: Ellettsville State: Indiana Zip Code: 47429

Phone Number: 812-876-0752 E-mail Address: jpe@edwardsproperties.biz

Occupants:

M =]
The following conditions must be found in each case in order for the Board to consider the request:
1, That the exception is consistent with the intent and purpose of the housing code and promotes public

health, safety, and general welfare.

2. That the value of the area about the property to which the exception is to apply will not be adversely
affected. '

identify the variance type that you are requesting from the following drop down menu:

Variance Type: Rescind a variance. {Petition Type: RV)

Reminder: " .

A $20.00 filing fee must be submitted with the Appeal (Will be assigned by BHQA)
Application or the application will not be considered to be (/
completel A completed application has to be submitted / / - Q - l{g
prior to the meeting application deadline in order to be .

placed on that months agenda! Petition Number:
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In the space provided below please write a brief narrative regarding your request. Be specific as to what you are
reguesting, the reason(s) of justification(s) for your request, the amount of time needed to bring the property into
compliance, as well as any modifications and/or alterations you are suggesting. The following information must be
included dependent upon the type of variance you are requesting:
A. An extension of time to complete repairs. (Petition type: TV}
1. Specify the items that need the extension of time to complete.
2, Explain why the extension is needed.
3. Specify the time requested.
B. A modification or exception to the Housing Property Maintenance Code. (Petition type: V)
1. Specify the code reference number you are appealing.
2. Detail why you are requesting the variance.
3. Specify the modifications and or alterations you are suggesting.
C. Relief from an administration decision, (Petition type: AA)
1. Specify the decision being appealed and the relief you are seeking.
D. Rescind a variance. (Petition type: RV)
1. Detail the existing variance,
2. Specify the reason the variance is no longer needed,

This property was a duplex with a studio apt. that has been converted back to a single family. Therefor the variance
that was granted 12/03/1980 to allow cooking equipment in a sleeping room is no longer needed.

Signature (Required):@?ﬂﬁ ﬂ?ﬂ%

Name (Print): Maria McCormick, HAND ' Date: 2/21/11

Important information regarding this application format:

1. This form is designed to be filled out electronically, printed, then returned/submitted manually
(e.g. postal mail).

2. This document may be saved on your computer for future use, however, any data that you have
entered will not be saved. :

Print Form |

\.I
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City of Bloomington
H.A.N.D.
Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
Meeting Date: April 13, 2011
Petition Type: An extension of time to complete repairs

Petition Number: 11-TV-44

Address: 1004 W. Country Club Drive

Petitioner: Julie Cooper

Inspector: Sean Person

Staft Report: December 21,2010  Completed the Cycle Inspection.
January 4, 2011 Sent report

February 22, 2011  Received Appeal
The petitioner is requesting additional time for the completion of repairs. Clearing the
snow we received this year has taken much of the time the maintenance staff would have used
for these repairs. Petitioner has requested an additional 60 days.

Staff recommendation: Grant the extension of time.

Conditions: All repairs must be completed and re-inspected no later than the
deadline stated below, or this case will be turned over to the City
of Bloomington Legal Department for further action including the
possibility of fines.

Compliance Deadline: April 20, 2011 for all electrical and fire safety violations
May 04, 2011 for all other violations

Attachments: Cycle Inspection Report, Petitioner’s letter



Application For Appeal
To The
Board of Housing Quality Appeals

BLOGMINGTON

Bloomington, IN 47402
812-349-3420 FEB 2 2 2011
hand@bloomington.in. gov

------------------

Property Address: 1004 Country ClubDr

Petitioner's Name: Julie Cooper - Property Manager-

Address: 3111 S Leonard Springs Rd

City: Bloomington State: Indiana Zip Code: 47403

Phone Number: (812)336-5603  E-muail Address: woodlandsprings@sbcglobal.net

Owner's Name: Matthew Ferguson

Address: 701 Summitview Place

City: Bloomington State: Indiana Zip Code: 47401

Phone Number: 812-336-5603 E-mail Address: woodlandsprings@sbcglobal.net

Occupants:

e e e i SR e el L e =

‘The following conditions must be found in each case in order for the Board to consider the request:

1. That the exception is consistent with the intent and purpose of the housing code and promotes public
health, safety, and general welfare.

2. That the value of the area about the property to which the exception is to apply will not be adversely
affected.

Identify the variance type that you are requesting from the following drop down menu:

Variance Type: An extension of time to complete repairs. (Petition Type: TV)

Reminder: (Will b . d by BH

A $20.00 filing fee must be submitted with the Appeal Il be assigned by BHQA)
Application or the application will not be considered to be

complete! A completed application has to be submitted // - 7—\/ - %/ 17( 7
prior to the meeting application deadline in order to be -

placed on that months agenda! Petition Number:

Page 1 of 2

.P.0.Box 100 EEW]E
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In the space provided below please write a brief narrative regarding your request. Be specific as to what you are
requesting, the reason(s} or justification(s) for your request, the amount of time needed to bring the property into
compliance, as well as any modifications and/or alterations you are suggesting. The following information must be
included dependent upon the type of variance you are requesting:
' A. An extension of time to complete repairs. (Petition type: TV)
1. Specify the items that need the extension of time to complete,
2. Explain why the extension is needed.
3. Specify the time requested.
B. A modification or exception to the Housing Property Maintenance Code. (Petition type: V)
— . 1. Specify the code reference number you are appealing. .
2. Detaif why you are requesting the variance.
3. Specify the modifications and or alterations you are suggesting.
C. Relief from an administration decision. {Petition type: AA)
1. Specify the decision being appealed and the relief you are seeking.
D. Rescind a variance. (Petition type: BV)
1. Detail the existing variance. :
2. Specify the reason the variance is no longer needed.

Seeking extension of time to complete repairs due to the harsh bad ice and snow we have received this year. We

have spent unusual amount of time clearing and keep clear all stairs and sidewalks on a daily basic, taking away.
time needed to make repairs. Asking for a 60 day extension.

Signature (Required): J\%\&N\ | Cﬂﬂ_z\(\\bx_,

Name (Print): Julie Cooper

Date: 2/17/11

important infermation regarding this application format:

1. This form is designed to be filled out electronically, printed, then returned/submitted manually
(e.g. postal mail).

2. This document may be saved on your computer for future use, however, any data that you have
entered will not be saved.

" Print Form




City of Bloomington
Housing and Neighborhood Development

A T S

FERGUSON, MATTHEW W.
701 SUMMITVIEW PL.
BLOOMINGTON, IN 47401

MAY, SCOTT G.
701 SUMMITVIEW PLACE
BLOOMINGTON IN 47401

Prop. Location: 1004 W COUNTRY CLUB DR Number of Units/Structures: 42/ 2.
Date Inspected: 12/21/2010 Number of Bedrooms: 1 & 2
Inspectors: Sean Person Max # of Occupants: 2 & 3
Primary Heat Source: Electric Foundation Type: Slab

Property Zoning: RS Attic Access: No

Number of Stories: 3 Accessory Structure: None

VARIANCE

12/15/2003 Unit #9 is not approved for occupancy.

INTERIOR

Note: Only units with violations will be noted in this report.
Note: Unit #9 was being used as storage at the time of the inspection.

One Bedroom Dimensions #1-39 number 8 is efficiency
Living Room & Dining Room 17-0 x 11-8

Bedroom 11-8 x 11-8

Bathroom

Two Bedroom Units #39-42

A\

401 N, Morton Street l ciuvHa Rental Tnspections: (812) 349-3420

Bloomington, IN 47404 Neighborhood Division: (812) 349-3421
Fax: (812) 349-3582 ] www.bloomingtonin.gov . ... Honsing Division: (812} 349-3401




Living Room 15-6 x 13-6
Kitchen 11-0x 10-0

Front Bedroom 10-0 x 10-0
Rear Bedroom 10-0 x 10-0

Existing Egress Window Measurements: 2 Bedrooms
Po:n;n-h‘i-- 14 inehea

ATy TGNy

_Width: 16 inches

Openable Area: 3.77 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements. : -
At the time this structure was built, there were no code requirements for emergency egress for a
sleeping room. ' The Housing & Neighborhood Development Department strongly recommends that
the sleeping room egress windows be modified or replaced with a larger window to aid in
emergency escape. BMC-16.04.040 (b)

Existing Egress Window Measurements: 1 Bedrooms
Height: 45 inches
Width: 22 inches
Sill Height: 35inches
Openable Area: 6.87 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

- Unit # 39

Kitchen

A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible, accessible

location, in or adjacent to the kitchen, away from the range, and in the path of egress. The
securing mechanism must be no more than 5 feet above the floor. PM-704.3

Properly repair floor covering close to the laundry area. PM-304.2 & PM-304.4

Bathroom o
Repair the countertop to support imposable loads. This should include re-caulking around th
countertop to eliminate water infiltration. PM-304.3

Unit #40

Hallway 7
Provide operating power to smoke detector, PM-704.1

Unit #42
Bathroom
Repair and clean the exhaust so that it functions as intended. PM-603.1

Sill Height: 47 inches ) ' eSS




Unit #24

Kitchen

A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible, accessible
lecation, in or adjacent to the kitchen, away from the range, and in the path of egress. The
securing mechanism must be no more than 5 feet above the floor. PM-704.3

Bathroom

Repair and clean the exhaust so that it functions as intended. PM-603.1 — "~ 7

Properly seal the entire perimeter of the tub/shower including the floor. PM-304.3 -
Secure toilet to its mountings. PM-504.1

Unit #25

Living Room
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-303.13

Bathrooni
Repair and clean the exhaust so that it functions as intended. PM-603.1

Unit #26

Kitchen

A minimum 1A -10BC classification fire extinguisher shall be mounted in a visible, accessible
location, in or adjacent to the kitchen, away from the range, and in the path of egress. The
securing mechanism must be no more than 5 feet above the floor. PM-704.3

‘Hallway .
Replace the missing protective cover for the light fixture. PM-605.1

Bathroom
Properly seal the entire perimeter of the tub/shower 1ncludmg the floor. PM-304.3

Unit #27

Living Room
Repair the door so that it opens, closes and latches as intended. PM-304.6

Bathroom
Repair the toilet in a manner so that it functions as intended and prevents the water from constantly
running. PM-504.1

Properly repair or replace and paint the damaged or deteriorated drywall. This is to be done ina
workmanlike manner. PM-304.2 & PM-304.3

Properly seal the entire perimeter of the tub/shower including the floor. PM-304.3

)%




Hallwa
Properly repair or replace and paint the damaged or deteriorated drywall. This is to be done in a
workmanlike manner PM-102.8, PM-303.1 & PM-304.2, & PM-304.3

Unit #28

Bathroom
.. Repair-the toilet in a manner so that it functions-as-intended and-prevents-the water from constantly - e

running. PM-504.1

Unit #29
Batbroom ‘
Properly seal the entire perimeter of the tub/shower including the floor. PM-304.3

Unit #30
Bedroom
Replace the missing protective cover for the light fixture. PM-605.1

Unit #32
Bathroom
Repair and clean the exhaust so that it functions as intended. PM-603.1

Unit #33
- Exterior
Replace the missing protective cover for the light fixture. PM-605.1

This unit was not inspected at the time of this inspection, as it was vacant and being turned over.
This unit must be inspected and brought into complance with-in the same 60 day deadline as the
remainder of this property, or prior to this unit being occupied. All work in this unit shall be
completed in a workmanlike manner and includes but is not limited to the following:
= Properly complete the installation of all electrical wiring, lighting fixture(s), .
electrical receptacle(s), and all other electrical fixtures or appliances. These items
will be checked for compliance with the City of Bloomington Property Maintenance
Code at reinspection and have the same 60 day compliance deadline as the
remainder of this property. PM-102.3, PM-102.8, & PM-605.1
' Complete the installation of the plumbing and all associated fixtures and their
bases/cabinets where applicable. These items will be checked for compliance with
the City of Bloomington Property Maintenance Code at reinspection and have the
same 60 day compliance deadline as the remainder of this property. PM-102.3, PM-
102.8, & PM-504.1
< Properly complete the installation and surface coat all wall and ceiling surfaces
where applicable. These items will be checked for compliance with the City of
Bloomington Property Maintenance Code at reinspection and have the same 60 day
compliance deadline as the remainder of this property. PM-102.3, PM-102.8, & PM-
304.3
= Install a smoke detection in an approved manner and location(s). If wall mounted, it
shall be located between 6 and 12 inches from the ceiling. If ceiling mounted, it

-




shall be located at least 4 inches from the wall. PM-704.1
w A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible,
accessible location, in or adjacent to the kitchen, away from the range, and in_
the path of egress. The securing mechanism must be no more than 5 feet above the
floor. PM-704.3. :
= All fire extinguishers must be inspected every 30 days and a record of that :
... inspection shall be kept.—Metal head extinguishers- shall be subjected to maintenance. —- —— —- -
at intervals of not more than one (1) year and shall have a tag or label securely
“attached that indicates the month and year the maintenance was performed as wellas
the identity of the person/company performing the service. Metal head extinguishers
tnust be recharged every six years and hydro-tested every 12 years per NFPA-10.
Plastic head extinguishers must be replaced every 12 years per NFPA-10. PM-704.3
<+ Once the painting is complete all light globes, cover plates and switch plates shall be
reinstalled. PM-605.1

Unit #34 ‘
Kitchen ' .
Replace non-functioning or incorrectly wired electrical receptacle with a GFCl-protected .
receptacle(s), per Indiana Electric Code requirements. PM-605.1

Hallway
Provide operating power to smoke detector. PM-704.1

Bathroom
Repair and clean the exhaust so that it functions as intended. PM-603.1

Unit #35
Kitchen
Repair the faucet to eliminate leak around base, PM-504.1

Bathreom
Repair and clean the exhaust so that it functions as intended. PM-603.1

Unit #37

At the time of the cycle inspection this unit did not have power. Correct any electrical deficiencies
before re-inspection. These items will be checked for compliance with the City of Bloomington
Property Maintenance Code at re-inspection and have the same 60 day compliance deadline as the
remainder of this property. PM-102.3, PM-102.8, & PM-605.1

Unit #23

Kitchen

Replace non—functlomng or incorrectly wired electrical receptacle with a GFClI-protected
receptacle(s), per Indiana Electric Code requirements. PM-605.1

Bathroom
Repair and clean the exhaust so that it functions as intended. PM-603.1

=




Unit #21
Bathroom
Properly seal the entire perimeter of the tub/shower including the floor. PM-304.3

Unit #20
Properly repair or replace and paint the damaged or deteriorated wallboard. This is to be done in a

workmanlike manner. PM-304.2 & PM-304 3. - —— o o oo e e

T € B e . : e

This inspection revealed a serious roach infestation. Eliminate the roach infestation. PM 306.1

Bathroom
Properly repair or replace and paint the damaged or deteriorated drywall on the ceiling. This is to
be done in a workmanlike manner. PM-304.2 & PM-304.3 .

Properly seal the entire perimeter of the tub/shower including the floor. PM-304.3
Repair and clean the exhaust so that it functions as intended. PM-603.1

Unit #17

Hallway
Provide operating power to smoke detector, PM-704.1 .

kS

Bathroom 7
Properly seal the entire perimeter of the tub/shower including the floor. PM-304.3

Repair and clean the exhaust so that it functions as intended. PM-603.1

Unit #16
Kitchen :
Repair garbage disposal to function as intended. PM-504.1 & PM-605.1

Repair the clogged sink. PM 504.1

Bathroom
Replace non-functioning or incorrectly wired electrical receptacle with a GFCl-protected
receptacle(s), per Indiana Electric Code requirements. PM-605.1

Repair and clean the exhaust so that it functions as intended. PM-603.1

Unit #15
Bathroom :
Repair and clean the exhaust so that it functions as intended. PM-603.1

Properly repair or replace and paint the damaged or deteriorated drywall on the ceiling. This is to
be done in a workmanlike manner. PM-304.2 & PM-304.3

e




___be done in a workmanlike manner. PM-304.2 & PM-304.3

Unit #14
Kltchen
Properly repair or replace broken or missing cabinet door. PM-304.3

Unit #13
Bathroom

_Properly repair or replace and paint the-damaged or deteriorated drywall on the ceiling.- Thisiste - -~ -~ -~ -

Unit #12
Bathroom
Repair and clean the exhaust so that it functions as intended. PM-603.1

Bedroom
Properly repair or replace and paint the damaged or deteriorated drywall on the ceiling. This is to
be done in a workmanlike manner. PM-304.2 & PM-304.3

Unit #4

Kltchen

A minimum 1A 10BC classification fire extinguisher shail be mounted in a visible, accesmble
location, in or adjacent to the kitchen, away from the range, and in the path of egress. The
securing mechanism must be no more than 5 feet above the floor. PM-704.3

Unit #6

Hallway
Provide operating power to smoke detector. PM-704.1

Bathreom

Discontinue the use of the bathrooms heating fan to heat the entire unit. This constitutes a hazard to
the occupants ahd to the structure as the heater was not installed to meet the units heating
requirements. PM 604.3

Propérly repair or replace and paint the damaged or deteriorated drywall on the ceiling. This is to
be done in a workmanlike manner. PM-304.2 & PM-304.3

Living Room ‘
Repair or replace the baseboard heaters in the living roon. PM-304.3 & PM-603.1 -

Unit #7
This inspection revealed a serious roach infestation. Eliminate the roach infestation. PM 306.1

EXTERIOR

Clean debris from the roof, gutters and downspouts. PM-303.7

3




Clean the dryer vent on the north side of the building. PM-403.5

OTHER REQUIREMENTS

Required documentation:
A completed copy of the Tenants and Owners Rights and Responsibilities Summary must be,
provided to this office or reviewed with the inspector within 60 days of the date of the inspection or
a $25.00 fine will be levied. BMIC 16.12.050 (d) ’

Required documentation:

The owner or his agent shall contact the tenant and arrange a joint inspection of the premises to
occur within ten days of the tenant’s occupancy of the rental unit. The owner or his agent and the
tenant shall at that time joinily complete an inventory and damage list, and this shall be signed by
all parties to the tenancy agreement. Duplicate copies of the inventory and damage list shall be
retained by all parties and shall be deemed a part of the tenancy agreement. A completed copy of
the Inventory & Damage List must be provided to the office or reviewed with the inspector
within 60 days of the date of the inspection or a $25.00 fine will be levied. BM(16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC
16.12.080 (b): All rental units shall be required to have a current occupancy permit displayed in an
accessible location inside the unit. The permit shall contain the name of the owner or his agent and
the expiration date of the permit. BMC 16.12.080 (b)




e
£

City of Bloomington
H.AN.D.

Meeting Date:
Petition Type:
Petition Number:
Address:
Petitioner:
Inspector:

Staff Report:

Board of Housing Quality Appeals

Staff Report: Petition for Extension of Time
April 13, 2011
An extension of time to complete repairs
11-TV-45
809 N. Walnut
Pendragon Properties
Robert Hoole
December 2, 2010 Cycle inspection report mailed

February 14, 2011 Remaining violations report mailed
February 24,2011 Appeal filed

The petitioner is seeking an extension of time, citing weather as the reason for the delay.
However, much of the work required is on the interior of the structure, including numerous life-
safety issues. The units are now occupied and no reinspection has taken place.

Staff recommendation

Conditions:

Compliance Deadline:

Attachments:

: Grant the extension of time.

All repairs shall be completed and reinspected by the deadline
below or this case will be turned over to the City of Bloomington
Legal Department for further action including the possibility of

fines.
Life-safety repairs (see attached list) April 22, 2011
All other items ' May 30, 2011

Appeal form, cycle inspection report, life-safety repair list
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Application for Appesd

To The
Board of Housing Quality Appeals i1 5 =
P.G. Box 140 : E@ELEWE
Bivomingten, IN 47402 FEB 2 » 201
812-349-3421 , B
: : ’ B Yo
‘ E ; /’) i ,] TR
Petitioner’s Name: é i;éﬁ LZ 6)!/ t/ /1 [ / 7[?7»’ /%/V C/ /’Lﬁfﬁﬁj //f&jﬂ &_;?’“C/
Patitionsr’s Address & Phone Z‘»ium%er'; {fééﬂd ’ é’ i/ _é%g/r/ : ﬁ/ Vi, :
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The foliowing condltions must be found i cach cise i order for the Board to conslder the request:

{ o/ Thnt the value of the ares about the praperty (o which the exception is 1o apply will noi be advarsely affeoted,

2 /"That the sxception i¢ eonsiswnt wih the intent aid purpase of the housing sode and promaoies public health,
safety, and geners] welfare.

Fdehiify the variagee fype that you e reguesting from the following list gnd atiack the required information.
P_‘_i A, An exéznsion of time to complete repairs. (Petition type: TV}
L Spesify the itwng that need the extension of fime to complate
- Foplain why the sutension is necded
"“"\ : s Specify the time requested
i .1 B, A modification or exception to fhe Housing Preperty Mantensnce Code. (Petitlon type: V)
“  Specify the code reference aumber you are appealing :
L Detad) why you are pequesting the varlanse -
“  Specify the modifications and o alterations you ars suggestmg
C. Beltef from an sdminisivation decision. (Petition iype: AA)
“  Bpecify the desision being appealed and the relief you ace socking
6. Respind a varjance, {Petition type: KV) -
- Detyil the existing variance
t+ Spesify the ranson the varlance is vo langer neoded

T certify that all laformaticn submitted with this request {3 correct and I kave enclosed the 52000 filingy fee.
{Wili be sasigned by BHOA)

Sigi;sﬁu‘% %ﬂ ; Z
T -TVv-HS
ﬁame{priaﬁ);ﬁ é / o (y” v ! Petition Mamber: __ 7

* (Please use tha revorse yids for frther gxplanation and/or request)
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City of Bloomington
Housing and Neighborhood Development

Cycle Report

2247
QWNERS
Jeff Jones
€68 S. College Ave.
Bloomington, Indiana 47403
AGENT
Rita Foddrill
3006-A Ted Jones Drive
Bedford, Indiana 47421
Prop. Location: 809 N WALNUT ST Number of Units/Structures: ¢4 / 1
Date Inspected: 10/12/2010 Number of Bedrooms: 1
Inspectors: Robert Hoole Max # of Occupants: 2
Primary Heat Source: Gas Foundation Type: Basement
Property Zoning: CD Attic Access: N/A
Number of Stories: 2 Accessory Structure:

VARIANCE

09/11/2003 Special exception to the minimum ceiling height requirement in
Unit "B", with the condition that hardwired smoke detectors with battery back-
up must remain in operational condition at all times and no other head
chstructions shall be placed lower than 6'10". Should these conditions be
found not in compliance this variance shall be revoked.

INTERIOR
Windows in this structure have been replaced since the building was constructed. Use of various
areas within the building has changed over time. At this time the International Building Code as

adopted by the State of Indiana applies with regards to evaluating egress window compliance.

“4”_ morth unit lowest level

Bath

Install a door on the bathroom. PM-503.1

4>

401 N. Morton Street  City Hali Rental Inspections: (812) 349-3420
Bloomington, IN 47404 Neighborhoed Division: (812) 349-3421
Fax: (812) 349-3582 www.bloomington.in.gov Housing Division: (812) 349-3401



Kitchen (9 x 9)

A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible, accessible
location, in or adjacent to the kitchen, away from the range, and in the path of egress. The
securing mechanism must be no more than 5 feet above the floor. PM-704.3.

Eliminate the leak from the sink faucet valve stem. PM-504.1

Utility room

Thoroughly clean and service the furnaces, inspect and test shut off valves for proper operation.
Documentation from a professional HVAC contractor for this service is acceptable and encouraged.
Servicing shall include a test for carbon monoxide. Acceptable levels of carbon monoxide are as
follows:

Desired level: 0 parts per million (ppm)
Acceptable level in a living space: 9 ppm

Maximum concentration for flue products: 50 ppm

PM-603.1

Living room (11 x 10)

Correct the polarity of the electrical receptacle on the west wall. The hot and neutral conductors are
reversed.
PM-605.1

Replace the missing hardwired smoke detector. PM-704.1

Bedroom (7’87 x 11°5™)

This room has an exterior door for egress.

South unit, lowest level

Use of this unit as a dwelling has not been approved by the City of Bloomington Planning
Department and will not be inspected for compliance with the City of Bloomington Property
Maintenance Code until Planning Department approval and plan review by HAND is complete.

NOTE: Electrical service panels for the entire building are located in this unit. Replace any
overrated fuses in the service panels (15 amp for 14 gauge wire; 20 amp for 12 gauge wire; 30 amp
for 10 gauge wire). PM-605.1



Thoroughly clean and service the furnace, inspect and test shut off valves for proper operation.
Documentation from a professional HVAC contractor for this service is acceptable and encouraged.
Servicing shall include a test for carbon monoxide. Acceptable levels of carbon monoxide are as
follows:

Desired level: 0 parts per million (ppm)
Acceptable level in a living space: 9 ppm

Maximum concentration for flue products: 50 ppm

PM-603.1

NOTE: This unit contains a fireplace. It has been sealed to prevent use.

Middle level unit

Front entry hallway

Locks on egress doors shall be readily openable from the side from which egress is to be made
without the need for keys, special knowledge or effort. PM-702.3

Living room (12 x 23)

Show documentation that the fireplace has been inspected within the last twelve months, or
permanently and visibly seal the fireplace to prevent its use. Service and inspection shall include
the firebox, damper, chimney and/or flue. Cleaning by a professional service is highly
recommended. PM-603.1

Sun room

No violations noted.

Dining room (10 x 15)

No violations noted.

Hallway

Install a smoke detector in an approved location. If wall mounted, it shall be located between 6 and
12 inches from the ceiling. If ceiling mounted, it shall be located at least 4 inches from the wall.
PM-704.1

Replace the missing protective cover for the light fixture. PM-605.1



Front bedroom (10 x 12)

Properly repair the deteriorated west wall. PM-304.3

Existing Egress Window Measurements:
Height: 20 inches
Width: 24 inches
Sill Height: 24 inches
Openable Area: 3.33 sq. ft.

The emergency egress window does not meet the minimum code requirements for the time the
windows were replaced. For that reason, the City will not issue a rental permit until either the
window is altered or replaced to meet the code requirement at the time of replacement, or you
apply for an egress variance with the Indiana Fire and Building Safety Commission. BMC-
16.02.040 (b).

The State variance application forms are available at the Department of Homeland Security on the
Fire Prevention and Building Safety Commission’s web site at www.in.gov/dhs/2375.htm, Scroll
down to Downloadable Forms and Documents and click on Variance Application and
Instructions. If you need any further clarification, the Commission can be reached at
317.233.5341.

Properly ground the electrical receptacle on the west wall. If the receptacle is on an ungrounded
system, it is acceptable to install a 2-pole, ungrounded receptacle, or a GFCI receptacle. PM-605.1

Bath
Provide GFCI protection at the receptacle. PM-605.2
Relocate the electrical switch out of the shower area. PM-605.1

Rear bedroom (11 x 11)

Existing Egress Window Measurements:
Height: 20 inches
Width: 24 inches
Sill Height: 24 inches
Openable Area: 3.33 sq. ft.

The emergency egress window does not meet the minimum code requirements for the time the
windows were replaced. For that reason, the City will not issue a rental permit until either the
window is altered or replaced to meet the code requirement at the time of replacement, or you
apply for an egress variance with the Indiana Fire and Building Safety Commission. BMC-
16.02.040 (b).



The State variance application forms are available at the Department of Homeland Security on the
Fire Prevention and Building Safety Commission’s web site at www.in.gov/dhs/2375.htm. Scroll
down to Downloadable Forms and Documents and click on Variance Application and
Instructions. If you need any further clarification, the Commission can be reached at
317.233.5341. '

Kitchen (14 x 3)

Repair the receptacles adjacent to the stove to function as intended. PM-605.1

Provide GFCI protection at all receptacles serving countertop locations. PM-605.2

Replace the deteriorated receptacle behind the washer. PM-605.1

A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible, accessible
location, in or adjacent to the kitchen, away from the range, and in the path of egress. The

securing mechanism must be no more than 5 feet above the floor. PM-704.3.

Center unfinished reom

This unit/room was not inspected at the time of this inspection, as it was not accessible. This
unit/room must be inspected and brought into compliance with-in the same 60 day deadline as the
remainder of this property. This applies even if the tenants do not have access to this area of the
property. PM-104.4

Upper level unit

General note: Replace all missing electrical cover plates and HVAC registers. PM-605.1, PM-603.1

Entry hallway

Replace the missing light fixture. PM-605.1

Living room (15 x 11)

Replace the missing protective cover for the light fixture. PM-605.1
Replace the deteriorated ceiling tiles. PM-304.3

Replace the deteriorated entry door. PM-303.15



Dining room {12 x 13)

Properly ground all electrical receptacles. If the receptacle is on an ungrounded system, it is
_ acceptable to install a 2-pole, ungrounded receptacle, or a GFCI receptacle. PM-603.1

Replace the missing protective cover for the light fixture. PM-605.1

Kitchen (8 x 4 14)

Repair the sink drain to function as intended. PM-504.1

A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible, accessible
location, in or adjacent to the kitchen, away from the range, and in the path of egress. The
securing mechanism must be no more than 5 feet above the floor. PM-704.3,

Bath

Replace the missing tub faucet handles. PM-504.1

Replace the missing exhaust fan cover. PM-603.1

Repair the sink to function as intended. PM-504.1

West room (13 x 9)

Access to this room is through the bathroom. This room is not approved for sleeping or for
use as habitable space. PM-503.1

Properly ground the electrical receptacle on the west wall. If the receptacle is on an ungrounded
system, it is acceptable to install a 2-pole, ungrounded receptacle, or a GFCI receptacle. PM-605.1

Walk-in closet

Thoroughly clean and service the fumace, inspect and test shut off valves for proper operation.
Documentation from a professional HVAC contractor for this service is acceptable and encouraged.
Servicing shall include a test for carbon monoxide. Acceptable levels of carbon monoxide are as
follows: '

Desired level: 0 parts per million (ppm)
Acceptable level in a living space: 9 ppm

Maximum concentration for flue products: 50 ppm

PM-603.1

Properly attach the fluepipe to the chimney. PM-603.2



Bedroom (9 2 x 13)

Existing Egress Window Measurements:
Height: 14 inches
Width: 30 inches
Sill Height: 36 inches
Openable Area: 2.91 sq. ft.

The emergency egress window does not meet the minimum code requirements for the time the
windows were replaced. For that reason, the City will not issue a rental permit until either the
window is altered or replaced to meet the code requirement at the time of replacement, or you
apply for an egress variance with the Indiana Fire and Building Safety Commission. BMC-
16.02.040 (b).

The State variance application forms are available at the Department of Homeland Security on the
Fire Prevention and Building Safety Commission’s web site at www.in, gov/dhs/2375 htm. Scroll
down to Downloadable Forms and Documents and click on Variance Application and

Instructions. If you need any further clarification, the Commission can be reached at
317.233.5341.

Repair the window to remain fully open using hardware that is part of the window. PM-303.13.2

EXTERIOR

Replace all service entrance cables. PM-605.1
Properly secure the meter bases. PM-605.1
Install a cover on the electrical junction box at the northeast corner of the building. PM-605.1

Properly terminate the wires on the east wall near the northeast corner in an approved securely
mounted junction box with a cover installed. PM-605.1

Propetly repair / replace the deteriorated stairway near the southeast corner of the building. PM-
303.10

Completely remove the small trees growing near the foundation on the south wall. PM-302.4.1
Secure the guardrails at the front and rear porches. PM-303.10

Install an appropriate and approved stairway at the front entrance to the middle level unit. PM-
303.10

b



Remove the deteriorated wiring from the sign near the street. PM-605.1

Properly repair the deteriorated roof around the base of the chimney. PM-303.7

OTHER REQUIREMENTS

Required documentation:

A completed copy of the Tenants and Owners Rights and Responsibilities Summary must be
provided to this office or reviewed with the inspector within 60 days of the date of the inspection
or a $25.00 fine will be levied. BMC 16.12.050 (d)

Required documentation:

The owner or his agent shall contact the tenant and arrange a joint inspection of the premises to
occur within ten days of the tenant’s occupancy of the rental unit. The owner or his agent and the
tenant shall at that time jointly complete an inventory and damage list, and this shall be signed by
all parties to the tenancy agreement. Duplicate copies of the inventory and damage list shall be
retained by all parties and shall be deemed a part of the tenancy agreement. A completed copy of
the Inventory & Damage List must be provided to the office or reviewed with the inspector
within 60 days of the date of the inspection or a $25.00 fine will be levied. BMC16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC
16.12.080 (b): All rental units shall be required to have a current occupancy permit displayed in an
accessible location inside the unit. The permit shall contain the name of the owner or his agent and
the expiration date of the permit. BMC 16.12.080 (b)



Life-Safety Repairs at 809 N. Walnut Street

INTERIOR

“4* morth unit lowest level

Kitchen (9 x 9)

A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible, accessible
location, in or adjacent to the kitchen, away from the range, and in the path of egress. The
securing mechanism must be no more than 5 feet above the floor. PM-704.3.

Utility room

Thoroughly clean and service the furnaces, inspect and test shut off valves for proper operation.
Documentation from a professional HVAC contractor for this service is acceptable and encouraged.
Servicing shall include a test for carbon monoxide. Acceptable levels of carbon monoxide are as
follows:

Desired level: 0 parts per million (ppm)
Acceptable level in a living space: 9 ppm

Maximum concentration for flue products: 50 ppm

PM-603.1

Living room (11 x 1()

Correct the polarity of the electrical receptacle on the west wall. The hot and neutral conductors are
reversed.

PM-605.1

Replace the missing hardwired smoke detector. PM-704.1

South unit, lowest level

NOTE: Electrical service panels for the entire building are located in this unit. Replace any
overrated fuses in the service panels (15 amp for 14 gauge wire; 20 amp for 12 gauge wire; 30 amp
for 10 gauge wire). PM-605.1



Thoroughly clean and service the furnace, inspect and test shut off valves for proper operation.
Documentation from a professional HVAC contractor for this service is acceptable and encouraged.
Servicing shall include a test for carbon monoxide. Acceptable levels of carbon monoxide are as
follows:

Desired level: 0 parts per million {ppm)
Acceptable level in a living space: 9 ppm

Maximum concentration for flue products: 50 ppm

PM-603.1

Middle level unit

Front entry hallway

Locks on egress doors shall be readily openable from the side from which egress is to be made
without the need for keys, special knowledge or effort. PM-702.3

Living room {12 x 23)

Show documentation that the fireplace has been inspected within the last twelve months, or
permanently and visibly seal the fireplace to prevent its use. Service and inspection shall include
the fircbox, damper, chimney and/or flue. Cleaning by a professional service is highly
recommended. PM-603.1

Hallway

Install a smoke detector in an approved location. If wall mounted, it shall be located between 6 and
12 inches from the ceiling, If ceiling mounted, it shall be located at least 4 inches from the wall.
PM-704.1

Front bedroom (10 x 12)

Existing Egress Window Measurements:
Height: 20 inches
Width: 24 inches
Sill Height: 24 inches
Openable Area: 3.33 sq. ft.

The emergency egress window does not meet the minimum code requirements for the time the
windows were replaced. For that reason, the City will not issue a rental permit until either the
window is altered or replaced to meet the code requirement at the time of replacement, or you
apply for an egress variance with the Indiana Fire and Building Safety Commission. BMC-
16.02.040 (b).



The State variance application forms are available at the Department of Homeland Security on the
Fire Prevention and Building Safety Commission’s web site at www.in.gov/dhs/2375 htm. Scroll
down to Downloadable Forms and Documents and click on Variance Application and
Instructions. If you need any further clarification, the Commission can be reached at
317.233.5341.

Bath
Relocate the electrical switch out of the shower area. PM-605.1

Rear bedroom (11 x11)

Existing Egress Window Measurements:
Height: 20 inches
Width: 24 inches
Sill Height: 24 inches
Openable Area: 3.33 sq. ft.

The emergency egress window does not meet the minimum code requirements for the time the
windows were replaced. For that reason, the City will not issuc a rental permit until either the
window is altered or replaced to meet the code requirement at the time of replacement, or you
apply for an egress variance with the Indiana Fire and Building Safety Commission. BMC-
16.02.040 (b).

The State variance application forms are available at the Department of Homeland Security on the
Fire Prevention and Building Safety Commission’s web site at www.in.gov/dhs/2375 htm. Scroll
down to Downloadable Forms and Documents and click on Variance Application and
Instructions. 1f you need any further clarification, the Commission can be reached at
317.233.5341.

Kitchen (14 x 3)

Repair the receptacles adjacent to the stove to function as intended. PM-605.1
Replace the deteriorated receptacle behind the washer. PM-605.1
A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible, accessible

location, in or adjacent to the kitchen, away from the range, and in the path of egress. The
securing mechanism must be no more than 5 feet above the floor. PM-704.3.

Upper level unit

General note: Replace all missing electrical cover plates. PM-605.1



Entry hallway

Replace the missing light fixture. PM-605.1

Kitchen (8 x 4 '4)

A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible, accessible
location, in or adjacent to the kitchen, away from the range, and in the path of egress. The
securing mechanism must be no more than 5 feet above the floor. PM-704.3.

Walk-in closet

Thoroughly clean and service the furnace, inspect and test shut off valves for proper operation.
Documentation from a professional HVAC contractor for this service is acceptable and encouraged.
Servicing shall include a test for carbon monoxide. Acceptable levels of carbon monoxide are as
follows:

Desired level: 0 parts per million (ppm)
Acceptable level in a living space: 9 ppm

Maximum concentration for flue products: 50 ppm

PM-603.1

Properly attach the fluepipe to the chimney. PM-603.2

Bedroom (9 2 x 13)

Existing Egress Window Measurements:
Height: 14 inches
Width: 30 inches
Sill Height: 36 inches
Openable Area: 2.91 sq. ft.

The emergency egress window does not meet the minimum code requirements for the time the
windows were replaced. For that reason, the City will not issue a rental permit until either the
window is altered or replaced to meet the code requirement at the time of replacement, or you
apply for an egress variance with the Indiana Fire and Building Safety Commission. BMC-
16.02.040 (b).

The State variance application forms are available at the Department of Homeland Security on the
Fire Prevention and Building Safety Commission’s web site at www.in.gov/dhs/2375 .htm. Scroll
down to Downloadable Forms and Documents and click on Variance Application and
Instructions. If you need any further clarification, the Commission can be reached at
317.233.5341.

Repair the window to remain fully open using hardware that is part of the window. PM-303.13.2



EXTERIOR

Replace all service entrance cables. PM-605.1
- Properly secure the meter bases. PM-605.1
Install a cover on the electrical junction box at the northeast corner of the building. PM-605.1

Properly terminate the wires on the east wall near the northeast corner in an approved securely
mounted junction box with a cover installed. PM-605.1

Properly repair / replace the deteriorated stairway near the southeast corner of the building. PM-
303.10

Secure the guardrails at the front and rear porches. PM-303.10

Install an appropriate and approved stairway at the front entrance to the middle level unit. PM-
303.10

Remove the deteriorated wiring from the sign near the street. PM-605.1
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City of Bloomington
H.AN.D.
Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time

Meeting Date: April 13,2011

Petition Type: An extension of time to complete repairs

Petition Number: 11-TV-46

Address: 915- 1015 N. Rogers St.

Petitioner: Pendragon Properties/Rita Foddrill

Inspector: Norman Mosier

Staff Report: It was noted during the cycle inspection that there are numerous interior
violations and exterior violations. The north stairway landing on Building
B is failing and in need of reconstruction. Petitioner is requesting an
extension of time to complete repairs.

Staff recommendation: Grant the extension of time.

Conditions: All repairs must be completed and re-inspected no later than the

Compliance Deadline:

deadline stated below, or this case will be turned over to the City
of Bloomington Legal Department for further action including the
possibility of fines.

April 20, 2011 For all Life Safety Violations
May 13, 2011 For all Other Violations

Attachments: Cycle Report, BHQA Appeal, Petitioner’s Letter, Photos.
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OWNERS

City of Bloomington
Housing and Neighborhood Development

Cycle Report

2884

JONES, JEFFREY
668 S. COLLEGE AVE.
BLOOMINGTON, IN 47403

AGENT

FODDRILL, RITA (PENDRAGON PROPERTIES)
3006-A TED JONES DRIVE

BEDFORD IN 47421

Prop. Location: 915 - 1015 N ROGERS ST Number of Units/Structures: 41 /3

Date Inspected: 12/13/2010 Number of Bedrooms: 1 each

Inspectors: Norman Mosier Max # of Occupants: 2 each

Primary Heat Source: Electric Baseboard Foundation Type: Crawl Space

Property Zoning: R Attic Access: No

Number of Stories: 2 Accessory Structure: None
NOTE:

€ Only Units/Rooms with violations shall be listed on this report.
@ All units are 1 bedroom apartments, with the exception of unit 13 in basement of BLDG C, (3

Bdrm).

GENERAL STATEMENTS:

Egress window measurements are as follows: .
Existing Egress Window Measurements: Slider: Const. Yr. - 1972

Height: 45 inches

Width: 21 inches ‘

Sill Height: 32 inches
Openable Area: 6.56 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

5B

401 N. Morton Street
Bloomington, IN 47404
Fax: (812) 349-3582

| cyHan Rental Inspections: (812) 349-3420

Neighborhood Division: (812) 349-3421
www.bloomingfon.in.gov Housing Division: (812) 349-3401



Room dimensions are as follows:
Living Room — 11-10 x 11-4
Kitchen — 11-4 x 3-7
Bedroom —11-4x11-3

Relocate the fire extingunishers in all units:

A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible, accessible
focation, in or adjacent to the kitchen, away from the range, and in the path of egress. The
securing mechanism must be no more than 5 feet above the floor. PM-704.3.

INTERIOR:
BLDG. A
UNIT # 1

Living Room: _
Repair the damage door casing and repair the door to latch properly. PM-303.15

Properly mstall a weather strip on the entrance door to exclude rain as completely as
possible, and to substantially exclude air infiltration. PM-303.13

Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster,
south wall. PM-304.3

Kitchen:

Lot Repair the loose receptacle on the north wall. PM-605.1

" Bathroom:

Repair the door to latch properly. PM- 304 6

Interior walls shall be free of holes, cracks, peeling paint and detenorated drywall/plaster,
east wall at floor, adj acent to the tub. PM-304.3 : '

UNIT #2

Living Room:
Properly install a weather strip on the entrance door to exclude rain as completely as
possible, and to substantially exclude air infiltration. PM-303.13

Bedroom:
. Repair the electrical service panel door to function as intended, broken hinge. PM-605.1

UNIT#3

Living Room:
Tighten the loose deadbolt on the entry door. PM-303.15



UNIT # 3 (continued)
+ Hallway:
V4 Tighten the loose receptacle on the south wall. PM-605.1
Bathroom:
Replace the missing striker plate, and repair the door to latch properly. PM-304.6

Repair the loose tiles at the right end of the tub, and at floor. PM-304.3

edroom;
/v Repair the electrical service panel door to function as intended, broken hinge. PM-605.1

Closet:
Temperature/pressure relief (TPR) valve discharge tubes:
e shall not be reduced in size from the valve outlet
e shall be rigid galvanized, rigid copper, or any CPVC pipe
e shall not have a threaded discharge end
e drain by gravity
o shall have a minimum 17 air gap where discharging into a sanitary drain, or an approved
air break
"o shall extend to within 6” of floor. PM-505.4

UNIT #4
Living Room:
Properly install a weather strip on the entrance door to exclude rain as completely as
* possible, and to substantially exclude air infiltration. PM-303.13 A

Bedroom:
Repair the door to fit the door jamb, and repair the door to latch properly. PM-304.6

UNIT #5

Living Room:
Properly install a weather strip on the entrance door to exclude rain as completely as
possible, and to substantially exclude air infiltration. PM-303.13

Hallway:
' Replace the missing smoke detector. If the missing smoke detector was hard wired it must

be replaced with a hard wired model. PM-704.1

UNIT#6

Kitchen:
Repair the faucet sprayer on the sink to function as intended by the manufacturer, or remove
and properly terminate the line for the sprayer. PM-504.1

Bathroom:
Repair the loose tiles adjacent to the tub faucet. PM-304.3
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UNIT # 6 (continued)

Bedroom:

All basement and ground floor windows and alf upper windows adjacent to porch roofs,
decks or other accéssible exterior elements shall be capable of latching securely. Install a
locking mechanism to the west window. PM-303.13.2

2™ LEVEL

UNIT #7

Living Room: :
Properly install a weather strip on the entrance door to exclude rain as completely as
possible, and to substantially exclude air infiltration. PM-303.13

Kitchen:
Repair/replace the sink faucet, leaking at base of faucet. PM-504.1

Hallway:
’£E~ Repair or replace existing smoke detector in a manner so that it functions as intended. PM-

704.1

- Bathroom:
Repair/replace the damaged vanity door, left side. PM-304.3

Determine what is wrong with cold water faucet for the sink, (possible leak), shut off valve
is off and stuck in place; Repair the faucet and the shut off valve to function as intended.
PM-504.1

Bedroom:
Repair the door to fit the door jamb, and to latch properly. PM-304.6

Closet: : _
Install protective globe on light fixture in closet, or replace existing incandescent bulb with
a fluorescent bulb. PM-605.1

UNIT#8
Kitchen:
Repair the garbage disposal to function as intended. PM-603.1

Hallway: . :
Replace the broken base for the smoke detector, and secure smoke detector to the wall, with
the following specifications: If wall mounted, it shall be located between 6 and 12 inches
from the ceiling. If ceiling mounted, it shall be located at least 4 inches from the wall. PM-
704.1

il
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UNIT#9
Bathroom: _
Properly repair the sink faucet to eliminate the constant dripping. PM-504.1

Bathroom: ' :
‘Remove the old caulk around the tub and replace with new caulk. PM-304.3

Tnterior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster,
loose tiles, east wall, adjacent to the tub, behind toilet. PM-304.3

Repair the surface of the ceiling to be free of holes, cracks, peeling paint and sagging
materials. PM-304.3

Bedroom: :
Repair the door to latch properly. PM-304.6

Repair/replacé the broken hinge on the electrical service panel door. PM-605.1

UNIT # 10
Kitchen:
Tighten the loose strain relief connector on the garbage disposal. PM-605.1

Repair or replace the exhaust fan above the stove so that it functions as intended. PM-403.3

Hallway: '
Tighten the loose receptacle. PM-605.1

Provide operating power to smoke detector. PM-704.1

Bathroom:
Tnterior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster,
loose tiles, east wall, adjacent to the tub, behind toilet. PM-304.3

Tighten the loose doorknob. PM-304.6

Bedroom.:
Repair the door to fit the door jamb, and to latch properly. PM-304.6

UNIT #11

Living Room: .
Tighten the loose deadbolt to function as intended. PM-303.15

.' Properly install a weather strip on the entrance door to exclude rain as completely as
possible, and to substantially exclude air infiltration. PM-3 03.13

A%



| UNIT # 11 (continued)
Kitchen: '
Repair or replace the exhaust fan above the stove so that it functions as intended. PM-403.3

Bathroom:
Seal edge of floor covering adjacent to bathtub. PM-304.1

Properly repair or replace loose, damaged, or missing floor covering. PM-304.4
Replace the missing protective cover for the light fixture. PM-605.1

UNIT #12

Kitchen: ‘ :
Properly install or replace the aerator on sink faucet so that it functions as intended. PM-
504.1 :

Bathroom:
Replace the missing vanity doors. PM-304.3

Common Laundry Room: :
Thoroughly clean and service the firnace, inspect and test shut off valves for proper operation.
Documentation from a professional HVAC contractor for this service is acceptable and
encouraged. Servicing shall include a test for carbon monoxide. Acceptable levels of carbon
monoxide are as follows: ‘

Desired levek: 0 parts per million (ppm)
Acceptable level in a living space: 9 ppm

Maximum concentration for flue products: 50 ppm

PM-603.1

Repair the door to latch and be weather tight. PM-303.15
3 / % Secure the receptacles and the electrical conduit to the west wall. PM-605.1

WA Eliminate all unused openings in service panel/junction box, west wall, by installing
' approved rigid knockout blanks. PM-664.3

Interior walls shall be free of holes, cracks, peeling painf and deteriorated drywall/plaster;
east wall. PM-304.3

Storage Shed: :
Replace the deteriorated fascia board on the south side of structure. PM-303.7 A

Crawlspace:
No access, replace the missing access door on the north end of structure. PM-301.1

"5



EXTERIOR:
’ BLDG A
Clean debris from the roof; gutters and downspouts. PM-303.7

Scrape and paint exterior surfaces where paint is peeling or wood is exposed. PM-303.2
(this violation has a one-year deadline from the date of the cycle inspection)

+ Completely paint all of the metal handrails on upper level. PM-303.2
(this violation has a one-year deadline from the date of the cycle inspection)

Remove all furniture, trash, scattered trash from dumpster area. PM-302.1

BLDG. B

INTERIOR:
UNIT#1
Hallway:
4 Repair or replace existing smoke detector in a manner so that it functions as intended. PM-
704.1 '
Bathroom:

Replace the missing protective cover for the light fixture: PM-605.1

Closet:
Replace the missing protective cover for the light fixture. PM-605.1

UNIT#2

f Living Room: ' .
A Repair the loose receptacle protruding from the north wall. PM-605.1

Hallway: :
Replace the missing smoke detector. If the missing smoke detector was hard wired it must

be replaced with a hard wired model. PM-704.1

ra
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Bedroom:
Replace the missing doorknob on the door. PM-304.6

UNIT#3
Kitchen:
Properly install or replace the aerator on sink faucet so that it functions as intended. PM-

504.1



UNIT # 3 (continued)
Repair/replace the non functlomng garbage disposal, stuck. PM-504.1

Ve

7 Hallway:
' Repair or replace existing smoke detector in a manner 5o that it functions as intended. PM-
704.1
Bedroom:
- All basement and ground floor windows and all upper windows adjacent to porch roofs,
3, decks or other accessible exterior elements shall be capable of latching securely. Install a

locking mechanism to the window. PM-303.13.2

Closet:
Install protective globe on light fixture in closet, or replace existing incandescent bulb with
a fluorescent bulb. PM-605.1

UNIT #4

Living Room:
Properly install a weather strip on the entrance door to exclude rain as completely as
possible, and to substantially exclude air infiltration. PM-303.13

Kitchen
Properly install or replace the acrator on sink faucet so that it functions as intended. PM-
504.1

Bathroom:
Clean and service the exhaust fan. PM-603.1

Bedroom:
Repair the door to latch properly. PM-304.6

Properly ground the electrical receptacle on the north wall and tighten receptacle. If the
receptacle is on an ungrounded system, it is acceptable to install a 2-pole, ungrounded
receptacle, or a GFCI receptacle. PM-605.1

\/ +7 Repair/replace the defective lock on the window. PM-303.13.2

Closet:
A Secure the hanging light fixture to its base. PM-605.1

UNIT #5

Living Room:
Properly install a weather strip on the entrance door to exclude ramn as completely as

possible, and to substantially exclude air infiltration. PM-303.13

(1|5



UNIT # 5 (continued)

Kitchen: -
Properly install or replace the acrator on sink faucet so that it functions as intended. PM-
504.1

» Hallway:
Replace the missing smoke detector. If the missing smoke detector was hard wired it must

{ be replaced with a hard wired model. PM-704.1

" Bedroom:
Repair the door to latch properly. PM-304.6

/. UNIT#6
/ Living Room:
V & Repair the door to latch properly and to lock properly. PM-303.15
A

Bedroom:
Repair the door to latch properly. PM-304.6

WA Install the missing cover on the electrical service panel. PM-605.1

UNIT #7

Hallway:
4 Install a smoke detector in an approved location. If wall mounted, it shall be located
between 6 and 12 inches from the ceiling. If ceiling mounted, it shall be located at least 4

inches from the wall. PM-704.1

Bedroom:
/ Properly ground the electrical receptacle on the east wall. If the receptacle is on an
[ ungrounded system, it is acceptable to install a 2-pole, ungrounded receptacle, or a GFCI

receptacle. PM-605.1

UNIT # 8

Living Room:
Properly install a weather strip on the entrance door to exclude rain as completely as
possible, and to substantially exclude air infiltration. PM-303.13

Kitchen:
' n Install a smoke detector in an approved location. If wall mounted, it shall be located
between 6 and 12 inches from the ceiling. If ceiling mounted, it shall be located at least 4

inches from the wall. PM~704.1

Hallway:
i Provide operating power to smoke detector. PM-704.1



/ UNIT # 8 (continued)
/ Bathroom: _
-+ ~ Replace the defective GFCL, won’t trip. PM-605.1

Bedroom:
Repair the door to latch properly. PM-304.6

Closet: .
Replace the missing protective cover for the light fixture. PM-605.1

2% 1 evel
UNIT #9

Hallway:
Replace the missing protective cover for the light fixture. PM-605.1

UNIT #10
Bathroom:
Properly repair the sink faucet to eliminate the constant dripping. PM-504.1

UNIT # 11

Living Room: :
Tighten the loose deadbolt to function as intended. PM-303.15

'{'Living Room:
i Properly ground the electrical receptacle on the cast wall. If the receptacle is on an
' ungrounded system, it is acceptable to install a 2-pole, ungrounded receptacle, or a GFCI

receptacle. PM-605.1

4 Repair the receptacles on the west wall to have correct polarity. (hot/neutral reverse) PM-
605.1
Bedroom:

Repair the door to latch properly. PM-304.6

Closet:
Replace the missing protective cover for the light fixture. PM-605.1

UNIT #12

Living Room:
Tighten the loose deadbolt to fumction as intended. PM-303. 15

Properly install a weather strip on the entrance door to exclude rain as completely as
possible, and to substantially exclude air infiltration. PM-303.13

Hallway:
Vo Provide operating power to smoke detector. PM-704.1
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UNIT # 12 (continued)
Bathroom: .
Tighten the loose tub faucet handles. PM-504.1

Bedroom:
Repair the door to fit the door jamb and to latch properly. PM-304.6

UNIT #13

Living Room:
Properly install a weather strip on the entrance door to exclude rain as completely as

possible, and to substantially exclude air infiltration. PM-303.13

Kitchen: ,
Properly install or replace the aerator on sink faucet so that it functions as intended. PM-
504.1

UNIT # 14

Living Room:
Properly install a weather strip on the entrance door to exclude rain as completely as

possible, and to substantially exclude air infiltration. PM-303.13

Kitchen: :
Repair or replace the exhaust fan above the stove so that it functions as intended. PM-403.3
Hallway:
Provide operating power to smoke detector. PM-704.1
Closet:
Replace the missing protective cover for the light fixture. PM-605.1
UNIT #15
Living Room:
Properly install a weather strip on the entrance door to exclude rain as completely as
_ possible, and to substantially exclude air infiltration. PM-303.13
/. Properly ground the electrical receptacle on the south wall. If the receptacle is on an
+ ungrounded system, it is acceptable to install a 2-pole, ungrounded receptacle, or a GFCI -
receptacle. PM-605.1
Kitchen:
Replace the paint clogged receptacle on the east wall. PM-605.1
Properly repair the sink faucet to eliminate the constant dripping. PM-504.1
~ Hallway:
Vo Provide operating power to smoke detector. PM-704.1
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UNIT # 15 (continued)

Bathroom:

Properly repair the tub faucet to eliminate the constant dripping. PM-504.1

Bedroom:

Replace all of the paint clogged receptacles in this room. PM-605.1

UNIT #16
Living Room:

Properly install a weather strip on the entrance door to exclude rain as completely as
possible, and to substantially exclude air infiltration. PM-303.13

Kitchen:

Repair garbage disposal to function as intended. PM-504.1 & PM-605.1

B{_adroom:

Repair the door to latch properly. PM-304.6

CRAWLSPACE:

Properly repair the water leak under unit # 3, frozen water line burst, and remove the excess
water. PM-504.1

BLDG B
EXTERIOR:

Clean debris from the roof, gutters and downspouts. PM-303.7

Scrape and paint exterior surfaces where paint is peeling or wood is exposed. PM-303.2
(this violation has a one-year deadline from the date of the cycle inspection)

Remove all furniture, trash, scattered trash from dumpster area. PM-302.1

Properly reconnect

all gutters/downspouts in a manner that reasonably directs water away from the
structure, NW commer of structure. PM-303.7

Trim all tree branches away from the si(:_ling and roofline to maintain a 3’ clearance. PM-302.4.1

g Rc;,p air the failing 2

Install the missing A/C trim on unit 12 & unit 15. PM-303.6

™ story landing on the north end of structure. This includes but is not limited to

-

replacing damaged concrete landing, deteriorated handrails and deteriorated structural members.

PM-304.2 & PM-304.4 .

™

T
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BLDG C
INTERIOR:
UNIT #1

Living Room:
Properly install a weather strip on the entrance door to exclude air mfiltration as completely

as possible, and to substantially exclude rain. PM-303.13

Bedroom:
Repair the damaged door casing and repair the door to latch properly. PM-304.6

Restore power to the receptacle on the east wall adjacent to the closet. PM-605.1

Closet:
Instal] protective globe on light fixture in closet, or replace existing incandescent bulb with

a fluorescent bulb. PM-605:1

UNIT # 2

Living Room:
Properly install a weather strip on the entrance door to exclude air infiltration as completely

as possible, and to substantially exclude rain. PM-303.13

Kitchen:
Repair the faucet sprayer on the sink to function as intended by the manufacturer, or remove

and properly terminate the line for the sprayer. PM-504.1

~Hallway:

4 Repair or replace existing smoke detector in a manner so that 1t functions as intended. PM-
704.1

-Bedroom:
Repair the hole in the door. PM-304.6

\ / ~7  Repair the sliding window to open as intended, install window lock, and to be weather tight.

lHallway: _

PM-303.12 & PM-303.12

UNIT #3

Living Room.
Properly install a weather strip on the entrance door to exclude air infiltration as completely

as possible, and to substantially exclude rain. PM-303.13

Kitchen: - .
Repair the garbage disposal to function as intended, stuck. PM-504.1

Repair or replace existing smoke detector in a manner so that it functions as intended. PM-
704.1

&



UNIT # 3 (continued)
Bathroom:
Properly repair the sink faucet to eliminate the constant dripping. PM-504.1

Repair the hot water knob on the sink not to leak. PM-504.1
Replace the missing tub faucet handle. PM-504.1

/Bedroom: .
/€ ‘Repair the broken electrical service panel door (hinge) to function as intended. PM-605.1

UNIT #4

Living Room:
Properly install a weather strip on the entrance door to exclude air infiltration as completely
as possible, and to substantially exclude rain. PM-303.13

Kitchen:
Repair the faucet sprayer on the sink to function as intended by the manufacturer, or remove
and properly terminate the line for the sprayer. PM-504.1

Determine the source and eliminate the water leak. PM-504.1
Replace the defective garbage disposal, separated case and leaking. PM-504.1

Bathroom: ‘
Remove the old caulk from around the top of the tub and replace with new caulk. PM-304.3

Bedroom:
Repair the door to latch properly. PM-304.6

+ Closet:
\/ 3 Repair/replace the defective light fixture, pull chain will not function. PM-605.1

UNIT#5

Living Room:
Properly install a weather strip on the entrance door to exclude air infiltration as completely
as possible, and to substantially exclude rain. PM-303.13

Repair the door to latch properly. PM-303.15

Repair the holc in the wall behind the door. PM-304.3

s
Hallway:
Replace the missing smoke detector. If the missing smoke detector was hard wired it must

be replaced with a hard wired model. PM-704.1

A



UNIT # 5 (continued)

Bathroom.
Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
East wall, and adjacent to tub at floor. PM-304.3

Seal edge of floor covering adjacent to bathtub. PM-304.1
Seal the base of shower surround at the top of the tub. PM-304.1
Properly repair, then clean and surface coat molded ceiling or stained wall area. PM-304.3

Bedroom:
Na Repair the broken electrical service panel door (hinge) to function as intended. PM-605.1

UNIT#6

/ Living Room:
\ Repair the loose receptacle on the east wall. PM-605.1

itchen:
Vs Repair the loose fan and light control switch on the range hood. PM-605.1

Bathroom:
Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
PM-304.3

Properly repair, then clean and surface coat damaged or stained ceiling area. PM-304.3

UNIT #7

Living Room:
Properly install a weather strip on the entrance door to exclude air infiltration as completely
as possible, and to substantially exclude rain. PM-303.13

Bathroom:
Properly repair floor. This includes but is not limited to replacing or repairing damaged or

deteriorated floor covering, decking and structural members, PM-304.2 & PM-304.4

Repair the surface of the ceiling to be free of holes, cracks, peeling paint and sagging
materials. PM-304.3

Bedroom:
Repair the door to latch properly. PM-304.6

e Repair the broken electrical service panel door (hinge) to function as intended. PM-605.1



UNIT #8

Living Room:
Properly install a weather strip on the enirance door to exclude air infiltration as completely

as possible, and to substantially exclude ram. PM-303.13

Kitchen: ,
Properly install or replace the acrator on sink faucet so that it functions as mntended. PM-

504.1

Repair the faucet sprayer on the sink to function as intended by the manufacturer, or remove
and properly terminate the line for the sprayer. PM-504.1

7

4 Replace the missing receptacle cover plate for the receptacle on the east wall. PM-605.1

Hallway:
Repair or replace existing smoke detector in a manner so that it functions as intended. PM-

704.1

Bathroom: :
Properly repair the sink faucet to eliminate the constant dripping. PM-504.1

Properly repair the cold water sink faucet handle not to leak. PM-504.1

Closet:
3 / i Install protective globe on light fixture in closet, or replace existing incandescent bulb with
a fluorescent bulb. PM-605.1

UNIT#9

Living Room: :
Properly install a weather strip on the entrance door to exclude air infiltration as completely
as possible, and to substantially exclude rain. PM-303.13

Kitchen:
Properly install or replace the aerator on sink faucet so that it functions as intended. PM-

504.1

~/ Hallway: .
g L Provide operating power to smoke detector. PM-704.1 -

Bedroom:
Repair the surface of the ceiling to be free of holes, cracks, peeling paint and sagging
materials. PM-304.3



UNIT # 10

Living Room: :
‘Properly install a weather strip on the entrance door to exclude air infiltration as completely

as possible, and to substantially exclude rain. PM-303.13

" Kitchen:
[+ Replace the discharged fire extinguisher. PM-704.3

_ % R Repair/replace the range hood fan to function as intended, stuck. PM-605.1

Bathroom:
Repair/replace the exhaust fan to function as intended, (rattles). PM-605.1

Closet: _
Tnstall protective globe on light fixture in closet, or replace existing incandescent bulb with

a fluorescent bulb. PM-605.1

UNIT #11

Living Room:
Properly install a weather strip on the entrance door to exclude air infiltration as completely

as possible, and to substantially exclude rain. PM-303.13

Kitchen:
Repair the garbage disposal to function as intended, stuck. PM-605.1

~

. / Hallway:
f L Provide operating power to smoke detector. PM-704.1

Bathroom:
~ Seal edge of floor covering adjacent to bathtub. PM-304.1

(Clean and service the exhaust fan. PM-603.1

Bedroom:
Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster,

south wall, adjacent to door. PM-304.3

Repair the surface of the ceiling to be free of holes, cracks, peeling paint and sagging
materials. PM-304.3

UNIT #12

Living Room:
Properly install a weather strip on the entrance door to exclude air infiltration as completely

as possible, and to substantially exclude rain. PM-303.13



UNIT # 12 (continued)
Bathroom:
Seal edge of floor covering adjacent to bathtub. PM-304.1

Properly repair the leaking tub spout at wall. PM-504.1
Properly repair the leaking cold water faucei handle for the tub. PM-605.1

Bedroom:
Repair the surface of the ceiling to be free of holes, cracks, peeling patnt and sagging
materials. PM-304.3

UNIT #13
N Bedroom:
Secure the loose trim on the bulkhead. PM-304.3

Existing Egress Window Measurements: Slider: Const. Yr. - 1972
Height: 46 inches :
Width: 34 inches
Sill Height: 38 inches
Openable Area: 10.86 sq. ft.

Note: These measnrements are for reference only. There is no violation of the
emergency egress requirements.

S Bedroom
Existing Egress Window Measurements: Slider: Const. Yr. - 1972
Height: 45 inches
Width: 21 inches
Sill Height: 35 inches
Openable Area: 6.56 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements. :
’

A Dining Room:
’ Replace the missing receptacle cover plate on the east wall. PM-605.1

/;[ Replace the missing receptacle cover plate on the north wall. PM-605.1

%,

!.“

Kitchen:
Repair/replace the defective garbage disposal. PM-504.1

Bathroom:
Replace the defective exhaust fan. PM-605.1



UNIT # 13 (continued)
E Bedroom:
Existing Egress Window Measurements: Slider: Const. Yr. - 1972
Height: 46 inches
Width: 34 inches
Sill Height: 38 inches
Openable Area: 10.86 sq. ft.

‘Note: These measurements are for reference only. There is ne violation of the
emergency egress requirements.

/ Storare Room:
L Secure the loose wires sticking out of junction box above the entry door, (interior) and
install the missing cover plate on the junction box. PM-605.1

Crawlspace:
/' Secure the receptacle for the sump pump to the north wall. PM-605.1

EXTERIOR:
Remove the tree adjacent to the foundation on the north side of structure. All trees on premuses

shall be in good health and pose no danger to persons or building. PM-302.4.1

Remove the vines that are growing on the structure, north and west sides. PM-102.8, PM-302.4, &
PM-303.1

Replace the missing trim around A/C units for apartments 5 & 6, west side of structure. PM-303.6

Scrape and paint exterior surfaces where paint is peeling or wood is exposed. PM-303.2
(This violation has a one-year deadline from the date the Cycle Inspection Report.)

Clean debris from the roof, gutters and downspouts. PM-303.7
Secure guttering to the structure on the east and west sides. PM-303.7
Secure the loose soffit on the west side of structure. PM-303.7

Trim all tree branches away from the siding and roofline to maintain a 3” clearance, NE corner of
structure. PM-302.4.1

Replace the deteriorated fascia board on the cast side of structure. PM-303.7

Remove all furniture, trash, scattered trash from dumpster area. PM-302.1



OTHER VIOLATIONS:

Required documentation:

A completed copy of the Tenants and Owners Rights and Responsibilities Summary must be
provided to this office or reviewed with the inspector within 60 days of the date of the 1nspect10n or
a $25.00 fine will be levied. BMC 16 12.050 (d)

The owner or his agent shall contact the tenant and arrange a joint inspection of the
premises to occur within ten days of the tenant’s occupancy of the rental unit. The owner or
his agent and the tenant shall at that time jointly complete an inventory and damage list, and
this shall be signed by all parties to the tenancy agreement. Duplicate copies of the
inventory and damage list shall be retained by all parties and shall be deemed a part of the
tenancy agreement. A completed copy of the Inventory & Damage List must be provided to
the office or reviewed with the inspector within 60 days of the date of the inspection or a
$25.00 fine will be levied. BMC16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC
16.12.080 (b); All rental units shall be required to have a current occupancy permit displayed in an
" accessible location inside the unit. The permit shall contain the name of the owner or his agent and
the expiration date of the permit. BMC 16.12.080 (b)
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City of Bloomington
H.AN.D.

Meeting Date:
Petition Type:
Petition Number:
| Address:
Petitioner:
Inspector:

Staff Report:

Board of Housing Quality Appeals
Staff Report: Petition to Rescind Variance
April 13, 2011
A petition to rescind a variance
11-RV-47

100 E. Miller

HAND

Robert Hoole

September 23, 2010 Cycle inspection report mailed
December 3, 2010 Reinspection

December 7, 2010 Appeal filed

January 12, 2011 Variance granted

During the cycle inspection report it was noted that fuel-fired furnaces and water heaters were
located in and drawing combustion air from the 1* floor bathrooms. The petitioner sought a
variance to allow the fuel-fired appliances to remain in their current location without
modification. BHQA granted a variance with conditions. Subsequently it was determined that the
State of Indiana has no records of the code requirements in place at the time of construction and
therefore the presence of fuel-fired appliances in the bathrooms could not substantiated as a

violation.

Staff recommendation: Rescind the variance

Conditions:

Compliance Deadline:

Attachments:



S mm“m‘ - . .- Board of Housing Quality Appeals
: P.O. Box 100

Apphcatlon for Appeal
To The

Bloomington, IN 47402
812-349-3420

Petitioner’s Name: ﬁ n/ ¥ /\ /

I;etltloner s Address & Phone Number: /n !'{ /4 0¥ / [) d %/ v'e! 4,1,44‘7\/ 7/ / ?79{}0)-%

o LN Hpordis LhC

Owner’ sAddress&PhoneNumber /70f éf()&ﬁ{ofﬂ a0 V/; . S}{/ 9-0 o é/fi"
Address ofPrope;-'ty: /00 1’{’- ' /51’//‘5}/ ﬁfﬁ

Occupant(é) Name(s):

CA/”L{/‘W ad 77

The following conditions must be found in each case in order for the Board to consider the request£

1.
2.

That the value of the area about the propsrty to which the exception is to apply will not be adversely affected.
That the exception is consistent with the intent annd purpose of the housing code and profhotes public health,

safety, and general welfare,

Ideitify the variance type that you are requesting from the following list and attach the fequired inforﬁaﬁon.

N

vl

A. An extension of time to complete repairs. (Petition type: TV)
L+ Specify the items that need the extension of time to cemplete
L+  Explain why the extension is needed :
L. Specify the time requested
B. A modification or exception to the Housing Property Maintenance Code. (Petition fype: V)
L+ Specify the code reference number you are appealing
+  Detail why you are requesting the variance '
L+ Specify the moedifications and or alterations you are suggesting

C. Relief from an administration decision. (Petition fype: AA)

L Specify the decision being appealed and the relief you are scekmg
D. Rescind a variance. {Petition type: RV} .

L Detail the existing variance

- Specify the reason the variance is no longer needed

I certify that all information submitted

S;gnature /{/PJ%’ / |
Name (pring): % /W;L /1/0 o / £ | | petition Nun;?cr:

ith this request is correct and I have enclosed the $20.00 filing fee. - '

(Will be assigned by BHQA)

1)- RV-47

(Please use the reverse side for further explanation and/or request)
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City of Bloomington
H.AND.

Meeting Date:
Petition Type:
Petition Number:
Address:
Petitioner:
Inspector:

Staff Report:

Board of Housing Quality Appeals

Staff Report: Petition for Extension of Time
April 13, 2011
An extension of time to complete repairs
11-TV-49
1218 N. College Ave.
Pavilion Properties Mgt., LLC.
Maria McCormick
March 5, 2010 Completed Cycle Inspection
June 28, 2010 Completed Re-inspection
January 12, 2011 Sent Exterior Reminder
March 2, 2011 Received Appeal
In the cycle inspection it was noted that the exterior of the structure need
to be scraped and painted. During the painting prep process damage to the

soffits was uncovered and the petitioner is requesting an additional 60
days to complete repairs.

Staff recommendation: Grant the extension of time.

Conditions:

All repairs must be completed and re-inspected no later than the deadline
stated below, or this case will be turned over to the City of Bloomington
Legal Department for further action including the possibility of fines.

Compliance Deadline: June 1, 2011

Attachments:

Application for Appeal, Exterior Extension Reminder



Page 10of2

Application For Appeal ) e
To The J:L @ E E WE
Board of Housing Quality Ap $MAR 0 2 7011

P.C.Box 100
Bioomington, IN 47402 B e
812-349-3420
hand@bloomington.in.gov

Property Address: CQ \ ? (ﬁ/éqg /()Q

Petitioner's Name: &d‘ HW\ V{H\Q&;ﬂh ey % \-f C O
Address: éd / /(J Uﬁf//;'m.l 57

City: {%@{j Vi ’7%7)/] State: j\J & - Zip Code:

Phone Number: ﬁj 233-27%e-mail Address:

Owner's Name: { 7 M - _S Aﬁ‘l‘&

Address:. D O. b@( 36@

City: ﬁm\ﬁ:@u\ State: Z\) ¢ ZipCode: (/760
J

Phone Number: E-mail Address:

Occupants:

s

The following conditions must be found in each case in order for the Board fo consider the request:

1. That the exception is consistent with the intent and purpose of the housing code and promotes public
health, safety, and general welfare.

2. That the value of the area about the property to which the exception is to apply will not be adversely
affected.

e — e i
Identify the variance type that you are requesting from the following drop down menu:

Variance Type: T\/ &

Rerninder: (Will b ianed by BH
A $20.00 filing fee must be submitted with the Appeal ilf be assigned by BHQA)
Application or the application will hot be considered to be ,
complete! A completed application has to be submitted : // - ? l/» L/ ?
prior to the meeting application deadline in order to ba i
placed on that months agendal Petition Number:

ne Q
Og



Page 2 of 2

in the space provided below please write a brief narrative regarding your request. Be specific as to what you are
requesting, the reason(s) or justification(s) for your request, the amount of time needed to bring.the property into

compliance, as well as any modifications and/or alterations you are suggesting. The foliow:ng information muyst be
included dependent upon the type of variance you are requesting:

A. An extension of time to complete repairs. (Petition type: TV)

1. Specify the items that need the extension of time to complete
2. Explain why the extension is needed.
3. Specify the time requested.
B. A modification or exception to the Housing Property Maintenance Code. (Petition type: V}
1. Specify the code reference number you are appealing. '
2. Detail why you are requesting the variance.
3. Specify the modifications and or alterations you are suggesting
C. Relief from an administration decision. (Petition type: AA}

1. Specify the dedision being appealed and the refief you are seeking.
D. Rescind a variance. {Petition type: RV)

1. Detail the existing variance.
2. Specify the reason the variance is no longer needed.

Exhnoon of Ya & caplike Yepsits

NIUNESNIZ\ey

Signature (Required): //‘/"‘%/

Name (Print): W\i \ %—QQ,” A Datez§ég /’ (

Important information regarding this application format:

1. This form is designed to be filled cut efectronically, printed, then returned/submitted manually

(e.g. postal mail).

2. This document may be saved on your computer for future use, however, any data that you have
entered will not be saved.

Print Form

a4



City of Bloomington ‘
Housing and Neighborhood Development

JAN 12 201 Exterior Extension Reminder
195

OWNERS AGENT
SEEBER, JOHN E. PAVILION PROPERTIES
P.O. BOX 366 601 N. WALNUT STREET
BLOOMINGTON, IN 47402 BLOOMINGTON, IN 47404
Prop. Location: 1218 N COLLEGE AVE Number of Units/Structures: 2 / 1
Date Inspected: 03/02/2010 Number of Bedrooms: 5/1
Inspectors: Maria McCormick Max # of Occupants: 5/1
Primary Heat Source: Electric Foundation Type: Basement
Property Zoning: CG Aftic Access: Yes
Number of Stories: 2 ~ Accessory Structure: Garage

This report is your reminder from the Housing and Neighborhood Development Office that
this rental property is operating under a Temporary Permit that expires on March 02, 2011.

If you have made all of the repairs on this report, contact our office immediately to schedule the
required drive-by re-inspection.

Failure to make repairs or to schedule the réquired re-inspection will result in this matter being
referred to the City Legal Department. Legal action may be initiated against you under Section
16.12.100 of the Bloomington Municipal Code.

Tt is your responsibility to contact the Housing and Neighborhood Development Office to schedule
the required re-inspection. Our mailing address and telephone number are listed below.

EXTERIOR:

Scrape and paint exterior surfaces where paint is peeling or wood is exposed. PM-303.2
(This item has a compliance deadline of March 2, 2011.)

XY,
& \0
401 N. Morton Street | civnan | Rental Inspections: (812) 349-3420
Bloomington, IN 47404 Neighborhood Division: (812) 349-3421

Fax: (812) 349-3582 www.bleomington.in.gov Housing Division: (812) 349-3401
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City of Bloomington
H.AN.D.

Meeting Date:
Petition Type:
Petition Number:
Address:
Petitioner:
Inspector:

Staff Report:

Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
April 13,2011
An extension of time to complete repairs
1 1;TV—5 1
424 E. 6" Street
Kenneth Kinney
Maria McCormick

November 29, 2010 Completed Cycle Inspection
February 22, 2011 Completed Re-inspection

During the cycle inspection it was noted that many of the windows had
missing or cracked glazing compound that was in need or repair or
replacement. Due to the time of the year that the cycle inspection was
conducted the petitioner is requesting an extension of time until May 15,
2011 to complete this work.

Staff recommendation: Grant the extension of time.

Conditions:

All repairs must be completed and re-inspected no later than the deadline
stated below, or this case will be turned over to the City of Bloomington
Legal Department for further action including the possibility of fines.

Compliance Deadline: May 15, 2011

Attachments: Application for Appeal, Cycle Report, Remaining Violations Report



* Application for Appedl

o+ ToThe e o
Board of Housing Quality Appeals. = °~ . R
PO.Box100 -~ = -en: RIS
" Bloomirgton, TN 47402 E@Eﬂvz
' MAR O 7 2011 -

812-349-3420

&
BY# sgaeﬂee:ezeﬁ-&?&ﬂ'!ea&é

Petitioner’s Namé:

- Petif;ioﬁer’s Address & Phone Number:' 6-'(7 f/ g
. Owner's Name- , / ///d\ b .

Owner’s Address &P_hqne’ Number: g } ";7‘ — 2 /F‘/SL

o

 Address of Property: %(, 7/ Vil
] . 7 7 Lo

Occupant(s) Name(s) ———

The following conditions must be found in each case in order for the'Boa‘rd to comsider the request:

L. That the value of the area about the property to which the exception is to apply will notbe adversely affected.

2. That the'exception is consistent with the intent and purpose of the housing code and promotes public health,
safety, and general welfare.

Identify the variance type that you are requesting from the foltowing list and attach the required information.

% A. An extension of time to complete repairs. (Petition type: TV)
. “+  Specify the items that need the extensian of time fo complets
Y Explain why the exténsicn: is needed o
“  Specify the time requested
B. A modification or exception to the Hoasing Property Maintenance Code, {Petition type: V)
“+ Specify the code reference umber you are appealing -~ ' ~
+  Detail why you are requesting the variance- .
: —  Specify the modificatiens and or alterations you are su peesting
. C. Relief from an administration deciston. (Petition type: AA) )
' Y Specify e decision being appealed and the telief you are seeking -
D. Rescind a variance, (Petition type: RV} :
Y Detail the existing variance.
“+  Specify the reason the variance is no longer needed

I certify that all information submitted with this request fs corvect and I have enclosed the $20.00 filing fee.

7

. - - ' ‘,‘ N - - -
Signature: %/ M o . S
e e e T R 2],
Nems ety 7(/ / )// /{/ /{//f/V - _ Petition Number: _. '

. iy iease-u_se the reverse side for further exp[anéﬁon B;[_l(i!'OI‘- tequest).




i k e Apphcatmu for A_ppeai
Co Te The '

e . " Board of Housing Quality Appeals ’
. S - POBexl00 ..
‘ * L Blocmingtqn,INri’TtEBZ_ o
812—349—3420

ase write a brief narrail\rc in the space prowded below. Be specific as to what you are requestmg the reason{s) or -
ification(s) for your réquest, the amount of time needed to bring the pmperty into comp[lancc A8 wcll as any
lificatians and/or alterations you are suggcstmg ) -

?ﬂ,rmﬂ. /—Jif /!‘i/ i ar ,{; 7;7»%\,&//% -y..&”_“‘/fé |

&XM M /‘?L,, /MM,&_ j///

Cl/ég M /ﬁ/um)f Lo ///Lm._,/ M/M;% |
jﬂz //74 2 ,%.,, .fo,%m‘f g.— //fr fﬁu ‘;! @ %"MA«&

T.};A/,—-.AL/ b/m. Oﬁ/éw »/E{i lﬂ

C‘Zzﬁ — MA/ /6
Y

AD

S



City of Bloomington
Housing and Neighborhood Development

Cycle Report
2194
OWNERS
KINNEY, KENNETH K. UNDERWOOD, CHERYL
508 E. 8TH ST 508 N. WASHINGTON ST.
BLOOMINGTON, IN 47408 BLOOMINGTON, IN 47408
Prop. Location: 424 E 6TH ST Number of Units/Structures: 1/ 1
Date Inspected: 11/29/2010 Number of Bedrooms: 5
Inspectors: Maria McCormick Max # of Occupants: 5
Primary Heat Source: Gas Foundation Type: Basement
\\\\ Property Zoning: CD Attic Access: Yes
’é@%ﬂ Number of Stories: 2 Accessory Structure: None
‘\ '
fen INTERIOR:
Main Level -

East Living Room 15-6 x 15-0:

Every window shall be capable of being easily opened and held in position by its own

Q hardware. PM-303.13.2

C

Replace the missing electrical receptacle cover on the floor receptacle to the left of the entry
door. PM-605.1

" West Living Room 10-9 x 12-0:

C

Repair the hole in the west wall. PM-3 04.3

Dining Room 12-4 x 13-3:

C

Install/replace batteries in smoke detectors so that they function as intended. PM-704.1

Kitchen:

C

All fire extinguishers must be inspected every 30 days and a record of that inspection shall

be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not

more than one (1) year and shall have a tag or label securely attached that indicates the

month and year the maintenance was performed as well as the identity of the

person/company performing the service. Metal head extinguishers must be recharged every

six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be

replaced every 12 years per NFPA-10. PM-704.3 o -
\04
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Bloomington, IN 47404 _ , Neighborhood Division: (812) 349-3421
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®)\ Bathroom:

‘ Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
(l\ C/ Propeﬂy repair the wall areas above the shower surround. PM-304.3

West Bedroom 15-0 x 10-4:

Replace the missing smoke detector. If the missing smoke detector was hard wired it must
\J be replaced with a hard wired model. PM-704.1

("\F Repair the surface of the ceiling to be free of holes, cracks, peeling paint and sagging
= .
materials. PM-304.3

Existing Egress Window Measurements:
Height: 25 ¥ inches
Width: 38 % inches
Sill Height: 21 % inches
Openable Area: 6.84 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

Hallway:
No violation noted.

2%4 Level —
Stairway/Landing/Hallway:

Replace the missing smoke detector. If the missing smoke detector was hard wired it must
Q/ be replaced with a hard wired model. PM-704.1

Repair the hole in the wall between the bathroom and the northwest bedroom and on the
(* landing arca. PM-304.3

SE Bedroom 16-3x12-4:
C/ Repair the holes in the north and east walls. PM-304.3

{\‘ Repair or replace existing smoke detector in a manmer so that it functions as intended. PM-
7041
N :

Ex1stmg Egress Window Measu:rements : ‘
HEIght 3—0—“1/5' mches EaR =3 ?—-— B e e e B —— o
Width: 25 inches
Sill Height: 22 inches
Openable Area: 5.28 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

\0%

2o0f4



@; \\ NE Bedroom 13-4 x 15-4:
\?;3 (‘/ Repair the hole in the wall. PM-304.3

Ex1stmg Egress Window Measurements:
Height: 30 % inches
Width: 25 inches
Sill Height: 22 inches
Openable Area: 5.28 sq. fi.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

SW Bedroom 15-4 x 16-4.
Replace the missing smoke detector. If the Imssmg smoke detector was hard wired it must
C, be replaced with a hard wired model. PM-704.1

Repair the window south to be weather tight. The sashes shall fit snugly and properly within

Q/ the frame. Replace any missing or deteriorated glazmg compound. Windows shall be easily
and fully openable and shall remain fully open usmg hardware that is part of the window.,
PM-303.13, PM-303.13.2

C/ Prbperly re-caulk around the countertop to eliminate water infiltration. PM-304.3

Existing Egress Window Measurements:
Height: 30 %2 inches
Width: 25 inches
Sill Height: 22 inches
Openable Area: 5.28 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

NW Bedroom 12-0 x 10-8:
No violation noted.

Existing Egress Window Measurements:
Height: 30 ¥ inches
Width: 25 inches
Sill Height: 227inches —
Openable Area: 528 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

Bathroom: _
- No vielation noted.

{0V
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Basement —
Thoroughly clean and service the furnace, inspect and test shut off valves for proper operation.
Documentation from a professional HVAC contractor for this service is acceptable and
. encouraged. Servicing shall include a test for carbon monoxide. Acceptable levels of carbon
™ monoxide are as follows:

Desired level: 0 parts per million (ppm)
Acceptable level in a living space: ' 9 ppm
Maximum concentration for flue products: 50 ppm

PM-603.1 '

C Repair or replace existing smoke detector in a manner so that it functions as intended. PM-
704.1

Repair the light fixture to the south of the firnace that is hanging by wires to be properly
[\/installed and function as intended. PM-605.1

EXTERIOR:

Scrape and paint exterior surfaces where paint is peeling or wood is exposed. PM-303.2
(This item has a compliance deadline of November 29, 2011.)

Replace all missing and deteriorated (cracked and peeling) glazing compound on the
windows. PM-303.13

OTHER REQUIREMENTS:

Required documentation:

A completed copy of the Tenants and Owners R1ghts and Responsibilities Summary must be
provided to this office or reviewed with the inspector within 60 days of the date of the inspection
or a2 $25.00 fine will be levied. BMIC 16.12.050 (d)

Required documentation:

The owner or his agent shall contact the tenant and arrange a joint inspection of the premises to
occur within ten days of the tenant’s occupancy of the rental unit. The owner or his agent and the
tenant shall at that time jointly complete an inventory and damage list, and this shall be signed by
all parties to the tenancy agreement. Duplicate copies of the inventory and damage list shall be
 retained by all parties and shall be deemed a part of the tenancy agreement. A completed copy of

the Inventory & Damage List must be provided to the office or reviewed with the inspector =

within 60 days of the date of the inspection or a $25.00-fine will be levied.. BMC16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC

16.12.080 (b): All rental units shall be required to have a current occupancy permit displayed in an

accessible location inside the unit. The permit shall contain the name of the owner or his agent and
the expiration date of the permit- BMC 16.12.080 (b) - = =t

() 7]
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City of Bloomington
Housing and Neighborhood Development

Remaining Violations Report

2194
OWNERS
KINNEY, KENNETH K. UNDERWOOD, CHERYL
508 E.8TH ST 508 N. WASHINGTON ST.
BLOOMINGTON, IN 47408 , BLOOMINGTON, IN 47408
Prop. Location: 424 E 6TH ST Number of Units/Structures: 1/ 1
Date Inspected: 11/29/2010 Number of Bedrooms: 5
Inspectors: Maria McCormick Max # of Occupants: 5
Primary Heat Source: Gas Foundation Type: Basement
Property Zoning: CD Attic Access: Yes
Number of Stories: 2 Accessory Structure: None

REINSPECTION REQUIRED

This report is your final notice from the Housing and Neighborhood Development Office that this
rental property continues to be in violation of the Housing-Property Maintenance Code of
Bloomington.

If you have made all of the repairs on this report, contact our office immediately to schedule the
required re-inspection.

Failure to make repairs or to schedule the required re-inspection will result in this matter being
referred to the City Legal Department. Legal action may be initiated against you under Section
16.12.100 of the Bloomington Municipal Code. |

It is your responsibility to contact the Housing and Neighborhood Development Office to schedule
the required re-inspection. Our mailing address and telephone number are listed below.

I e — - —E - ==n- a8 N w3 . \Q%

XK
401 N. Morton Street | Rental Inspections: (812) 349-3420
Bloomington, IN 47404 Neighborhood Division: (812) 349-3421

Fax: (812) 349-3582 ‘ www.bloomington.in.gov Housing Division: (812) 349-3401



Basement — :
Thoroughly clean and service the furnace, inspect and test shut off valves for proper operation.
Documentation from a professional HVAC contractor for this service is acceptable and
encouraged. Servicing shall include a test for carbon monoxide. Acceptable levels of carbon
monoxide are as follows: '

Desired level: _ 0 parts per million (ppm)
Acceptable level in a living space: - 9ppm
Maximum concentration for flue products: 50 ppm
PM-603.1
EXTERIOR:

Scrape and paint exterior surfaces where paint is peeling or wood is exposed. PM-303.2
(This item has a compliance deadline of November 29, 2011.)

Replace all missing and deteriorated (cracked and peeling) glazing compound on the
windows. PM-303.13

OTHER REQUIREMENTS:

The following documents were not provided to the office or reviewed by the inspector within
60 days of the date of the inspection, and as such a fine will be levied: .

e A completed copy of the Tenants & Owners Rights and Responsibilities Summary
BMC16.12.050 (d).

e Inventory & Damage List: The owner or his agent shall contact the tenant and
arrange a joint inspection of the premises to occur within ten days of the tenant’s
occupancy of the rental unit. The owner or his agent and the tenant shall at that time
jointly complete an inventory and damage list, and this shall be signed by all parties
to the fenancy agreement. Duplicate copies of the inventory and damage list shall be
retained by all parties and shall be deemed a part of the tenancy agreement
BM(C16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by
BMC 16.12.080 (b): All rental units shall be required to have a current occupancy permit
displayed in an accessible location inside the unit. The permit shall contain the name of the
owner or his agent and the expiration date of the permit. BMC 16.12.080 (b)

RQC;\- _
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City of Bloomington
H.AN.D.

Meeting Date:
Petition Type:
Petition Number:
Address:
Petitioner:
Inspector:

Staff Report:

Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time

April 13, 2011

An extension of time to complete repairs

11-TV-52

812 E. 8" Street

Kenneth Kinney

Maria McCormick

April 1, 2010 Completed Cycle Inspection

June 1, 2010 Completed Re-inspection

February 2, 2011 Sent Exterior Reminder

During the cycle inspection it was noted that the exterior of the structure
need to be scraped and painted. The petitioner is requesting an additional
90 days to complete the exterior painting of this house due to issues with

the painting contractors lead safe certification. The current deadline is
April 1, 2011 one year from the cycle date.

Staff recommendation: Grant the extension of time.

Conditions:

All repairs must be completed and re-inspected no later than the deadline
stated below, or this case will be turned over to the City of Bloomington
Legal Department for further action including the possibility of fines.

Compliance Deadline: July 1,2011

Attachments: Application for Appeal, Cycle Report, Exterior Extension Reminder
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Owuer's Name: KB hhﬂ’“’\ K! N neu

HAND FaGE  v3/64

, ‘“& : Appbcafaun for Appeal
To The
. . - . Board of Housing Quality Appeals
P.0. Box 100

, ’ | : Bloomington, IN 47402
813-349-3420

et Kenmﬁq L nne7 / Juduﬂlﬁwﬂ

Petitloner®s Address & Phone Number: _ %O ?) p 8% ) {\ J%} ﬂy\'\ \ ﬁfﬁilm —J(-)

J %7‘/@5’

Owner's Addrm&?honeNumber‘ 506 L WS& B AN n%\ ——B\) (-{:_(L/OS)

Addressofrropertr EQ EQSJF %LH/\ S'VW@f \HG\USW\\Y&W ﬂ)

/ LWCLO?

Or.mplnt(s) Name(s):

The following conditions must be found in each ¢ase in oxder for the Bosrd to cousider the regmest: :

1. That the valuc of the area about the property to which the exception is to apply will not be adversely affacied.

2. Thatthe cxgeption is consistent with the intent and purpose of the housing code and promotes public health,
safety, a0d general wolfare, .

Idetitify the variance typs that you arc requesting from the following list and attach the required mformation.
g \
% A. Ax extension of time to complete repeirs, (Petition type: TV)

Signs { 4W o (Will be assiged by BHQA)
Nae oy K, A/ TN E V | Petition Number:____°

" Specify the items that noed the extonsion of time to complete
L Explain why the extension i needed
. b Spesify the time requested
‘B. A modification or exception to the Housing Property Majntenance Code. (Petition gype: ‘V)
L+ Specify the code reference aumber you are appealmg
& Detail why you are requesting the variance
Y  Specify the modifications and or alterations yon are suggwtmg
C Relef from an administeation decigion. (Petition type: AA)
: b+ Specify the decigion being eppealed and the rcliefyou are scchng
D. Rescind a variance, (Petition type: RV)
S Detail the existing variance *
“  Specify the reason the varfance is no langsr needed

X certify that »(l Information submitted with this request fs correet and | have enclosed meﬂﬂﬂﬂﬁﬁngfee.

(Please use the reverse side for further explanation and/or requasé)
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- ‘“ﬁ ' Applicatmn for Appeal -
' ' To The -
: Board of Housizg Quality Appeals
P.G. Box 100

> & . Bleomington, IN 47402
. , §12-349-3420 -+

(Please weiic & brief narcative in the space. provided below. Be speeific a2 to what you =re requesting, the reason(s) or
Justification(s) for your request, the amount of Sme needed to bring the property fute mmphanca, 8 m:l! as any
modxﬁcahuus andfor alterations you arc suggesting.). -

 The howse o 812 B8 Streed | < Suﬂmef,f
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- Suposed " i me% Lo Q @Qm‘ma Contractr
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‘“& - Application for Appes] -
o To The o
Board of Housing Quality Appea!s

P.0. Box 100

’”K - - Bloomington, IV 47402
- F - 812-349-3420 -+~

(Please write & brief niarrative in the spaca provided below. Be

specific as to what yon are requesting, the reas
Justification(s) for your request, the amowunt of time needed to biring the property tato cumphance, a8 wf:u BS ;?(S} h
modxﬁca.tluus and/or alierahuns you are suggesting.) -

Oﬂhﬂueﬁm ‘«H/le IGLO“”‘LO\ dau Le 4’?”1646& Nl
)
Q0 he V\aai » \()("Th()! ‘Lm(‘k fe@(SYO( &)z% uj .
9 he. b aaf)acn’cmf 3 of _our rentl uﬁ’bw/ﬁ@
1 date, MLA husband is i)l and L
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12 fjmﬁ @ QLLQ/I \Ob (ﬂoﬂel /€aaf/u fé
il paint She entive Nouse u;mq%c Cobr
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«- Signature: [\ % ' Dates



City of Bloomington
Housing and Neighborhood Development

Cycle Report
2688

OWNERS
KINNEY, KENNETH K. UNDERWOOD, CHERYL
508 E.8TH ST _ 508 N. WASHINGTON ST.
BLOOMINGTON, IN 47408 BLOOMINGTON, IN 47408
Prop. Location: 812 E8TH ST ‘ Number of Units/Structures: 1/ 1
Date Inspected: 03/25/2010 Number of Bedrooms: 3
Inspectors: Maria McCormick Max # of Occupants: 4
Primary Heat Source: Gas Foundation Type: Basement
Property Zoning: RM Attic Access: Yes
Number of Stories: 1 Accessory Structure: None

VARJANCE

072/14/2007 Granted a variance to the minimum egress requirement in the middle bedroom with
the following conditions.
Single and multiple-station, hard wired smoke alarms shall be instalied in the following locations
and in accordance with following criteria: PM-102.3, PM-102.8, & PM-704.2

1. In each sleeping room
2. Qutside of each sleeping area in the immediate vicinity of the bedrooms.
3. Om each additional story of the dwelling, including basements and cellars but not including

crawl spaces and uninhabitable attics. In dwelling units with split levels without an intervening
door between the adjacent tevels, a smoke alarm installed on the upper level shall suffice for the
adjacent lower level provided that the lower level is less than one full story below the upper level.
4, The alarm devices shall be interconnected in such a manner that the actuation of one alarm
will activate all of the alarms in the individual unit. The alarm shall be clearly audible in all
bedrooms over background noise levels with all intervening doors closed. Radio frequency
interconnection is allowable.

5. fnstall smoke detector(s) in an approved location. If wall mounted, it shall be located
between 6 and 12 inches from the ceiling. If ceiling mounted, it shall be located at least 4 inches
from the wall.

6. The required smoke alarms shall receive their primary power from the building wiring
when such wiring is served from a commercial source, and when primary power is interrupted,
shall receive power from a battery.

‘\\’\ |

401 N. Morton Street | Rental Inspections: (812) 349-3420
Bloomington, IN 47404 , Neighborhood Division: (812) 349-342%

Fax: (812) 349-3582 www.bloomington.in.gov Housing Division: (812) 349-3401



7. Wiring shall be permanent and without a disconnecting switch other than those required for

overcurrent protection.

8. Smoke detection shall be maintained in manner so that it functions as intended and is in
compliance with the aforementioned installation requirements.

9. Should the structure ever be determined to be in a state of non-compliance with the
abovementioned conditions the variance may be rescinded at the discretion of the code official.

INTERIOR:
Living Room 19-6 x 12-3:
Every window shall be capable of being easily opened and held in position by its own
Qllardware Windows are currently pamnted shut. PM-303.13.2

NW Bedroom 11-0x 11-10:
No violations noted.

Existing Egress Window Measurements:
Height: 51 % inches
Width: 33 inches
Sill Height: 28 2 inches
Openable Area: 11.80 sq. ft.

Note: These measurements are for reference only. There is no vielation of the
emergency egress requirements.

Front Hallway: ‘
w 0 Install/replace batteries in smoke detectors so that they function as intended. PM-704.1

Bathroom;
: Install/replace batteries in smoke detectors so that they function as intended. PM-704.1

Remove the deteriorated caulk and re-caulk at the base of shower surround at the top of the
C;:m. PM-304.1

Properly clean the mold and mildew and re-paint the ceiling area. PM-304.3

Center Bedroom 11-11 x 11-7 / Half Bath:
No violations noted.

Existing Egress Window Measurements:
Height: 26 inches
Width: 29 inches
Sill Height: 51 inches
Openable Area: 5.25 sq. ft.

Note: These measurements are for reference only. There is a variance in place
for this window’s emergency egress requirements.

W2



Kitchen: :
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
' more than one (1) vear and shall have a tag or label securely attached that indicates the
5/ month and year the mainterance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every

six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be

replaced every 12 years per NFPA-10. PM-704.3

SE Bedroom 7-2 x 13-7:
Every window shall be capable of being easily opened and held in position by its own
hardware. Windows are currently painted shut. PM-303.13.2

Existing Egress Window Measurements:
Height: 51 %2 inches
Width: 33 inches
Sill Height: 28 4 inches
Openable Area: 11.80 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

Basement: :

Thoroughly clean and service the furnace, inspect and test shut off valves for proper operation.
Documentation from a professional HVAC contractor for this service is acceptable and
encouraged. Servicing shall include a test for carbon monoxide. Acceptable levels of carbon
monoxide are as follows:

Desired level: ' 0 parts per million (ppm)
Acceptable level in a living space: 9 ppm
Maximum concentration for flue products: 50 ppm
PM-603.1
EXTERIOR:

C/Properly repair the hole in the siding on the SW corner of the house. PM-303.6

i Repair the damaged screens on the screened in porch. PM- 303.10

~ Scrape and paint exterior surfaces where paint is peeling or wood is exposed. PM-303.2
(This itern has a compliance date of March 25, 2011.)

W



OTHER REQUIREMENTS:

Required documentation:

A completed copy of the Tenants and Owners Rights and Responsibilities Summary must be
provided to this office or reviewed with the inspector within 60 days of the date of the mspection
or a $25.00 fine will be levied. BMC 16.12.050 (d)

Required documentation:
The owner or his agent shall contact the tenant and arrange a joint inspection of the premises to
Lgccur within ten days of the tenant’s occupancy, of the rental unit. The owner or his agent and the
tenant shall at that time jointly complete an inventory and damage list, and this shall be signed by
all parties to the tenancy agreement. Duplicate copies of the inventory and damage list shall be
retained by all parties and shall be deemed a part of the tenancy agreement. A completed copy of
the Inventory & Damage List must be provided to the office or reviewed with the inspector
within 60 days of the date of the inspection or a $25.00 fine will be levied. BM(C16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC
16.12.080 (b): All rental units shall be required to have a current occupancy permit displayed in an
accessible location inside the unit. The permit shall contain the name of the owner or his agent and
the expiration date of the permit. BMC 16.12.080 (b)

\W
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City of Bloomington
Housing and Neighborhood Development

FEB 08 2{]" Exterior Extension Reminder

XKINNEY, KENNETH K.
508 E. B8TH ST
BLOOMINGTON, IN 47408

Prop. Location: 812 E 8TH ST
Date Inspected: 03/25/2011
Inspectors: McCormick/Arnold
Primary Heat Source: Gas

2688

UNDERWOCD, CHERYL
508 N. WASHINGTON ST.
BLOOMINGTON, IN 47408

Number of Units/Structures: 1 / 1
Numbery of Bedrocms: 2

Max # of Occupants: 4

Foundation Type: Basement

Attic Access: No

Property Zoning: RM

Number of Stories: 1 Accessory Structure: none

This report is your reminder from the Housing and Neighborhood Development Office that
- this rental property is operating under a Temporary Permit that expires on 03/25/2011.

If you have made all of the repairs on this report, contact our office imumediately to schedule the
required drive-by re-inspection.

Failure to make repairs or to schedule the required re-inspection will result in this matter being
referred to the City Legal Department. Legal action' may be initiated against you under Section
16.12.100 of the Bloomington Municipal Code.

It is your responsibility to contact the Housing and Neighborhood Development Office to schedule
the required re-inspection. Our mailing address and telephone number are listed below.

Scrape and paint the exterior surfaces where paint is peeling or wood is exposed. PM-303.2 (This
item has a compliance date of March 25, 2011).

Wb

w

16¥ N. Morton Street
Bloomington, IN 47404
Fax: (812) 349-3582

www.bloomington.in.gov

ity Hall Rental Inspections: (812) 349-3420

Neighborhood Division: (812) 349-3427
Housing Division: (812) 34934
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City of Bloomington
H.AN.D.
Boafd of Housing Quality Appeals
Staff Report: Petition for Extension of Time
Meeting Date: 13 April 2011
Petition Type: An extension of time to complete repairs

Petition Number: 11-TV-54

Address: 3215 E. Braeside Dr.

Petitioner: The Legacy Group/Scott May

Inspector: Norman Mosier

Staff Report: Conducted Complaint Inspection - 18 February 2011

It was noted during a complaint inspection that the southeast end of building on the 2™ floor was
failing structurally. Petitioner is requesting an extension of time to relocate tenants and to
complete structural repairs.

Staff recommendation: Grant the extension of time.

Conditions: All repairs must be completed and re-inspected no later than the
deadline stated below, or this case will be turned over to the City
of Bloomington Legal Department for further action including the
possibility of fines.

Compliance Deadline: June 1, 2011

Attachments: Complaint, Complaint Inspection Report, BHQA Appeal, Petitioner’s Letter,
Photos.
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Application For Appeal

BLOOMINGTO To The
WINGTON | Board of Housing Quality Appeals =
P.O. Box 100 ‘—\W
‘ ‘ Bloomington, IN 47402 EGEE \

812-349-3420 MAR 0 3 pll
hand@bloomington.in.go

_._ PropenyAddress: 39,5 £ Besogidp Dy Bloroingdon TN Yzipg —
" PpetitionersName: 7]y /QCMM/ 4 Loz, p/ -

Address: 3/ Empga(o @ww e e e
cor_Bloomahn 1) mode_¢/7408

Phone Number: §)7. 930.)4/pp E-mail Address: /QSQ LLAYDUD =T U2 @Sba% okl net
Owner'sName:  Sholi (3 ff)a\l

Address: 7)) Sammﬂ'i/h‘?w P,

it Blopminglon _ St I R L)

Phone Number: Q7-33) .Qééé E-mail Address: _—  ——

O ) . y g
ceupants:  Sheya xDavid WMorkn

The following conditions must be found in each case in order for the Board to consider the request:

1. That the exception is consistent with the intent and purpose of the housing code and promotes public
health, safety, and general welfare.

2. That the value of the area about the property to which the exception is to apply will not be adversely
affected.

Identify the variance type that you are requesting from the following drop down menu:

Variance Type: An extension of time to complete repairs. (Petition Type: V)

Reminder: . .

A $20.00 filing fee must be submitted with the Appeal (Will be assigned by BHQA)
Application or the application will not be considered to be / - l/ 5—-
complete! A completed application has to be submitted / T - 7
prior to the meeting application deadline in order to be i

placed on that months agenda! Petition Number:
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In the space provided below please write a brief narrative regarding your request. Be specific as to what you are
requesting, the reason(s) or justification(s) for your request, the amount of time needed to bring the property into
compliance, as well as any modifications and/or alterations you are suggesting. The following information must be
included dependent upon the type of variance you are requesting:
n extension of time to complete repairs. {Petition type: TV)
1. Specify the items that need the extension of time to complete.
2. Explain why the extension is needed.
3. Specify the time requested.
B. A modification or exception to the Housing Property Maintenance Code. (Petition type: V)
1. Specify the code reference number you are appealing.
2. Detail why you are requesting the variance.

3. Specify the modifications and or alterations you are suggesting.
C. Relief from an administration decision. (Petition type: AA)

1. Specify the decision being appealed and the relief you are seeking.
D. Rescind a variance. (Petition type: RV) -

1. Detail the existing variance.

2. Specify the reason the variance is no longer needed.

“Phe oeeupying Tenarts (afeuly of 4)shl] pessess e
it i dha agreed upon dale of 3la5)y £ Lpr.
U)JE are V@L{QE;H%“)—)/LUY? e Markeagﬂ aariy cy
ot was Ho sconest M awlo/ )/aam%’, o 10k
yLCessary fodp o repairs will l/@qdwé o
unt fo be pmply. W ave vequesting at- Least

q ?>Oclaztf exdension, )va@@%/a 6oolay Edonsioy

ol o B amsliwuk@ pur requast.

‘ e ( > (/( "
~ |
o i i 4 i
Signature (Required): (‘wm:“(/\‘/‘ L { S

=

& —~
Name (Print): _{h?ﬁ 777 6 /‘%f A y / Date: 3/2/11

Important information regarding this application format:

1. This form is designed to be filled out electronically, printed, then returned/submitted manually
{e.g. postal mail).

2. This document may be saved on your computer for future use, however, any data that you have
entered will not be saved.

‘ Print Form

—



COMPLAINT

: .1 ADDRESS_3//S ﬁ" Lrocikily puones /P O4NS
ADDRESS OR LOCATION OF PROBLEM 3 Q / 5 510&5//}/& /t@z, : / ?%f)ﬁ,zzﬁpé

NATURE OF Zm/] Ny 7( %/’7 ‘{/y
~PROBLEM NIV RAAN T Ot (RN 2
UTQ«’ ﬂé“pﬁ}?.ﬁ ‘Ar‘)f/?/iz lpo M% (% P s

HOW LONG HAS THIS PROBLEM EXISTED?

o
HAS THE OWNER/AGENT BEEN NOTIFIED? _{ gg /) DATE NOTIFIED
INPERSON__ -~ A INWRITING , (i~ BYPHONE e
SIGNATURE: / ,éd / / ////,;”;«/{W ?%
COMPLAINT RECEIVED
BY DATE TIME

Housing & Neighborhood Development
OWNER’S NAME ADDRESS
HOUSING CODE FILE EXISTS YES NO  CITY LIMITS /2 MILE FRINGE
NEIGHBORHOOD COMPLIANCE OFFICER
COMMENTS
“



City of Bloomington

Housing and Neighborhood Development

Complaint Inspection Report

OWNERS

MAY, SCOTT G.
701 SUMMITVIEW PLACE
BLOOMINGTON, IN 47401

AGENT

LEGACY GROUP

3112 BRAESIDE DR.
BLOOMINGTON IN 47408

N
~

Prop. Location: 3100 E BRAESIDE DR Number of Units/Structures: 140/ 15

Date Inspected: 02/18/2011
Inspectors: Norman Mosier
Primary Heat Source: Gas
Property Zoning: RH
Number of Stories: 2

Number of Bedrooms: 1,2, 3
Max # of Occupanis: 2,4,5
Foundation Type: Slab

Attic Access: Yes

Accessory Structure: None

The following items are the result of a complaint inspection conducted on 02/18/2011. It is your
responsibility to repair these items and to schedule a re-inspection within fourteen (14) days of the
mailing of this report. Failure to comply with this inspection report will result in this matter being
referred to the City of Bloomingion Legal Department. Failure to comply with this complaint
inspection report may result in fines of up to $100.00/day. If you have questions regarding this
report, please contact this office at 349-3420.

UNIT 3215

SE Bedroom:

Properly repair the soft and sagging floor. This includes but is not limited to replacing or
repairing damaged or deteriorated floor covering, decking and structural members. PM-

304.2 & PM-304.4

Properly repair the sagging window sill. PM-303.13

A
v

401 N. Morton Street
Bloomington, IN 47404
Fax: (812) 349-3582

| ciyuau | Rental Inspections: (812) 349-3420

Neighborhood Division: (812) 349-3421
www.bloomington.in.gov Housing Division: (§12) 349-3401



SW Bedroom:
Properly repair the soft floor. This includes but is not limited to replacing or repairing
damaged or deteriorated floor covering, decking and structural members. PM-304.2 & PM-

304.4

Living Room:
Properly repair the surface of the ceiling to be free of holes, cracks, peeling paint and

sagging materials. PM-304.3

Provide a signed and stamped statement from a structural engineer stating thatthe
building is structurally sound.

\%A\
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City of Bloomington
H.AN.D.
Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
Meeting Date: April 13,2011
Petition Type: An extension of time to complete repairs

Petition Number: 11-TV-55

Address: 531 E. Smith Avenue

Petitioner: Joanne Sabbagh, TEMPO Propetties, Inc. (Property Manager)
inspector: Jo Stong

Staff Report: January 24 2@11: Conducted cycle inspection

January 28, Zé11: Sent cycle report
March 1, 2011: Reccived appeal
During a cycle inspection it was noted that the emergency egress windows in this
unit did not meet the minimum code requirements for a multi-unit structure built in 1985,
Measurements are as follows:

Openable areca required: 4.75 sq. ft. Existing area: 5.19 sq. fi.
Clear width required: 18 inches Existing width: 34 inches
Clear height requited: 24 inches Existing height: 22 inches
Maximum sill height: not more than

48 inches above finished floor Existing sill: 31 inches

The petitioner is seeking a variance from the State of Indiana and is requesting an extension of
time until the State makes a decision.

Staff recommendation: Grant the extension of time.

Condtitions: All repairs must be completed and re-inspected no later than the
deadline stated below, or this case will be turned over to the City
of Bloomington Legal Department for further action including the

possibility of fines.

Compliance Deadlines June 13, 2011 for variance from the State
April 27, 2011 for all other violations

Attachments: Cycle report, copy of appeal



(22 b (ORNETON Sl

: * ”’ ' Bloomington, IN 47402
_ 812-349-3420

Application For Appeal
To The
Board of Housing Quality Appeals

P.O.Box 100
ECEIVE
MAR O & 201

_ hand@bloomington.in.gov

Property Address: 531 East Smith Avenue o )
Petitioner's Name: Joanne 5abbagh, TEMPO Properties, Inc. (Property Manager)
Address: 2676 East 2nd Street, P.0. Box 5727
City: Bloomington State: indiana Zip Code: 47407
Phone Number: (812) 336-2026 E-mail Address: jsabbagh@homefinder.org
Owner's Name: Edward Herrmann
' A‘daress: 2470 Canada Drive {Herrmann)
City: Bloomington State: indiana Zip Code: 47401

— e —

Phene Number:

§12-334-8108 E-mail Address:

e

QOccupants: Tenants

The following conditions must be found in each casein order for the Board to consider the request:
1. That the exception is consistent with the intent and purpose of the housing code and promotes public

health, safety, an

d general welfare.

2 That the value of the area about the property to which the exception is to apply will not be adversely

affected.

s ey

jdentify the varia

Variance Type: A

Reminder.
A $20.00 filing fee
Application or the

nce type that youare requesting from the following drop down memnu:

modification or exception to the Housing Property Maintenance Code. (Petition Type: V)

raust be submitted with the Appeal (Will be assigned by BHOA)

application will not be considered to be
[1-TV -55

complete! A completed application has to be submitted

prior to the meeting application deadiine in order to be
placed on that months agendal

Petition Number:

O

T TPagevofZTT T T T
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In the space provided below please write a brief narrative regarding your request. Be specific as to what you are
requesting, the reason(s) or justification(s) for your request, the amount of time needed to bring the property into
compliance, as welt as any modifications and/or alterations you are suggesting. The following information must be
included dependent upon the type of variance you are requesting:
A. An extension of time to complete repairs. (Petition type: TV)

1. Specify the items that need the extension of time to complete.

2. Explain why the extension is needed.

3. Spedify the time requested.

B A rodficationor exception tu the Housing Propertyviamtenance-Code{Petitumrtype: V)
1. Specify the code reference number you are appealing.
2. Detail why you are requesting the variance.
3. Specify the modifications and or alterations you are suggesting.

" ¢ Relief from an administration decision. (Petition type: AA)

1. Specify the decision being appealed and the relief you are seeking.

D. Rescind a variance. {Petition type: RV}
1. Detail the existing variance.
2. Specify the reason the variance is no longer needed.

A variance request has been sent to the Indiana Department of Homeland Security for the following reason:
Code:BMC-16.02.040(}

The height of the opening in the bedroom is 2" short of code requirement in unit 537

' The width of the opening of both units exceeds the code requirement by 16". The
openable area required is 4.75 sq.ft. and the windows existing area is 5.19 sq.ft, making it larger than required,
These units were built 20+ years ago, and this is the first time | have heard anything about a problem with the
windows. If the windows did not meet the building code requirement when the building was built, how did the
builder pass his building inspections and get an occupancy permit in the first place. | am, therefore, requesting a
variance as this requirement is not practical at this time and would create a hardship on the owner and violate the
overall appearance of the building as alt the windows are the same in all sixteen units at this location.

| am awaiting the decision of the Department of Homeland Security and need to file for an extension at this time.

Signature {Required):

Date: 2/23/11

Name {Print):

important information regarding this application format!
1. This form is designed to be filled out electronically, printed, then returned/submitted manuaily
{e.g. postal maii).

2. This document may be saved en your computer for future use, however, any data that you have
entered will not be saved.

Print Form




531 E. Smith Avenue
January 26, 2011

Page 1 of 3
City of Bloomington
Housing and Neighborhood Development |
Cycle Report
. 1763
OWNERS
HERRMANN, EDWARD W.
2420 CANADA DR. '
BLOOMINGTON, IN 47401
AGENT
TEMPO PROPERTIES, INC
P.O. BOX 5727
BLOOMINGTON IN 47402
Prop. Location: 531 E SMITH AVE Number of Units/Structures: 1/1
Date Inspected: 01/24/2011 Number of Bedrooms: 2
Inspectors: Jo Stong ' Max # of Occupants: 4
Primary Heat Source: Electric Foundation Type: Basement
Property Zoning: PUD Attic Access: Yes
Number of Stories: 1 Accessory Structure: None
INTERIOR:

Kitchen (12-5 x 11-3):

Service or replace the metal-headed fire extinguisher. Metal head extinguishers shall be subjected
to maintenance at intervals of not more than one (1) year and shall have a tag or label securely
attached that indicates the month and year the maintenance was performed as well as the identity of
the person/company performing the service. Metal head extinguishers must be recharged every six
years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be replaced
‘every 12 years per NFPA-10. All fire extinguishers must be inspected every 30 days and a
record of that inspection shall be kept. PM-704.3

Dining Room (6-7 x 5-3):
No violations noted.

N
A
_ \D’
401 N. Morton Street . City Hall._ Rental Tnspections: (812) 349-3420
Bloomington, IN 47404 Neighborhood Division: (812) 349-3421

Fax: (812) 349-3582 - www.bloomington.in.gov Housing Division: (812) 349-3401



531 E. Smith Avenue
January 26, 2011
Page 2 of 3
Living Room (15-8 x 12-3}:
Remount the hard-wired smoke detector on the east wall. PM-704.1

Provide operating power to smoke detector on the west wall (or remove it). PM-704.1 .

Southwest Bedroom (134 x 9-8):

No violations noted. '

Note: A door leading directly to the exterior serves as the emergency egress for this sleeping
1001,

Bathroom:
Install a doorknob on the entry door (from the southeast bedroom). PM-304.6

Attic:
No violations noted.

Southeast Bedroom (11-3 x 9-8):
The emergency egress window does not meet the minimum requirements for a multi-unit structure
built in 1985:

Openable area required: 4.75 sq. L. Existing area: 5.19sq. ft.

Clear width required: 18 inches Existing width: 34 inches

Clear height required: 24 inches Existing height: 22 inches

Maximum sill height: not more than :
48 inches above finished floor Existing sill: 31 inches

The emergency egress window does not meet the minimum code requirements for the time the
structure was built. For that reason, the City will not issue a rental permit until either the window is
altered or replaced to meet the code requirement at the time of construction, or you apply for an
egress variance with the Indiana Fire and Building Safety Commission. BMC-16.02:040 (b).

The State variance application forms are available at the Department of Homeland Security on the
Fire Prevention and Building Safety Commission’s web site at www.in.gov/dhs/2375 htm. Scroll
down to Downloadable Forms and Documents and click on Variance Application and
Instructions. If you need any further clarification, the Commission can be reached at
317.233.5341. '

: ' EXTERIOR:

No violations noted.



531 E. Smith Avenue
January 26, 2011
Page 3 of 3
OTHER REQUIREMENTS:

Required documentation: ‘

A completed copy of the Tenants & Owners Rights and Responslblhtles Summary must be
provided to the office or reviewed with the inspector within 60 days of the date of the
inspection or a $25.00 fine will be levied. BMC16.12.050 (d).

Reguired documentation:

The owner or his agent shall contact the tenant and arrange a joint inspection of the
premises to occur within ten days of the tenant’s occupancy of the rental unit. The OWRer or
his agent and the tenant shall at that time jointly complete an inventory and damage list, and
this shall be signed by all parties to the tenancy agreement. Duplicate copies of the
inventory and damage list shall be retained by all parties and shall be deemed a part of the
tenancy agreement. A completed copy of the Inventory & Damage List must be provided to
the office or reviewed with the inspector within 60 days of the daie of the mspectlon ora
$25.00 fine will be levied. BMC16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by
BMC 16.12.080 (b): All rental units shall be required to have a current eccupancy permit '
displayed in an accessible location inside the unit. The permit shall contain the name of the
owner or his agent and the expiration date of the permit. BMC 16.12.080 (b)

Thank you for your cooperation in the Residential Rental Occupancy Permit Program.
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City of Bloomington
H.AN.D.
Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
Meeting Date: April 13, 2011
Petition Type: An extension of time to complele repairs

Petition Number: 11-TV-56

Address: 537 E. Smith Avenue

Petitioner: Joanne Sabbagh, TEMPO Properties, Inc. (Property Manager)
[nspector: Jo Stong
Staff Report: January 24, 2011: Conducted cycle inspection

January 28, 2011: Sent cycle report
March 1, 2011: Received appeal
During a cycle inspection it was noted that the emergency cgress windows in this
unit did not meet the minimum code requirements for a multi-unit structure built in 1983.
Measurements are as follows:

Openable area required: 4.75 sq. ft. Existing area: 5.43 sq. fi.
Clear width required: 18 inches Existing width: 34 inches
Clear height required: 24 inches Existing height: 23 inches
Maximum sill height: not more than

48 inches above finished floor Existing sill: 30 inches

The petitioner is seeking a variance from the State of Indiana and is requesting an extension of
time until the State makes a decision.

Staff recommendation: Grant the extension of time.

Conditions: All repairs must be completed and re-ingpected no later than the
deadline stated below, or this case will be turned over to the City
of Bloomington Legal Department for further action including the

possibility of fines.

Compliance Deadline: June 13, 2011 for variance from the State
April 27, 2011 for all other repairs

Attachments; Cycle report, copy of appeal
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Application For Appeal
- To The
E @E‘Eﬁuﬂ Housing Quality Appeals
- ot P.O. Box 100
MM{ Q + 4} Bloomington, IN 47402
. 812-349-3420

BNz hand @bloomington.in.gov

Property Address: 537 East Smith Avenue

Petitioner's Name: Joanne Sabbagh, TEMPO Properties, Inc. {Property Manager)

Address: 2676 East 2nd Street, P.O.Box 5727

City: Blcomingion State: indana Zip Codezl 47407
e

Phone Number: (812) 336-2026 E-mai} Address: jsabl)agh@hbmeﬁnde}.org

e ——

Owner's Name: David Byrne, DB Crossing, LLC

Address: 1673 Bellemeade Drive {DB Crossing, LLC)
City: Bioomington St;ate: indiana Zip Code:-47401

Phone Number: E-mail Address: 81 2-339-6434 {David)

e ———

Occupants: Tenants

The following conditions must be found in each case in order for the Board to consider the request:

1 That the exception is consisient with the intent and purpose of the housing code and promotes public
health, safety, and general welfare.

7. That the value of the area about the property to which the exception is to apply will not be adversely
affected.

f—T———
[dentify the variance type that you are requesting from the following drop down menu:

Variance Type: A modification or exception 10 the Housing Property Maintenance Code. (Petition Type: V)

Reminder. ] ]

A $20.00 filing fee must be submitted with the Appeal (Wil be assigned by BHQA)
Application or the application wili not be considerad to be o
completet A completed application has to be submitted // T\/ b 6

prior to the meeting application deadline in order to be

placed on that months agendat Petition Number:
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In the space provided below please write a brief narrative regarding your request. Be specific as to what you are
requesting, the reason{s) or justification(s) for your request, the amount of time needed to bring the property into
compliance, as well as any modifications and/or alterations you are suggesting. The following information must be
included dependent upon the type of variance you are requesting:
A. An extension of time to complete repairs. (Petition type: TV)

1. Specify the itemns that need the extension of time to com plete.

2. Explain why the extension is needed.

3. Specify the time requested.

B. A madification or exception to the Housing Property Maintenance Code. (Pelition typer Vi
1. Specify the code reference number you are appealing.
2. Detail why you are requesting the vafiance.
3. Specify the modifications and or alterations you are suggesting.
C Relief from an administration decision. (Petition type: AA)
1. Specify the decision being appealed and the relief you are seeking.
D. Rescind a variance. {Petition type: RV}
1. Detail the existing variance.
2. Specify the reason the variance is no longer needed.

ry
Code:BMC-16.02.040(D)

The height of the opening in the bedroom is o 1" short of code
requirernent in unit 537. The width of the opening of both units exceeds the code requirement by 167, The
openeble area required is 4.75 saft. and the windows existing area is 5.19 sq.ft, making it [erger than required.
These units were built 26+ years ago, and this is the first time | have heard anything about a problem with the
windows. If the windows did not meet the building code requirement when the building was built, how did the
buiider pass his building inspections and get an occupancy permit in the first place. | am, therefore, requesting a
variance as this requirement is not practical at this time and would create a hardship on the owner and violate the
overall appearance of the building as all the windows are the same in all sixteen units at this location,

| am awaiting the decision of the Department of Homeland Security and need to file for an extension at this time.

-

variance request has been sent to the Indiana Department of Homeland Security for the following reason:

Signature {Required): /V{

Name (Print): 6k g_:ZEJQ V ] Date: 2/23111
important information regarding this application format!

1. This form is designed to be filled out electronically, printed, then returned/submitted manually
(e.q. postal mail).

3. Thic document may be saved on your computer for future use, however, any data that you have
entered will not be saved.

Print Form




537 E. Smith Avenue
January 26, 2011

Page 1 of 3
City of Bloomington
Housing and Neighborhood Development
- Cycle Report

OWNERS

DB CROSSING, LLC
1673 BELLEMEADE DR.
BLOOMINGTON, IN 47401

TEMPO MANAGEMENT
P.O. BOX 5727
BLOOMINGTON IN 47402

Prop. Location: 537 E SMITH AVE
Date Inspected: 01/24/2011
Inspectors: Jo Stong

Primary Heat Source: Electric
Property Zoning: PUD

Number of Stories: 1

Kitchen (12-5 x 11-3):
No violations noted.

Dining Room (6-7 x 5-3):
No violations noted.

Living Room (15-8 x 12-3):
No vielations noted.

West Bedroom (13-4 x 9-8):
No violations noted.

1766

Number of Units/Structures: 1/ 1
Number of Bedrooms: 2

Max # of Occupants: 4
Foundation Type: Basement
Attic Access: Yes

Accessory Structure: None

INTERIOR:

o9\

401 N. Morton Street
Bloomington, IN 47404
Fax: (812) 349-3582

C:ity- H;}ll Rental Inspections: (812) 349-3420
Neighborhood Division: (812) 349-3421
www.bloomington.in.gov Housing Division: {812) 349-3401




537 E. Smith Avenue
January 26, 2011
Page 2 of 3
Note: A door leading directly to the exterior serves as the emergency egress for this sleeping
room,
Bathroom:
Properly seal the entire perimeter of the tub/shower including the floor. PM-304.3

Clean and service the exhaust fan so that it functions as intended. PM-603.1
Properly repair the wall at the base of the shower. PM-304.3
East Bedroom (11-3 x 9-8):

The emergency egress window does not meet the minimum requirements for a multi-unit structure
built in 1985:

Openable area required; 4.75 sq. ft. Existing area: 5.43 sq. ft.
Clear width required: 18 inches Existing width: 34 inches
Clear height required: 24 inches Existing height: 23 inches
Maximum sill height: not more than

48 inches above finished floor Existing sill: 30 inches

The emergency egress window does not meet the minimum code requirements for the time the
structure was built. For that reason, the City will not issue a rental permit untii either the window is
altered or replaced to meet the code requirement at the time of construction, or you apply for an
egress variance with the Indiana Fire and Building Safety Commission. BMC-16.02.040 (b).

The State variance application forms are available at the Department of Homeland Security on the
Fire Prevention and Building Safety Commission’s web site at www.in.gov/dhs/2375.htm. Scroll
down to Downloadable Forms and Documents and click on Variance Application and

Instructions. If you need any further clarification, the Commission can be reached at
317.233.5341.

EXTERIOR:

No violations noted.

OTHER REQUIREMENTS:

Required decumentation:

A completed copy of the Tenants & Owners Rights and Responsibilities Summary must be
provided to the office or reviewed with the inspector within 60 days of the date of the
inspection or a $25.00 fine will be levied. BMC16.12.050 (d).

Required documentation:
The owner or his agent shall contact the tenant and arrange a joint inspection of the

premises to occur within ten days of the tenant’s occupancy of the rental unit. The owner or

GO



537 E. Smith Avenue
January 26, 2011
7 Page 3 of' 3
his agent and the tenant shall at that time jointly complete an inventory and damage list, and
this shall be signed by all parties to the tenancy agreement. Duplicate copies of the -
inventory and damage list shall be retained by all parties and shall be deemed a part of the
tenancy agreement. A completed copy of the Inventory & Damage List must be provided to
the office or reviewed with the inspector within 60 days of the date of the inspection or a
$25.00 fine will be levied. BMC16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by
BMC 16.12.080 (b): All rental units shall be required to have a current occupancy permit
displayed in an accessible location inside the unit. The permit shall contain the name of the
owner or his agent and the expiration date of the permit. BMC 16.12.080 (b)

Thank you for your cooperation in the Residential Rental Occupancy Permit Program.
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City of Bloomington
H.AN.D.

Meeting Date:
Petition Type:
Petition Number:
Address:
Petitioner:
Inspector:

Staff Report:

Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
April 13,2011
An extension of time to complete repairs
11-TV-57
938 N. Walnut Street
Elkins Apartments
Maria McCormick
December 22, 2010 Completed Cycle Inspection
March 3, 2011 Re-inspection Completed
March 3, 2011 Appeal Received
In the cycle inspection it was noted that bedroom windows in apartments

A, E & F do not meet the minimum requirements for a multi-unit structure
built in 1996.

Openable area required: 3.7 sq. ft. Existing area: 5.47sq. ft.

Clear width required: 20” Existing width: 33 4

Clear height required: 24™ Existing height: 23 %4 %

Maximum sill height:44” above finished floor Existing sill:29 % “above finished floor

Staff recommendation: Grant the extension of time.

Conditions:

The State Variance must be received by HAND no later than the date
stated below or this case will be turned over to the City of Bloomington
Legal Department for further action including the possibility of fines.

Compliance Deadline: June 1, 2011

Attachments:

Application for Appeal, Cycle Report



Appllcatlon for Appeal

' 3 : ' Toe The - - : |
: omusmng L . Board of Housing Quality Appeals .
- T, - | © P.O.Box 100 : =
B Blopmington, IN 47402 @E@EEVM
| 8123493420 il AR 0 3 201t

: 12 (SNR—— :
Petitioner’s Name: ; X_}/Iémug, W(yﬁ/ﬁ/}/é | ' ' : :

--Petltmner s Address & Phone Number: / 4& 7,7 / J M ’;/7‘/{ 7/ ﬁﬂ% ‘3/(7)- 3 Sq =" 0{
i Owner s Name: U, %ﬂ

L L v
Owner’ sAddress&Phone Number: C?é/’b %"} 7 »{{ ’ *Llj f{,’{’/ _574’
Address of Propet;ty: %&0‘ V7 % Mﬂ%

Occupant(é) Name(s):

The following conditions must be found in each case in order for the Board to consider the request:
1. That the value of the area about the property to which the exception is to apply will not be adversely affected.
2. That the exception is consistent with the intent and purpose of the housing code and promotes public health,

' safety, and general welfare. ' :

Identify4he variance type that you are requesting from the fblloWing list and attach the required informaﬁon.

L A. An extension of time to complete repairs. (Petition type: TV)
L+ Specify the items that need the extension of time to complete :
-+ Explain why the extension is needed :
L Specify the time requested
B. A modification or exception to the Housmg Property Maintenance Code. (Petition type: ’V)
L+ Specify the code teference number you are appealing
L+ Detail why you are requesting the variance '
: b+ Specify the modifications and or alterations you are suggesting
C. Rehef from an administration decision. (Petition type: AA) .
' L+ Specify the decision being appealed and the relief you are seekmg
D. Rescind a variance, (Petition type: RV) .
L+ Detail the existing variance -
= Specify the reason the variance is.no longer needed

I certify that all inf,g:mation submitted with this request is correct and I have enclosed the $20.00 filing fee. - A

- ' 7/ By b .
Signature- /54{ h /{é %{%/g n (Will be assigned by BHQA)
[]-TV~-§73
s A b fondiry | v

. {Please use the reverse side for further explanatmn a.nd/or request)




i - & , Application for Appeal
' To The

A - o ' Board of Housing Quality Appeals
' | -, P.0. Box 100

’ ‘ : : ' Bloomington, IN 47402
‘ _ 812-349-3420

(Please write a brief narrative in the space provided below. Be specific as to what you are requesting, the reason(s) or
justification(s) for your request, the amount of time needed to bring the property into comphance as well as any
modlﬁcatlons a.ndfor alterahons yeu are suggestmg ) -

? ﬂax/ AN uwﬁ/;ww //“/mu, 7% /%Lc, 7@
| fﬁfﬁm /cmjma, %m wfcﬁ Zjé«z %M/z@

O }QQQ//L&//?L Méﬂl /70 /'mj/ %ﬂ /Z%é%/ //7{
/‘% /Qémc/% DL ses O/f,A%M:W /&Ma/fcﬂ/
/ziafﬁ’/&f ot ﬁf”fﬂffff/% / sl W
/Wﬁ 4@4;%@% 7~ /Zfﬁﬁ%

. Signature: sz‘ WMM i,g Date: | g” 57 / / .



City of Bloomington
Housing and Neighborhood Development

Cycle Report
4272

OWNERS AGENT
TELCO, INC. ELKINS APARTMENTS
940 N WALNUT ST ' 940 N. WALNUT STREET
BLOOMINGTON, IN 47408 BLOOMINGTON, IN 47404
Prop. Location: 938 N WALNUT ST Number of Units/Structures: 10/ 1
Date Inspected: 12/20/2010 Number of Bedrooms: 1 each
Inspectors: Maria McCormick Max # of Occupants: 2 each
Primary Heat Source: Electric Foundation Type: Slab
Property Zoning: CG Attic Access: No
Number of Stories: 2 Accessory Structure: None

INTERIOR:

Apt. A —
Livine Room 11-10 x 13-7; Kitchen: Hallwav: Mechanical Closet; Laundrv Closet: Bathroom:
No violation noted.

Bedroom 9-8 x 13-7:

The emergency egress window does not meet the minimum requirements for a multi-unit
structure built in 1996:
~

Openable area required: 5.7 sq. ft. Existing area: 5.47sq. ft.
}\j L Clear width required: 20” Existing width: 33 % *
Clear height required: 24” Existing beight: 23 %; «
Maximum sill height: 44” above finished floor Existing sill: 29 ¥ “above finished floor

The emergency egress window does not meet the minimum code requirements for the time the
structure was built. For that reason, the City will not issue a rental permit unti} either the window is
altered or replaced to meet the code requirement at the time of construction, or you apply for an
egress variance with the Indiana Fire and Building Safety Commission. BMC-16.02.040 (b).

The State variance application forms are available at the Department of Homeland Security on the

Fire Prevention and Building Safety Commission’s web site at www.in.gov/dhs/2375 htm. Scroll

down to Downloadable Forms and Documents and click on Variance Application and '

Instructions. If you need any further clarification, the Commission can be reached at 7

317.233.5341. k&‘;
\

ol

401 N. Morton Street City Hall Rental Inspections: (812) 349-3420
Bloomington, IN 47404 . Neighborhood Division: (812) 349-3421
EFavr (R12% 349.3582 wwrw hloominoton. in oov Honcine Mvician: (17 240.2401




Apt. B —-
Living Room 11-10 x 13-7; Kitchen; Hallway; Mechanical Closet; Laundry Closet: Bathroom
' No violation noted.

Bedroom 9-8 x 13-7:
No violation noted.

Existing Egress Window Measurements:
Height: 47 inches
Width: 22 % inches
Sill Height: 36 inches
Openable Area: 7.37 sq. fi.
Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

Apt. C— .
Living Room 11-10 x 13-7; Kitchen; Hallway; Mechanical Closet: Laundry Closet; Bathroom
No violation noted.

Bedroom 9-8 x 13-7:
No violation noted.

Existing Egress Window Measurements:
Height: 47 inches
Width: 22 ¥ inches
Siil Height: 36 inches
Openable Area: 7.37 sq. fi.
Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

Apt. D-
Living Room 11-10 x 13-7; Kitchen: Hallway; Mechanical Closet; Laundry Closet; Bathroom
No violation noted. '

Bedroom 9-8 x 13-7:
No violation noted.

Existing Egress Window Measurements:
Height: 47 inches
Width: 22 % inches
Silt Height: 36 inches
Openable Area: 7.37 sq. fi.
Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

2of5
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Apt. E -
Living Room 11-10 x 13-7: Kitchen: Haliwayv, Mechanical Closet; Laundry Closet; Bathroom:
No violation noted.

Bedroom 9-8 x 13-7; . _
The emergency egress window does not meet the minimum requirements for a multi-unit
structure built in 1996:

Openable area required: 5.7 sq. ft. Existing area: 5.47sq. ft.

Clear width required: 20” Existing width: 33 14 “

Clear height required: 24” Existing height: 23 ¥; «

Maximum sill height: 44” above finished floor Existing sill: 29 % “above finished floor

The emergency egress window does not meet the minimum code requirements for the time the
structure was built. For that reason, the City will not issue a rental permit until either the window is
altered or replaced to meet the code requirement at the time of construction, or you apply for an
egress variance with the Indiana Fire and Building Safety Commission. BMC-16.02.040 (b).

The State variance application forms are available at the Department of Homeland Security on the
Fire Prevention and Building Safety Commission’s web site at www.in.gov/dhs/2375.htm. Scroll
down to Downleadable Forms and Documents and click on Variance Application and
Instructions. If you need any further clarification, the Commission can be reached at
317.233.5341.

Apt. F —
Living Room 11-10 x 13-7; Kitchen: Hallway; Mechanical Closet; Laundry Closet; Bathroom:
No water on i this unit. Check all water at re-inspection. Any violations found must be
rought into compliance in the same 60 day deadline.

Bedroom 9-8 x 13-7:
The emergency egress window does not meet the minimum requirements for a multi-unit
structure built in 1996:

Openable area required: 5.7 sq. ft. . Existing area: 5.47sq. ft. 5 ) q 33{
Clear width required: 207 O /b s 5~\}Existing width: 33 ¥,

Clear height required: 24" Z- \L-\ Existing height: 23 %, «

Maximum sill height: 44” above finished floor Existing sill: 29 ¥ “above finished floor

The emergency egress window does not meet the minimum code requirements for the time the
structure was built. For that reason, the City will not issue a rental permit until either the window is
altered or replaced to meet the code requirement at the time of construction, or you apply for an
egress variance with the Indiana Fire and Building Safety Commission. BMC-16.02.040 (b).

The State variance application forms are available at the Department of Homeland Security on the
Fire Prevention and Building Safety Commission’s web sife at www.in.gov/dhs/2375.htm. Scroll
down to Dewnloadable Forms and Documents and click on Variance Application and
Instructions. If you need any further clarification, the Commission can be reached at

317.233.5341. | \IXI\
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Apt. G-
Living Room 11-10 x 13-7; Kitchen: Hallway: Mechanical Closet; Laundry Closet
No violation noted.

Bathroom:
Seal the perimeter of the shower surround. PM-304.1

Bedroom 9-8 x 13-7:
No violation noted.

This room has a door to the exterior for egress purposes.
Apt. H -

Livine Room 11-10x 13-7: Kltchen Hallwav Mechanical Closet; Laundry Closet:
No violation noted.

athroom:
Seal the perimeter of the shower swrround. PM-304.1

Bedroom 9-8 x 13-7:
No violation noted.

This room has a door to the exterior for egress purposes.

Apt. I -
Living Room 11-10 x 13-7; Kitchen; Hallway; Mechanical Closet; Laundry Closet; Bathroom:
Repair all smoke detectors in this unit to be interconnected. PM-704.1 ‘

Bedroom 9-8 x 13-7:
C Repair all smoke detectors in this unit to be interconnected. PM-704.1

This room has a door to the exferior for egress purposes.

Apt. J—
Iiving Room 11-10 x 13-7; Hallway: Mechanical Closet; Laundry Closet: Bathroom:
No violation noted.

Kifchen:
Re-mount the existing fire extinguisher to meet the following criteria. A minimum 1A -
10BC classification fire extinguisher shall be mounted in a visible, accessible location, in
or adjacent to the kitchen, away from the range, and in the path of egress. The
securing mechanism must be no more than 5 feet above the floor. PM-704.3.

W
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Bedroom 9-8 x 13-7:
No violation noted.

This room has a door to the exterior for egress purposes.

EXTERIOR:

" Repair the entry doors on the common hallway to function as intended and be weather tight.
No gaps shall be visible around the edges. PM-303.13

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC
16.12.080 (b): All rental units shall be required to have a current occupancy permit displayed in an
accessible location inside the unit. The permit shall contain the name of the owner or his agent and
the expiration date of the permit. BMC 16.12.080 (b)

50f5
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City of Bloomington

H.AN.D.
Board of Housing Quality Appeals
Staff Report: Petition to Rescind Variance
Meeting Date: 13 April 2011
Petition Type: Rescind a Variance

Petition Numbet: 11-RV-58

Address: 1000 W. Cottage Grove Ave.
Petitioner: HAND

Inspector: Norman Mosier

Staff Report: 20 December 2010 - Cycle Inspection

During the cycle inspection it was noted that the structure has been remodeled and
the bedroom access requirement (pass through) variance dated 07/19/1990 needs
to be removed. The ceiling height requirement in the SE bedroom needs to
removed also. Petitioner is requesting removal of variance.

Staff Recommendation:  Rescind the variance.

Conditions; None

Attachments: BHQA Application, Floor plans.



‘ * Apphcatnon for Appeal
i : : To The :

' BLOCKINGTON S - Board of HOllSlllg Quahty Appeals
‘ » P.0. Box 100 °

‘ ‘ - Bloomington, IN 47402

812-349-3420 7 E@EEWE X\

Petitioner’s Name: )é/ 4 / // D | _ | : Lq
| BN A At
Petitioner’s Address & Phone Number: / 0 Ay / l/[bﬁ 7O vy i/ b In 8 T «:’;Z /3 C) .

Owner’s Name: ¥ )L',[ / ,ij_/ = U‘O//gg .

Owner’ sAddress&Phone Number: ﬂ// ‘{/m T #?5 Z;‘CO/V&# Pl&ﬁ MD 2;@? [9
Address DfPl'OpEl;'tYJ /C%C) //&/-. (;’: { {1’4@6 G@Vﬁﬁzf/ﬁ
Occupant(é) Name(s).: /j/ / ?L‘F

The following conditions must be found in each case in order for the Board to consider the request:

1. That the value of the area about the properiy to which the exception is to apply will not be adversely affected.

2. Thatthe exception is consistent with the intent and puzpose of the housing code and promotes public health,
safety, and general weifare.

Identify the variance type that you are requesfing from the following list and attach the required inforfnation.

A. An extension of time to complete repairs. (Petition type: TV)
& Specify the items that need the extension of time to complete
Y+ Explain why the extension is needed :
+  Specify the time requestad
B. A medification or exception fo the Housing Property Maintenance Code. (Petition type: V)
b+  Specify the code reference number you are appcalmg
L Detail why you are requesting the variance
L+ Specify the modifications and or alterations you are suggesting
C Relief from an administration decision. (Petition type: AA)
' L+ Specify the decision being appealed and the relief you are seekmg
D. Rescind a variance. (Petition type: RV) .
L+ Detajl the existing variance
Y Specify the reason the variance is.no fanger needed

I certxfy that all information submitted wnth this request is correct and I have enclosed the $20.00 filing fee. ‘

Signature: YW‘“ ) _ ' B (Will be assigned by BHQA)
| -RV-57
Name (print): _ &W M@ff 5 A Petition Number: '

(Please use the reverse side for further explanation and/or request)
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City of Bloomington
H.AN.D.

Meeting Date;
Petition Type:
Petition Number:
Address:
Petitioner:
Inspector:

Staff Report:

Beard of Housing Quality Appeals
Staff Report: Petition for Extension of Time
April 13,2011
An extension of time to complete repairs
11-TV-59
618 S. Mitchell Street
William McCoy
Jo Stong
January 4, 2011: Conducted cycle inspection

January 11, 2011: Sent cycle report
March 10, 2011: Received appeal

During a cycle inspection violations of the Property Maintenance Code were noted,
including a damaged roof. The petitioner states that some repairs have been made, but that the
weather has not been conducive to repairing the roof. The petitioner is seeking an extension of
time until May 10, 2011 to complete the repairs.

Staff recommendation: Grant the extension of time.

Conditions: All repairs must be completed and re-inspected no later than the
deadline stated below, or this casc will be turned over to the City
of Bloomington Legal Department for further action including the
possibility of fines.

Compliance Deadlines May 31, 2011 for repair of the roof
April 27, 2011 for all other repairs

Attachments: Appeal, Cycle Report, Photos

\BA



Page 1 of 2

Application For Appeal
To The .
Board of Housing Quality Appeals
P.C. Box 100 .
Bloomington, IN 47402 ” E @EEVE
812-349-3420 b
hand @bloomington.in.gov

BY:

?B!Dﬂ“‘nuﬂﬂuﬁ-—ul\--u

Property Address: 618 South Mitchell

Petitioner's Name: William McCoy

Address; 4376 Moores Creek Road

City: Bloomington State: Indiana Zip Code: 47401

Phone Number: (812)336-4366  E-mail Address: wjmccoy@indiana.edu

Owner's Name: William and Linda McCoy

Address: 4376 Moores Creek Road

City: Bloomington State: Indiana Zip Code: 47401

Phone Number: 812-336-4366 E-mail Address: wjmccoy@indiana.edu

Occupants: Nick and Laura Patterson

- i ——
The following cenditions must be found in each case in order for the Board to consider the request:
1. That the exception is consistent with the intent and purpose of the housing code and promotes public
health, safety, and general welfare.
2. That the value of the area about the property to which the exception is to apply will not be adversely
affected.

e —
Identify the variance type that you are requesting from the following drop down menu:

Variance Type: An extension of time to complete repairs. (Petition Type: TV)

Reminder: - .

A 520.00 filing fee must be submitted with the Appeal (Will be assigned by BHQA)
Application or the application will not be considered to be

completel A completed application has to be submitted / / - 7 V- S 7

prior to the meeting application deadline in order to be

placed on that months agendal! Petition Number:




Page 2 of 2

In the space provided below please write a brief narrative regarding your request. Be specific as to what you are
requesting, the reason{s) or justification(s) for your request, the amount of time needed to bring the property into
compliance, as well as any modifications and/or alterations you are suggesting. The following information must be
included dependent upon the type of variance you are requesting:
A. An extension of time to complete repairs. (Petition type: TV)
1. Specify the items that need the extension of time to complete.
2. Explain why the extension is needed.
3. Specify the time requested.
B. A modification or exception to the Housing Property Maintenance Code. (Petition type: V)
1. Specify the code reference number you are appealing.
2, Detail why you are requesting the variance.
3. Specify the modifications and or alterations you are suggesting.
C. Relief from an administration decision. {Petition type: AA)
1. Specify the decision being appealed and the relief you are seeking.
D. Rescind a variance. (Petition type: RV)
1. Detail the existing variance.
2. Specify the reason the variance is no longer needed.

Furnace was inspected and passed safety test. The smoke alarm has been re-connected. The roof was damaged
(18" X 36" )by a tree limb three years ago. A repair was made by a roofer but the repair has sunk down and is
unsightly. The roof doesn't leak but this part of the roof looks bad. Since January it has been cold, rainy, snowy-
tough for fixing a roof or any outside work. The few good days we have had | have spent fighting flu bugs and/or
waorking. | would like unti! May 10 to call in for next inspection. This should give me or a worker plenty of good
weather days to do outside work. | appreciate your consideration of this matter.

N ¢
Signature {Required): LK/LM/M,_ W 6/\

Name (Print): 6 [t MCCgJ}/{ ‘ Date: 3/10/11

Important information regarding this application format:

1. This form is designed to be filled out electronically, printed, then returned/submitted manually
{e.g. postal mail).

2. This document may be saved on your computer for future use, however, any data that you have
entered will not be saved.

Print Form

W



618 S. Mitchell Street

January 5, 2011
Page 1 of 3
City of Bloomington
Housing and Neighborhood Development
Cycle Report
2198
OWNERS )
MCCOY, LINDA
4376 MOORES CREEK
BLOOMINGTON, IN 47401
Prop. Location: 618 S MITCHELL ST Number of Units/Structures: 1/ 1
Date Inspected: 01/04/2011 Number of Bedrooms: 2
Inspectors: Jo Stong Max # of Occupants: 3 !
Primary Heat Source: Gas Foundation Type: Basement
Property Zoning: RC Attic Access: No
Number of Stories: 1 Accessory Structure: None
INTERIOR:

Living Room (19-3 x 12-1):
No violations noted.

Dinine Room (14-3 x 11-4):
No violations noted.

South Bedroom (10-2 x 9-8):
Replace the missing smoke detector. If the missing smoke detector was hard wired it must be
replaced with a hard wired model. PM-704.1 -

Existing Egress Window Measurements (double-hung):
Height: 24 % inches
Width: 34 inches
Sill Height: 28 inches
Openable Area: 5.78 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements. A4

\r

401 N..Morton Street Rental Inspections: (812} 349-3420
Bloomington, IN 47404 Neighborhood Division: (812) 349-3421
Fax: (812) 349.3582 www.bloomington.in.govr : Housing Division: (812) 349-3401



618 S. Mitchell Street
January 5, 2011
Page 2 of 3
Southwest Bedroom (10-4 x 10-0):
Replace the missing electrical receptacle cover plate on the east wall. PM-605.1
Note: Egress window measurements are the same as in the south bedroom.

Baihroom:
No violations noted.

Kitchen (8-7 x 4-5):
Repair the faucet sprayer on the sink to function as intended by the manufacturer, or remove and
properly terminate the line for the sprayer. PM-504.1

BASEMENT

Thoroughly clean and service the furnace, inspect and fest shut off valves for proper operatlon
Documentation from a professional HVAC contractor for this service is acceptable and encouraged.
Servicing shall include a test for carbon monoxide. Acceptable levels of carbon monoxide are as
follows:

Desired level: 0 parts per million (ppm}

Acceptable level in a living space: 9 ppm

Maximum concentration for flue products: 50 ppm PM-603.1
EXTERIOR:

Install an approved closing device for the front storm door. PM-102.8 & PM-303.15
Repair or replace damaged or deteriorating roofing (near northeast corner). This is to be done in a
workmanlike manner and includes but is not limited to damaged or deterioraiing roofing matenal
sheathing, and all structural members. PM-303.4 & PM-303.7

Trim all tree branches away from the siding and roofline to maintain a 3” clearance. PM-302.4.1

Properly paint or provide other protective treatment on the new wall at the southwest corner of the
property.

Scrape and paint exterior surfaces where paint is peeling or wood is exposed. PM-303.2
(this violation has a one-year deadline from the date of the cycle inspection)

OTHER REQUIREMENTS:

Required documentation:

A completed copy of the Tenants & Owners Rights and Responsibilities Summary must be
provided to the office or reviewed with the inspector within 60 days of the date of the
1nspect10n or a $25.00 fine will be levied. BMC16.12.050 (d).

\ - Wb



618 S. Mitchell Street
January 5, 2011

Page 3 of 3

Reguired documentation:

The owner or his agent shall contact the tenant and arrange a joint 1nspect10n of the
premises to occur within ten days of the tenant’s occupancy of the rental unit. The owner or
his agent and the tenant shall at that time jointly complete an inventory and damage list, and
this shall be signed by all parties to the tenancy agreement. Duplicate copies of the
inventory and damage list shall be retained by all parties and shall be deemed a part of the
tenancy agreement. A completed copy of the Inventory & Damage List must be provided to
the office or reviewed with the inspector within 60 days of the date of the inspection or a
$25.00 fine will be levied. BMC16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by
BMC 16.12.080 (b): All rental upits shall be required to have a current occupancy permit
displayed in an accessible location inside the unit. The permit shall contain the name of the
owner or his agent and the expiration date of the permit. BMC 16.12. 080 (b)

Thank you for your cooperation in the Residential Rental Occupancy Permit i’rogram.

&
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City of Bloomington
H.AN.D.
Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
Meeting Date: April 13,2011
Petition Type: An extension of time to complete repairs

Petition Number: 11-TV-60

Address: 423 S. Fess Avenue

Petitioner: Jeanne Walter

Inspector: Jo Stong

Staff Report: January 3, 2011: Conducted cycle inspection

January 14, 2011: Sent report
March 14, 2011: Received appeal

During a cycle inspection it was noted that this property had been reconfigured since the
last inspection. In order to comply with both the Property Maintenance Code and the Unified
Development Ordinance, the property must undergo extensive renovation. The petitioner is
requesting an extension of time until July1, 2011 to complete repairs and renovations.

Staff recommendation: (Grant the extension of time.
Conditions: All repairs must be completed and re-inspected no later than the

deadline stated below, or this case will be turned over to the City
of Bloomington Legal Department for further action including the

possibility of fines.
Compliance Deadline: July 1, 2011
Attachments: Appeal, Cycle Report, Floor Plans

\U}\
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Application For Appeal
To The
Board of Housing Quality Appeals
P.O.Box 100
Bloomington, IN 47402
812-349-3420
hand@bloomington.in.gov

> " "]
-
2l WL

Property Address; 423 South Fess Avenue, Bloomington, IN 47401

Petitioner's Name: Jeanne Walters

Address: 107 East 6th Street

City: Bloomington ‘ State: Indiana Zip Code: 47408

Phone Number: (812)331-8951 E-mail Addfess: ashley@jeannewalters.com

Owner's Name; Mort Rubin dba College Rentals LLC

Address: 3300 Dundee Road Suite C4

City: Northbrook State: Hlinois Zip Code: 60062

Phone Number: 847-272-1234 E-mail Address: mrubinlawyer@sbcglobal.net

Occupants: 10

— - -
The following conditions must be found in each case in order for the Board to consider the request:
1. That the exception is consistent with the intent and purpose of the housing code and promotes public
health, safety, and general welfare. :
2. That the value of the area about the property to which the exception is to apply will not be adversely
affected.

srmmmmiee—— L e LS = aE e e e = e
Identify the variance type that you are requesting from the following drop down menu:

Variance Type: An extensicn of time to complete repairs. (Petition Type: TV)

Reminder:

A 520.00 filing fee must be submitted with the Appeal
Application or the application will not be considered to be -f’ _ 6 O
complete! A completed application has to be submitted / / . V

prior to the meeting application deadline in order to be
placed on that months agenda!

(Will be assigned by BHQA)

Petition Number:

W



Page 2 of 2

In the space provided below please write a brief narrative regarding your request. Be specific as to what you are
requesting, the reason(s) or justification(s) for your request, the amount of time needed to bring the property into

compliance, as well as any modifications and/or alterations you are suggesting. The following information must be
included dependent upon the type of variance you are requasting:

A. An extension of time to complete repairs. (Petition type: TV)
1. Specify the items that need the extension of time to complete.
2. Explain why the extension is needed.
3. Specify the time requested,
B. A modification or exception to the Housing Property Maintenance Code. (Petition typerV)
1. Specify the code reference number you are appealing.
2. Detail why you are requesting the variance.
3. Specify the modifications and or alterations you are suggesting.
C. Relief from an administration decision. (Petition type: AA)

1. Specify the decision being appealed and the relief you are seeking.
D. Rescind a variance. (Petition type: RV)

1. Detail the existing variance.
2. Specify the reason the variance is no longer needed.

Extensive repairs are needed due to reconfiguration by the previous owner. Request is for an extensicn until July 1,
2011,

Inspector Jo Stong and the City of Bloomington Planning Department are familiar with this situation.

| gm%:,wﬂwd |

Signature (Required):

Name (Print}: Jeanne Walters Date: 3/14/11

Important information regarding this application format:

1. This form is designed to be filled out electronically, printed, then returned/submitted manually
{e.g. postal maii).

2. This document may be saved on your computer for future use, however, any data that you have
entered will not be saved.

~ Print F'orm -




423 S. Fess Avenue

January 7, 2011
Page 1 of 9
City of Bloomington
Housing and Neighborhood Development
Cycle Report
393
OWNERS
RUBIN, MORT
3100 DUNDEE ROAD SUITE C4
NORTHBROOK, IL 60062
AGENT
WALTERS, JEANNE M.
107 E. 6TH ST.
BLOOMINGTON IN 47408
Prop. Location: 423 S FESS AVE Number of Units/Structures: 9/1
Date Inspected: 01/03/2011 Number of Bedrooms: 8x1br; 1x3br
Inspectors: Jo Stong Max # of Occupants: 1/1br; 3/3br
Primary Heat Source: Gas Foundation Type: Basement
Property Zoning: RH Attic Access: No
Number of Stories: 3 Accessory Structure: None

NOTE: The above property information is based on previous inspections. See below for
reconfiguration information.

11/08/1978 Granted a variance from the bathroom and the second floor kitchen.

General Violation: This property has been recenfigured since the last cycle inspection
(October 19, 2007). In its current configuration, the property has 10 sleeping reoms. During
the cycle inspection, conditions were noted that indicate that this properfy may be in violation
of Bloomington Municipal Code Title 20 with regard to sleeping rooms and density. This unit
needs to be brought into compliance with Title 20 within sixty (60) days from the date of this
inspection to avoid possible legal action by the City of Bloomington Legal Department.

)
\U’x‘
i
401 N. Morton Street B cuna | Rental Inspections: (812) 349-3420
Bloomington, IN 47404 ‘ Neighborhood Division: (812) 349-3421

Fax: (812) 349-3582 ‘ ) www.bloomington.in.gov Housing Division: (812) 349-3401
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Following are the noted changes to the property:
¢ The kitchen has been removed from Unit #2
o The kitchenettes have been removed from Units 4 and 5
e Unit #6 has been removed and is now a kitchen; it appears to be a common kitchen for
all tenants of the second floor.
o Unit #9 could previously be accessed from the exterior only. It cam now be accessed
from the common hallway on the second floor (through what was previously Unit #6)

The City's Planning Department will be the Department which decides whether or not a violation
of Title 20 has occurred and whether or not any violation of Title 20 has been remedied. For
more information, please contact the Planning Department at 349-3423. Please note that the.
City of Bloomington Housing and Neighborhood Development Department will not issue a
residential rental occupancy permit for any property that is not compliance with Title 20 of the
Bloomington Municipal Code.

A copy of this Report has been forwarded to the City of Bloomington Planning Department.

\

INTERIOR:

Note: All gas furnaces were inspected on October 18, 2010 and all CO levels were in
acceptable ranges.

Entry: _ '

Replace the backup battery in the smoke detector (it is beeping). PM-704.1

Unit #1

Kitchen (15-0 x 8-2):

Service or replace the metal-headed fire extmgulsher Metal head extinguishers shall be subjected
to maintenance at intervals of not more than one (1) year and shall have a tag or label securely
attached that indicates the month and year the maintenance was performed as well as the identity of
the person/company performing the service. Metal head extinguishers must be recharged every six
years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be.replaced

~every 12 years per NFPA-10. All fire extinguishers must be inspected every 30 days and a

record of that inspection shall be kept. PM-704.3

Living Room (15-5 x 12-3):
No violations noted.

South Bedroom (12-3 x 11-0):
Replace the missing smoke detector. If the missing smoke detector was hard wired 1t must be
replaced with a hard wired model. PM-704.1

Existing Egress Window Measurements (double-hung):
Height: 27 inches
Width: 26 inches
Sill Height: 13 inches

O
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Openable Area: 4.87 sq. ft.

Note: These measurements are for reference only. There is no vmlatlon of the
emergency egress requirements.
Mechanical Room: .
Properly repair the hole in the ceiling. PM-304.3

Maintain minimum clearances from combustibles:

e Fuel-fired appliances: 36” clearance from combustible storage

e Single-wall vent connectors: 17 clearance from Flow Guard Gold CPVC
6” clearance for other combustibles

e Double-wall vent connectors: 17 clearance for all combustibles

e Draift hood: - 6 clearance for all combustibles .

PM-603.3

North Entrvway:

Replace the missing smoke detector, If the missing smoke detector was hard wired it must be
replaced with a hard wired model. PM-704.1

Hallway:
North window shall be capable of being easily opened and held in position by its-own hardware.

PM-303.13.2 -
Clean the return air grille on the west wall. PM-603.1

Northeast Bedroom:

This unit/room was not inspected at the time of this inspection, as it was not accessible. This
unit/room must be inspected and brought info compliance with-in the same 60 day deadline as the
remainder of this property. PM-104.4

Southeast Bedroom (12-2 x 10-5):
Replace the broken electrical receptacle cover plate on the east wall. PM-605.1

The windows in this unit/room were not inspected at the time of this inspection, as they were
covered and sealed with plastic. The windows in this unit/room must be inspected and brought into
compliance within the same 60 day deadline as the remainder of this properly. PM-104.4, PM-
702.1

Bathroom;
Secure toilet to its mountings. PM-504.1

Properly seal the entire perimeter of the tub/shower including the floor. PM-304.3
Unit #2

Living Room (11-6 x 11-3):
No violations noted.

ol
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Bedroom (13-7 x 10-9):
No violations noted.
Existing Egress Window Measurements (double-hung):
Height: 27 inches :
Width: 43 inches
Sill Height: 18 inches
Openable Area: 8.06 sq. 1i.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

Bathroom: .
Clean and service the exhaust fa:n so that it functions as intended. PM-603.1

BASEMENT
Properly secure the flue to the water heater (west water heater). PM-603.1, PM-504.1

SECOND FLOOR
East (common) Bathroom:
Clean and service the exhaust fan so that it functions as intended. PM-603.1

Properly seal the entire perimeter of the tub where it meets the floor. PM-304.3

Unit #3
South Central Bedroom (13-4 x 13-2):
Provide operating power to smoke detector. PM-704.1

Repair window to be capable of being easily opened and held in position by its own hardware.
PM-303.13.2
* (this window must be measured at the reinspection)

Office (11-6 x 8-8):

Repair the window to be weather tight, and properly seal around the frames and trim (partially
filled with putty and caulk). The sashes shall fit snugly and properly within the frame. Replace any
missing or deteriorated glazing compound. Windows shall be easily and fully openable and shall
remain fully open using hardware that is part of the window. PM-303.13, PM-303.13.2

Laundry Room:
No vielations noted,

Bathroom:
Clean and service the exhaust fan so that it functions as intended (it is very loud). PM 603.1

Provide a proper cover for the drain in the shower. PM-504.1

i
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_ Furnace Closet:

No violations noted.

Living Room (15-8 x 15-8):

Show documentation that the gas fireplace has been inspected within the last twelve months, or
permanently and visibly seal the fireplace to prevent its use. Service and inspection shall include
the firebox, damper, chimney and/or flue. Cleaning by a professional service is highly
recommended. PM-603.1

East Bedroom (13-6 x 11-6}): ’
Replace the missing smoke detector If the missing smoke detector was hard wired it must be
replaced with a hard wired model. PM-704.1

Exzstmg Egress Window Measurements (double—hung)
Height: 20 inches
Width: 31 inches
Sill Height: 34 Y% inches
Openable Area: 4.30 sq. ft.

At the time this structure was built, there were no code requirements for emergency egress for a

sleeping room.. ‘The Housing & Neighborhood Development Department strongly recommends that

the sleeping room egress windows be modified or replaced with a larger window to aid in
emergency escape. BMC-16.04.040 (b) '

Kitchen: T
Service or replace the metal-headed fire extinguisher. Metal head extinguishers shall be subjected
to maintenance-at intervals of not more than one (1) year and shall have a tag or label securely
attached that indicates the month and year the maintenance was performed as well as the identity of
the person/company performing the service. Metal head extinguishers must be recharged every six
years and hydro-tested every 12 years;per NFPA-10. Plastic head extinguishers must be replaced
every 12 years per NFPA-10. All fire extinguishers must be inspected every 30 days and a
record of that inspection shall be kept. PM-704.3

Commeon Hallway:
Replace the missing smoke detector. If the missing smoke detector was hard wired 1t must be
replaced with a hard wired model. PM-704.1

Replace the undersized and discharged fire extinguisher. A minimum 2A 20 BC fire extinguisher
shall be mounted on each floor level of a building in the exit corridor, exterior exit balcony, or in
an accessible exterior location on the building within 75 feet of any dwelling unit. The
extinguisher shall be at a height no greater than 5 feet above the walking surface or grade below.
The extinguisher shall be visible and accessible. PM-704.3. .

N

Unit #4 (single room)
Bedroom/ILivirig Room (12-8 x 11-2):
Properly repair the weather stripping in the window. PM-303.13
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Bedroom/Living Room (cont’d)
Repair window to be capable of being casily opened and held in position by its own hardware.
PM-303.13.2

Existing Egress Window Measurements (double-hung):
Height: 27 inches .
Width: 29 inches
Sill Height: 24 inches
Openable Area: 5.44 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

Unit #5 (single room)
Bedroom /Living Room (12-1 x 11-9):
Repair the torn window screen in the south window on the west wall. PM-303.14

Properly repair the weather stripping in this same window. PM-303.13

Existing Egress Window Measurements (double-hung):
Height: 27 % inches
Width: 24 inches
Sill Height: 24 inches
Openable Area: 4.58 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

THIRD FLOOR

Unit #7 ‘

Kitchen (9-7 x 7-8):

Service or replace the metal-headed fire extinguisher. Metal head extinguishers shall be subjected
to maintenance at intervals of not more than one (1) year and shall have a tag or label securely
attached that indicates the month and year the maintenance was performed as well as the identity of
. the person/company performing the service. Metal head extinguishers must be recharged every six
years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be replaced
every 12 years per NFPA-10. Al fire extinguishers must be inspected every 30 days and a
record of that inspection shall be kept. PM-704.3

Bathroom:
Clean and service the exhaust fan so that it functions as intended. PM-603.1

Properly seal the shower where it meets the floor. PM-304.3

\ ‘\LC\
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Living Room (20-8 x 15-2):

Repair or replace existing smoke detector so that it functions as intended. PM- 704 1

Repair the hole in the wall (next to the light switch, east of the closets). PM-304.3
Repair all holes in the closet wall. PM-304.3

Bedroom (13-8 x 8-7):
Existing Egress Window Measurements:
Height: 20 %; inches
Width: 37 inches
Silt Height: 16 inches
Openable Area: 5.26 sq. ft.

At the time this structure was built, there were no code requirements for emergency egress for a
sleeping room. The Housing & Neighborhood Development Department strongly recommends that
the sleeping room egress windows be modified or replaced with a larger window to aid in
emergency escape. BMC-16.04.040 (b) ' ’

.Unit #8 (basement unit)
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-303.13

Replace the deteriorated molding around the door, and repair or replace the strike plate and any
non-functioning parts of the lockset. PM-304.3

Living Room (15-9 x 10-6):

Tustall a smoke'detector in an approved location. If wall mounted, it shall be located between 6 and
12 inches from the ceiling. If ceiling mounted, it shall be located at least 4 inches from the wall.
PM-704.1

Kitchen (12-4 x 5-7):

A minimum 1A 10BC classification fire extinguisher shall be mounted in 2 visible, access1ble

location, in or adjacent to the kitchen, away from the range, and in the path of egress. The
securing mechanism must be no more than 5 feet above the floor. PM-704.3.

Bedroom (12-8 x 9-9):

Note: ' The egress variance for this sleeping area has been removed.

Replace the missing smoke detector. If the missing smoke detector was hard wired it must be
replaced with a hard wired model. PM-704.1

Ex1st111g Egress Window Measurements (awning):
Height: 20 inches
Width: 30 inches
Sill Height: 63 %; inches
Openable Area: 4.16 sq. fi.

Q\/\Q
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Bedroom (cont’d)

At the time this structure was built, there were no code requirements for emergency egress for a
sleeping room. The Housing & Neighborhood Development Department strongly recommends that
the sleeping room egress windows be modified or replaced with a larger window to aid in
emergency escape. BMC-16.04.040 (b) '

EXTERIOR:

Remove and properly dispose of all scattered trash and debris on property, including but not limited
to siding, broken furniture, and cigarette butts. PM-302.1

Properly secure the block at the bottom of the east stairs. PM-303.10, PM-302.3
Remove all trash and debris from the east stairwell. PM-302.1
Trim all tree branches away from the siding and roofline to maintain a 3’ clearance. PM-302.4.1

Replace all rotting or deteriorated boards on the front (west) porch, and properly surface-coat them.
PM-303.10, PM-303.2

Properly repair or replace all missing or deteriorated soffit and fascia boards in a manner that seals
all openings. PM-303.6 & PM-303.7 -

Replace the missing downspout on the north side of the house. PM-303.7
Remove the vines growing into the windows on the south side of the house. PM-302.4, PM-303.2

Properly repair the retaining walls on the south and west sides of the property, securing any loose
material, blocks or stones; properly tuck-point all to be structurally sound (blocks and rocks have
detached and are in the public right-of-way. Walls must be secured). PM-302.7

" NOTE: The tree on the south side of the property is within five feet of the house. 1t is

strongly recommended that this tree be removed to prevent damage to the house.

OTHER REQUIREMENTS:

Reguired documentation: Co

A completed copy of the Tenants & Owners Rights and Responsibilities Summary must be
provided to the office or reviewed with the inspector within 60 days of the date of the
inspection or a $25.00 fine will be levied.BMC16.12.050 (d).

Reguired documentation:

The owner or his agent shall contact the tenant and arrange a joint inspection of the
premises to occur within ten days of the tenant’s occupancy of the rental unit. The owner or
his agent and the tenant shall at that time jointly complete an inventory and damage list, and
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this shall be signed by all parties to the tenancy agreement. Duplicate copies of the
inventory and damage list shall be retained by all parties and shall be deemed a part of the
tenancy agreement. A completed copy of the Inventory & Damage List must be provided to
the office or reviewed with the inspector within 60 days of the date of the inspection or a
$25.00 fine will be levied. BMIC16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by
BMC 16.12.080 (b): All rental units shall be required to have a current occupancy permit
displayed in an accessible location inside the unit. The permit shall contain the name of the
owner or his agent and the expiration date of the permit. BMC 16.12.080 (b) -

Thank you for your cooperation in the Residential Rental Occupancy Permit Program.

'\-.“.\
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City of Bloomington
H.AN.D.

Meeting Date:

Petition Type:

Petition Number:
Address:
Petitioner:
Inspector:

Staff Report:

Board of Housing Quality Appeals
Staff Report: Petition for Variance

April 13, 2011

A modification or exception to the Property Maintenance Code & An
extension of time to complete repairs. '

11-TV-61

806 W. Chambers Drive
Joanne Sabbagh

Maria McCormick

During the cycle inspection it was noted that there was a violation of PM-
404.4.3 “Every room used as a bedroom shall have access o at least one
(1) water closet without passing through another room used as a
bedroom.” This property is permitted as a three bedroom and has only one
bathroom. The petitioner is requesting a pass through variance for this
property.

The petitioner is additionally requesting an additional 60 days 1o complete
work that was noted on the cycle report specifically to repair the damaged
sidewalk leading to the front porch, the leaking basement walls and to
repair the glazing compound.

Staff recommendation: Grant the request for the variance and the extension of time

Conditions:

All specified repairs only must be completed by the deadline stated below.
All other repairs must be completed in the original 60 day cycle deadline
or this case will be turned over to the City of Bloomington Legal Dept. for
further action including the possibility of fines.

Compliance Deadline: July 4, 2011

Attachments: Application of Appeal, Cycle Report, Floor Plan
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Application For Appeal
- To The
Board of Housing Quality Appeals
P.O.Box 100
Bloomington, IN 47402
812-349-3420
hand@bloomington.in.gov

Property Address: 806 W. Chambers Drive

Petitioner's Name: Joanne Sabbagh

Address: 3709 Tamarron Drive

City: Bloomington State: Indiana Zip Code: 47408

Phone Number: (812)3356-2026 E-mail Address: jsabbagh@homefinder.org

Owner's Name: Joanne Sabbagh

Address: 3709 Tamarron Drive

City: Blecomington State: indiana Zip Code:; 47408

Phone Number: 812-336-2026  E-mail Address: jsabbagh@homefinder.org

Occupants: William Sabbagh

The following conditions must be found in each case in order for the Board to consider the request:

1. That the exception is consistent with the intent and purpose of the housing code and promotes public
health, safety, and general welfare.

2. That tie value of the area about the property to which the exception is to apply will not be adversely
affected.

Identify the variance type that you are requesting from the following drop down menu:

Variance Type: An extension of time to complete repairs. (Petition Type: TV)

Reminder: . .

A $20.00 filing fee must be submitted with the Appeal - (Will be assigned by BHQA)
Application or the application will not be considered to be — : ,
completet A completed application has to be submitted / / - \/" é l

prior to the meeting application deadline in order to be o
placed on that months agenda! Petition Number:

1\

s
—
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in the space provided below please write a brief narrative regarding your request. Be specific as to what you are
requesting, the reason(s) or justification(s) for your request, the amount of time needed to bring the property into

compliance, as well as any modifications and/or alterations you are suggesting. The following information must be
inciuded dependent upon the type of variance you are requesting:

A. An extension of time to complete repairs. {Petition type: TV)
1. Specify the items that need the extension of time to complete.
2. Explain why the extension is needed.
. 3. Specify the time requested.
B. A modification or exception to the Housing Property Malntenance Code. (Petition type: V}
1. Specify the code reference number you are appealing.
2. Detail why you are requesting the variance.
3. Specify the modifications and or alterations you are suggesting.
C. Relief from an administration decision. (Petition type: AA)
1. Specify the decision being appealed and the refief you are seeking.
D. Rescind a variance. {Petition type: RY) ‘
1. Detzil the existing variance,

2. Specify the reason the variance is no longer needed.

A. Requesting an extension of time to correct sidewalk issues, glazing of windows, and correcting the basement
leaking as the weather is not conducive for this type of work. | am requesting a 60 day extension.

B. | am requesting an appeal for the North Bedroom PM-404-4.3

. | have been an owner of this property since
March 7, 1997, and this has never been an issue

. Imposition of the rule would result in an undue hardship {unusual
difficulty) because of excessive costs of additional or altered construction elements. Also, imposition of the rule
would resuitin an undue hardship (unusual difficulty) because of physical limitations of the construction site

Signature (Required):

Name (Print}: Joanne Sabbagh Date: - 3/15/11

Importantinformation regarding this application format:

1. This form is designed to be filled out electronicaily, printed, then returned/submitted manually
(e.g. postal mail).

2. This document may be saved on your computer for future use, howe\rer, any data that you have
entered will not be saved.

Print Form




City of Bloomington
Housing and Neighborhood Development

Cycle Report

4975

OWNERS ' ‘ AGENT
SABBAGH, JOANNE C. TEMPO MANAGEMENT
PO BOX 5727 PO BOX 5727
BLOOMINGTON, IN 47402 BLOOMINGTON, IN 47402
Prop. Location: 806 W CHAMBERS DR Number of Units/Structures: 1 /1
Date Inspected: 02/21/2011 Number of Bedrooms: 3
Inspectors: Maria McCormick Max # of Occupants: 3
Primary Heat Source: Gas Foundation Type: Basement
Property Zoning: RS Attic Access: Yes
Number of Stories: 1 Accessory Structure: Garage

INTERIOR:

Living Room/Dining Room 23-6 x 11-8:

No violation noted,

South Bedroom 10-9 x 11-3:

Every room used as a bedroom shall have access to at least one (1) water closet without
passing through another room used as a bedroom. Continued use of this space as a bedroom
shall be contingent upon either providing proper access from a common area to the bathroom
in accordance with all applicable rules or securing a variance to the Property Maintenance
Code from the Board of Housing Quality Appeals (BHQA). PM-404.4.3

Every window shall be capable of being easily opened and held in position by its own
hardware. Properly repair or replace the south window to stay open. PM-303.13.2

Existing Egress Window Measurements:
Height: 23 inches
‘Width: 32 inches
Sill Height: 28 inches
Openable Area: 5.13 sq. .

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

401 N. Morton Street m ’ Rental Inspections: (812) 349-3420

Neighborhood Division: (§12) 349-3421
www.bloomington.in.gov Housing Division: (812} 349-3401

Bloomington, IN 47404

Fax: (812) 349-3582




Bathroom:
- No violation noted.

Center Bedroom 10-0 x 12-0: :
Every room used as a bedroom shall have access to at least one (1) water closet without
passing through another room used as a bedroom. Continued use of this space as a bedroom
shall be contingent upon either providing proper access from a common area to the bathroom
in accordance with all applicable rules or securing a variance to the Property Maintenance
Code from the Board of Housing Quality Appeals (BHQA). PM-404.4.3

Existing Egress Window Measurements:
Height: 22 ¥ inches
Width: 24 inches
Sill Height: 26 % inches
Openable Area: 3.76 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

Kitchen/Breakfast Area 11-8 x 12-6;

Repair or replace door knob/lock assembly in a manner so that it functions as intended. PM-
102.8 & PM-304.6

North Bedroom 9-9 x 10-9: ‘
Every room used as a bedroom shall have access to at least one (1) water closet without,
passing through another room used as a bedroom. Continued use of this space as a bedroom
shall be contingent upon either providing proper access from a common area to the bathroom
in accordance with all applicable rules or securing a variance to the Property Maintenance
Code from the Board of Housing Quality Appeals (BHQA). PM-404.4.3

Every window shall be capable of being easily opened and held in position by its own
‘hardware. Properly repair both windows to function as intended PM-303.13.2

Determine the source and eliminate the water leak in the ceiling. PM-504.1

Repair the surface of the ceiling to be free of holes, cracks, peeling paint and sagging
materials. PM-304.3

Existing Egress Window Measurements:
Height: 22 %2 inches
Width: 24 inches
Sill Height: 26 % inches
Openable Area: 3.76 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.



Basement:
All exterior walls shall be free from holes, breaks, and loose or rotiing materials; and
maintained weatherproof and properly surface coated where required to prevent
deterioration. Water is coming in along the cracks in the west wall beneath the southern
window. PM-303.6 :

Thoroughly clean and service the furnace, inspect and test shut off valves for proper operation.
Documentation from a professional HVAC contractor for this service is acceptable and
encouraged. Servicing shall include a test for carbon monoxide. Acceptable levels of carbon
monoxide are as follows:

Desired level: 0 parts per million (ppm)
Acceptable level in a living space: 9 ppm
Maximum concentration for flue products: 50 ppm
PM-603.1
EXTERIOR:

All sidewalks, walkways, stairs, driveways similar areas shall be kept in a proper state of
repair, and maintained free from hazardous conditions. PM-302.3

Properly repair or replace damaged/deteriorated soffit/fascia in a manner that seals all
openings on the detached garage. PM-303.6 & PM-303.7

Replace the missing and deteriorated (cracked and peeling) glazing compound on all the
windows. PM-303.13

When issued, a copy of the new Rental Océupancy Permit shall be posted as required by BMC
16.12.080 (b): All rental units shall be required to have a current occupancy permit displayed in an

accessible location inside the unit. The permit shall contain the name of the owner or hi$ agent and

the expiration date of the permit. BMC 16.12.080 (b)
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